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The Honorable John T. Conway
Chainnan
Defense Nuclear Facilities Safety Board
625 Indiana Avenue, N.W., Suite 700
Washington, D.C. 20004

Dear Mr. Chainnan:

In response to your letter of January 8, 1999, enclosed is a report containing data,
compiled by the Office of Environment, Safety and Health, which identifies the safety
related systems at defense nuclear facilities, and their schedule for Year 2000
remediation. Although your letter only requested the above infonnation for defense
nuclear facilities, the attached report includes infonnation for systems at non-defense
nuclear facilities as well. We believe the issue you identified regarding safety-related
systems applies Department-wide. The Department is in the process of validating with
each site the infonnation provided in the enclosed report to ensure that the data is
accurate and complete. This data has also been entered into the Department of Energy
Year 2000 database to pennit continued monitoring of progress and appropriate senior
management attention. As requested, we will provide an update of the Year 2000
progress for safety-related systems on March 31, 1999.

Ifyou have any questions, please contact me at (202) 586-0166, or your staff may contact
John Przysucha, the DOE Y2K Program Manager, at (202) 586-8836.

Sincerely,

/~~~J U ".="JfM. Gilli~=-)

Enclosure

* Printed witl1 SlJy Ink on~ paper
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Mission:

Argonne National Laboratory - East

Basic research and technology development to meet national goals in energy
technology, environmental quality, scientific leadership, and national security

# Workers: 335 Federal (Chicago Operations Office and DOE Argonne Group) and 3,856
contractor personnel

# Key Facilities: 6

cso: DOE Office of Science (SC)

FY99 Budger: $294 million

Y2K Status # Systems
Implementation completed now I
Implementation scheduled for completion by 0
March 31, 1999
Implementation scheduled for completion after 0
March 31, 1999, but before December 31,1999
Responded Not Applicable I
No response provided 0
Total 2

S~'stem Type # Systems
IT 0
Non-IT 2
No Data 0
Total 2

Selected ES&H Functions # Systems
Process Control and/or Protection Systems 0
Maintenance Tracking 0
Traffic Management Systems 0
Radiation Monitoring Systems 0
Materials Inventory Systems 0
Emergency Response Systems 1
Environmental Monitoring Systems 0
Facility Systems and Equipment I
Hazards Analysis & Control 0
Health & Dosimetry Records 0
Insufficient Information to Classify 0
Total 2



Site Status Report: Argonne National Laboratory East

Syst8mNaDIB SystBmDoscrlptlon SystBmTYPB Systom Scope PrIority SoIutIonTYPB ESHfunctloo
ANL-East Fire Alarm ANL-East Fire Alarm. Please note Non-IT Site-wide Business-essential Replace Facility Systl;!ms and Equipment

that the

PBX Operating System PBX Operating system. Non-IT Site-wide Site-essential Modify Emergency Response Systems
Telephone system for Argonne
East

Friday, February 26,19998:17:19 AM
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ANL-E - Page 1
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•
Site Status Report lCOnt.J: Argonnu National Laboratory East

Risk VulnorabUIty
......t Plan AS888Smont ASSBSSmont 188t Plan

SystBm Status Status Status Status

•
COntlngBncy
Plan Status

RBlIIVatlon
Status

Validation
Status

•
Impl8Jll8lltatlon End-lo-End
Status luUOg Status

ANL-East Fire Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable
Alarm

PBX Operating Not Applicable Not Applicable Not Applicable Not Applicable Completed
System

Friday, February 26, 19998:17:19 AM

Completed Not Applicable Completed Not Applicable

ANL-E - Page 1



Mission:

Argonne National Laboratory - West

Research and development to provide the technology to deal with significant nuclear
issues facing the United States, including stabilization of spent nuclear fuel;
development and qualification of high-level nuclear waste forms; characterization,
treatment, and stabilization of mixed waste to allow disposal; and nuclear facility
decommissioning

# Workers: 6 Federal (DOE Argonne Group-West) and 820 contractor personnel

# Key Facilities: 6

cso: DOE Office of Nuclear Energy, Science and Technology (NE)

FY99 Budget: $75 million

Y2K Status # Systems
Implementation completed now 0
Implementation scheduled for completion by

0
March 31,1999
Implementation scheduled for completion after

0
March 31, 1999, but before December 31, 1999
Responded Not Applicable I
No Response Provided 0
Total 1

System Type # Systems
IT 0
Non-IT 1
No Data 0
Total I

Selected ES&II Functions # Systems
Process Control and/or Protection Systems 0
Maintenance Track.in~ 0
Traffic Management Systems 0
Radiation Monitorin~ Systems 0
Materials Inventory Systems 0
Emergency Response Systems 0
Environmental Monitoring Systems 0
Facility Systems and Eouipment 1
Hazards Analysis & Control 0
Health & Dosimetry Records 0
Insufficient Information to Classify 0
Total I



Sita Status Report: ArgoDDa National Laboratory West

SystllmNaD18 Syst8mDBSCrIptlon SystBm Tp SystBm SCOP8 Prmrlty SolUtlonTp ESRfunctllll
ANL-West Fire Alarm ANL-West Fire Alarm. Please

note that the

Friday, February 26,19998:17:19 AM

e.

Non-IT Site-wide

e

Business-essential Re-engineer Facility Systems and Equipment

ANL-W - Page 1
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• • •
Situ Status Report [Conll: Argonnu National Laboratory West

Risk Vulourabillty
Projoct Plao Assossm8llt ASSBSsmont Tust Plao

ByStllm Status Status Status Status
Contln1l80CY
Plan Status

RlIIIOvatkJn
Status

Validation
Status

bnpl8lll8lltatllll End-To-fnd
Status Tustlng Status

ANL-West Fire Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable
Alarm

Friday, February 26,19998:17:19 AM ANL-W - Page 1



Brookhaven National Laboratory

Mission: Conceptualize, design, build, and operate large, complex user-research facilities. and
to carry out both basic and applied research in energy-related physical. life, and
environmental sciences while emphasizing science education and technology
transfer.

# Workers: 44 Federal eDOE Brookhaven Group) and 3,200 contractor personnel, along with
approximately 1,500 visiting scientists who work at BNL for short-term experiments.

# Key Facilities: 6

cso: DOE Office of Science (SC)

FY99 Budget: $334 million

Y2K Status # S~'stems

Implementation completed now 0
Implementation scheduled for completion by

1
March 31,1999
Implementation scheduled for completion after

I
March 31, 1999, but before December 31, 1999
Responded Not Applicable 2
No Response Provided 0
Total 4

S)'stem Type # S~'slcms

IT 4
Non-IT 0
No Data 0
Total 4

Selcclcd ES&H Functions # Systems
Process Control and/or Protection Systems 0
Maintenance Tracking 0
Traffic Management Systems 0
Radiation Monitoring Systems 2
Materials Inventory Systems 0
Emergency Response Systems I
Environmental Monitoring Systems 0
Facility Systems and Equipment I
Hazards Analysis & Control 0
Health & Dosimetry Records 0
Insufficient Information to Classify 0
Total 4



Site Status Report: Brookhaven National Laboratory

SystBmNaD18 SystBmD8scrlPtIon SystBmTypa SystBm SCope PrIorItY SOIutJonTYPB ESRFunctIon
BNL-ESH-FA Site Fire Alarm System. An IT Site-wide Mission-essential COTS Facility Systems and Equipment

emergency response system.

EMCS Controls Host EMCS Controls Host, BNL 10 IT Site-wide Site-essential Other Radiation Monitoring Systems
7674f7679, Energy Management
Control Systems;
Controls/monitors variety of
systems, two of which are ESH
applicable: Radiation in sewage
and some temperature conditions
on some scientific experiments.

Paging System BNL Radio Paging System. Type IT Site-wide Site-essential No Impact Emergency Response Systems
of traffic ranges from routine to
emergency. Emergency pages
relate to environmental issues as
well as system maintenance
issues. Not essential to medical
emergencies.

Rad Monitoring Radiation Monitoring Equipment. IT Site-wide Site-essential Other Radiation Monitoring Systems
Includes all equipment from hand-
held instruments to whole body
counters.

Friday, February 26,1999 8:17:19AM

• •
BNL - Page 1
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•
Sita Status Report (Cont.J: Brookhaven National Laboratory

Risk Vulnarabmty
ProJ&ct Plan AS8888mant ASS8SsmBDt Tost Plan

SystBlO Status Status Status Status

•
ContlnU8IICY
Plan Status

R8IIIvatlon
Status

Validation
Status

-•
bnplomontatlon End-To-Ind
Status T8StIng Status

BNL-ESH-FA Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable

EMCS Controls Not Applicable Not Applicable
Host

Paging System Not Applicable Not Applicable

Rad Monitoring Not Applicable Not Applicable

Friday, February 26, 19998:17:19 AM

Not Applicable Estimated
Completion
Date: 2/15/99

Not Applicable Estimated
Completion
Date: 2/15/99

Not Applicable Not Applicable

Not Applicable Not Applicable Not Applicable

Not Applicable Not Applicable Not Applicable

Estimated Not Applicable Not Applicable
Completion
Date: 3/31/99

Estimated
Completion
Date: 3/31/99

Not Applicable

Estimated
Completion .
Date: 6/30/99

Not Applicable

Not Applicable

Not Applicable

BNL - Page 1



Mission:

East Tennessee Technology Park

Reindustrialize and reuse site assets (facilities, equipment, materials. utilities, and
trained workforce) through leasing of vacated facilities and incorporation of
commercial industrial organizations as partners in ongoing environmental restoration,
D&D, waste treatment and disposal, and diffusion technology development activities

# Workers: 20 Federal (Oak Ridge Operations Office), 229 Community Reuse of East
Tennessee (CROED, and approximately 2,200 total contractor and subcontractor
personnel

# Key Facilities: 12

cso: DOE Assistant Secretary for Environmental Management (EM)

FY99 Budget: $143 million

Y2K Status # Systems
Implementation completed now 2
Implementation scheduled for completion by

0
March 31, 1999
Implementation scheduled for completion after

0
March 31, 1999, but before December 31, 1999
Responded Not Applicable 2
No Response Provided 0
Total 4

Systcm Type # S~'stcms

IT 1
Non-IT 3
No Data 0
Total 4

Selectcd ES&H Functions # Systems
Process Control and/or Protection Systems 1
Maintenance Tracking 0
Traffic Management Systems 0
Radiation Monitoring Systems 1
Materials Inventory Systems 1
Emen~ency Response Systems 0
Environmental Monitorinl:!: Systems 0
Facilitv Systems and Equipment 1
Hazards Analysis & Control 0
Health & Dosimetrv Records 0
Insufficient Information to Classify 0
Total 4



Sito Status Report: East Tennesseo Technology Park

SystomNallll SystBmDoscrIptloo SystomTypa SystBm SCOpo Priority SoIutlonTyPII ESIIFIDICUDn
Hand and Foot Monitor Personnel radioactive Non-IT Site-wide Non-essential Modify Radiation Monitoring Systems

contamination monitoring device.

TSCA PLC Toxic Waste Incernator Process Non-IT Facility-specific Non-essential No Impact Process Control and/or Protection
. Logic Controller: Provide control Systems

and
interlock functions.

TSCA Scada Toxic Waste Waste Incenterator Non-IT Facility-specific Non-essential No Impact Facility Systems and Equipment
Control and Alarm system:
Records operating
activities for the TSCA Incinerator
on a continuous basis while
running.

WIM Waste Information System: IT Site-wide Mission-essential Modify Materials Inventory Systems
Provides inventory control and
tracking of
hazardous waste

Friday, February 26,19998:17:19 AM

• ••
ETIP - Page 1
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• • •
Situ Status Report [CoolJ: East Teoousseu Techoology Park,

Risk VulnorabDlty
Projoct Plan ASS8SSlll8llt ASSOSSD18Dt Tost Plan COntln_y R8IIOvation Validation IrnpIBmantatD) EmHHid

SystBID Status Status Status Status Plan Status Status Status Status TBstlng Statui

Hand and Foot Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Estimated Completed Completed Completed
Monitor Completion

Date: 3/19/99

TSCA PLC Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable

TSCA Scada Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable

W1M Completed Completed Completed Completed Completed Completed Completed Completed Estimated
Completion
Date: 2/28/99

Friday, February 26, 19998:17:19 AM ETIP - Page 1



Mission:

Fernald Environmental Management Project

Remove or dispose of all site nuclear materials, carry out decontamination and
decommissioning (D&D) of all site buildings and facilities. and return as much of the
site as possible to public use

# Workers: 59 Federal (Fernald Environmental Management Project Office) and 2,000 contractor
personnel

# Key Facilities: 5 Operable Units (groupings of facilities that will utilize similar cleanup
technologies)

cso: DOE Office of the Assistant Secretary for Environmental Management (EM)

FY99 Budget: $277 million

Y2K Status # Systems
Implementation completed now 30
Implementation scheduled for completion by 23
March 31, 1999
Implementation scheduled for completion after

0
March 31, 1999, but before December 31, 1999
Responded Not Applicable 0
No Response Provided 0
Total 53

S~'stcm Type # Systems
IT 34
Non-IT 19
No Data 0
Total 53

Selected ES&H Functions # Systems
Process Control and/or Protection Systems 1
Maintenance TrackinJ1: 0
Traffic Management Systems 0
Radiation Monitoring Systems 1
Materials Inventory Systems 0
Emergency Response Systems 0
Environmental Monitoring Systems 9
Facility Systems and Equipment 17
Hazards Analysis & Control 6
Health & Dosimetry Records 2
Insufficient Information to Classify 17
Total 53



Site Status Report: Furnald Environmental Managumunt Project

Syst8lllNallll SystBmDBSCrIptlon SystBm TYJIII Systlln SCopo Priority SoIUtIonTYJIII ESlluootIon
air monitoring system n/a Non-IT Site-wide Site-essential No Impact Facility Systems and Equipment

Algkem system used iil N03/N02 analyses Non-IT Site-wide Site-essential No Impact Unknown

barcode reading used to support alarm and fire Non-IT Site-wide Site-essential No Impact Facility Systems and Equipment
systems extinguisher inspections

borescope/colloid n/a IT Site-wide Site-essential No Impact Facility Systems and Equipment
camera control unit

Bran-Luebbe Taos used for colorimetric determination IT Site-wide Site-essential No Impact Unknown
system of uranium

Buc BZ pump breathing zone samplers Non-IT Site-wide Site-essential No Impact Unknown

CardKey systesm controls locks at off-site locations Non-IT Site-wide Site-essential No Impact Process Control and/or Protection
Systems

cellular phones cellular phones used for site Non-IT Site-wide Site-essential No Impact Facility Systems and Equipment
communications

Friday, February 26,19998:17:19 AM .

• •
FEMP - Page 1
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Sito Status Report [COnll: Fernald Environmental Managemont Project

Risk VulnorabilitY
ProJBct Plan Ass88smBllt Assossmont Tost Plan ConllnU8IICY R8I1Ovatlon Validation Impl8D18nlatlon End-To-End

Systmn Status Status Status Status Plan Status Status Status Status T8stlng Status

air monitoring Completed Completed Completed Not Applicable Not Applicable Not Applicable Not Applicable Completed Not Applicable
system

Algkem system Completed Completed Completed Not Applicable Not Applicable Not Applicable Not Applicable Completed Not Applicable

barcode Completed Completed Completed Not Applicable Not Applicable Not Applicable Not Applicable Completed Not Applicable
reading systems

borescope/colloi Completed Completed Completed Not Applicable Not Applicable Not Applicable Not Applicable Completed Not Applicable
d camera
control unit

Bran-Luebbe Completed Completed Completed Not Applicable Not Applicable Not Applicable Not Applicable Completed Not Applicable
Taos system

Buc BZ pump Completed Completed Completed Not Applicable Not Applicable Not Applicable Not Applicable Completed Not Applicable

CardKey Completed Completed Completed Not Applicable Not Applicable Not Applicable Not Applicable Completed Not Applicable
systesm

cellular phones Completed Completed Completed Not Applicable Not Applicable Not Applicable Not Applicable Completed Not Applicable

Friday, February 26,19998:17:19 AM FEMP - Page 1



Sito Status Report: Fernald Environmental Management Project

Syst8mNaDII SystBmDoscrlptDI SystBm Typa Sys_ SCOpe PrIorItY SOIutIonTYPB ESHFuoouon
ChemChek kinetic
phosphorescence
analysis units (KPA)

used to measure uranium in urine IT
as part of the bioassay program

Site-wide Site-essential Modify Hazards Analysis and Control

ChemChek KPA-II .used as part of the bioassay IT Site-wide Site-essential Modify Hazards Analysis and Control
analyzer program

ChemChek laser kinetic used as part of the bioassay IT Site-wide Site-essential Modify Hazards Analysis and Control
phos. analyzer program

ChemChek uranium used to analyze uranium IT Site-wide Site-essential Modify Hazards Analysis and Control
analyzer

CINDY computer program (code for Non-IT Site-wide Site-essential Modify Unknown
intemal dosimetry) used to
calculate intemal radiation dose
due to intakes of radioactive
material

Compaq Prolineas CPUs (4/33 and 4/66) IT Site-wide Site-essential No Impact Unknown

data loggers SE 1000C and SE 2000 IT Site-wide Site-essential No Impact Facility Systems and Equipment

Friday, February 26,19998:17:20 AM FEMP - Page 2
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Site Status Report [Cont.J: Fernald Environmental Management Project

Risk Vuloorability
Pro:IBCt Plan AS88SSmont AS888sm8llt T88t Plan Contlnuoncy RBlllvaUOll ValldaUoo ImpllII18ntatlon End-To-End

SystDm Status Status Status Status Plan Status Status Status Status TBSUng Statui

ChemChek Completed Completed Completed Not Applicable Not Applicable Not Applicable Not Applicable Estimated Not Applicable
kinetic Completion
phosphorescenc Date: 3/31/99
e analysis units
(KPA)

ChemChek Completed Completed Completed Not Applicable Not Applicable Not Applicable Not Applicable Estimated Not Applicable
KPA-II analyzer Completion

Date: 3/31/99

ChemChek Completed Completed Completed Not Applicable Not Applicable Not Applicable Not Applicable Estimated Not Applicable
laser kinetic Completion
phos. analyzer Date: 3/31/99

ChemChek Completed Completed Completed Not Applicable Not Applicable Not Applicable Not Applicable Estimated Not Applicable
uranium Completion
analyzer Date: 3/31/99

CINDY Completed Completed Completed Not Applicable Not Applicable Not Applicable Not Applicable Estimated Not Applicable
Completion
Date: 3/31/99

Compaq
Prolineas

data loggers

Completed

Completed

Completed

Completed

Completed

Completed

Not Applicable Not Applicable Not Applicable Not Applicable Completed

Not Applicable Not Applicable Not Applicable Not Applicable Completed

Not Applicable

Not Applicable

Friday. February 26,19998:17:20 AM FEMP - Page 2



Sito Status Report: Fernald Environmental Managemont Project

SystDmNaRII SystBmD88crlptlon SYStBm Type SystBm SCOpo Prmrlty SOIutIonType ESlluooUDn
data receiver system

DCI System Six

nfa

nfa

IT

IT

Site-wide

Site-wide

Site-essential

Site-essential

No Impact

Modify

Facility Systems and Equipment

Unknown

dictaphone software software used to operate the IT Site-wide Site-essential Modify Facility Systems and Equipment
dicatphone machine

Dictaphone telephone nfa Non-IT Site-wide Site-essential No Impact Facility Systems and Equipment
and taping equipment

EG&G air monitoring
stations

fire alarm system

nfa

used to notify workers of fire

IT

IT

Site-wide

Site-wide

Site-essential

Site-essential

No Impact

Modify

Environmental Monitoring Systems

Facility Systems .and Equipment

gamma detector system nfa

Friday, February 26, 1999 8: 17:20 AM

-.'

Non-IT Site-wide

.e

Site-essential No Impact Hazards Analysis and Control

FEMP - Page 3

•



• • •
Site Status Report (Conl} Fernald Environmental Managemont Project

Risk VUlll8l'8bll1tY
ProjBCt Plan Ass888mBllt AS888smunt T88t Plan CoDtlnll8llCY R8IIOvation Valldatlm Impl8lll8lltatDI End-To-End

Systum Status Status Status Status Plan Status Status Status Status T88t1ng Status

data receiver Completed Completed Completed Not Applicable Not Applicable Not Applicable Not Applicable Completed Not Applicable
system

DCI System Six Completed . Completed Completed Not Applicable Not Applicable Not Applicable Not Applicable Estimated Not Applicable
Completion
Date: 3/31/99

dictaphone Completed Completed ~ompleted Not Applicable Not Applicable Not Applicable Not Applicable Estimated Not Applicable
software Completion

Date: 3/31/99

Dictaphone Completed Completed Completed Not Applicable Not Applicable Not Applicable Not Applicable Completed Not Applicable
telephone and
taping
equipment

EG&G air Completed Completed Completed Not Applicable Not Applicable Not Applicable Not Applicable Completed Not Applicable
monitoring
stations

fire alarm Completed Completed Completed Not Applicable Not Applicable Not Applicable Not Applicable Estimated Not Applicable
system Completion

Date: 3/31/99

gamma Completed Completed Completed Not Applicable Not Applicable Not Applicable Not Applicable Completed Not Applicable
detector system

Friday, February 26, 19998:17:20 AM FEMP - Page 3



Sito Status Report: Fernald Environmental Managemont Project

SystomNaDII Syst8mDIISCI'IPtJon SystBmTYPB SystBm SCOIII PrIIJ'Ity SOIutDlTypB ESBFIBlCUOn

Genie 2000 software used for gamma IT Site-wide Site-essential No Impact Unknown
spectroscopic analysis

Hach nfa Non-IT Site-wide Site-essential No Impact Facility Systems and Equipment
spectrophotometer,
Hach D

Honeywell alarm system a sitewide alarm system IT Site-wide Site-essential Modify Facility Systems and Equipment

HP purge and trap nfa Non-IT Site-wide Site-essential No Impact Facility Systems and Equipment
system

HVAC heating, ventilation, and air Non-IT Site-wide Site-essential No Impact Environmental Monitoring Systems
conditioning

Lyris 80 medical equipment interface Non-IT Site-wide Site-essential Re-engineer Unknown

Meeting Maker

Metrosonics aq-501
indoor air quality
monitor and software

software used to schedule major IT
site conference rooms

used to measure, store, and IT
download to PC temperature,
humidity, and carbon dioxide levels

Site-wide

Site-wide

Site-essential

Site-essential

Re-engineer

Modify

Unknown

Environmental Monitoring Systems

Friday, February 26,19998:17:20 AM

• •
FEMP - Page 4
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• • •
Situ Status Report [Cont.J: Fernald Environmental Managumunt Project

Risk Vulnorablllty
ProjBct Plan ASS8SSIl18llt Assossmont Tost Plan CoDtlnll8llCY RBlIJvatlon Validation 1mp18III8IItatlon End-To-End

Systlll1 Status Status Status Status Plan Status Status Status Status TBsting Status

Genie 2000 Completed Completed Completed Not Applicable Not Applicable Not Applicable Not Applicable Completed Not Applicable

Hach Completed Completed Completed Not Applicable Not Applicable Not Applicable Not ~pplicable Completed Not Applicable
spectrophotome
ter, Hach D

Honeywell Completed Completed Completed Not Applicable Not Applicable Not Applicable Not Applicable Estimated Not Applicable
alarm system Completion

Date: 3/31/99

HP purge and Completed Completed Completed Not Applicable Not Applicable Not Applicable Not Applicable Completed Not Applicable
trap system

HVAC Completed Completed Completed Not Applicable Not Applicable Not Applicable Not Applicable Completed Not Applicable

Lyris 80 Completed Completed Completed Not Applicable Not Applicable Not Applicable Not Applicable Estimated Not Applicable
Completion
Date: 3/31/99

Meeting Maker Completed Completed Completed Not Applicable Not Applicable Not Applicable Not Applicable Completed Not Applicable

Metrosonics aq- Completed Completed Completed Not Applicable Not Applicable Not Applicable Not Applicable Estimated Not Applicable
501 indoor air Completion
quality monitor Date: 3/31/99
and software

Friday, February 26,19998:17:20 AM FEMP - Page 4



Site Status Report: Fernald Environmental Management Project

SystumNa... SystomD88CI'IPtDI SystBmTypa Sysum SOOp8 PrbrIty SOIutlonTypa ESHFuootIon

Metrosonics dL-3200 used to store a single stream of IT Site-wide Site-essential Modify Environmental Monitoring Systems
data logger analog data from various IH

instruments

Metrosonics hs-371 used to download data to PC IT Site-wide Site-essential Modify Environmental Monitoring Systems
area heat stress monitor

Metrosonics pm-nOO used to monitor levels of various IT Site-wide Site-essential Modify Environmental Monitoring Systems
toxic gas personal data toxic gases in workers' breathing
logger zone; alarm; logs measurements

for downloading to PC via special
software

Mettler Toledo moisture moisture analyzer IT Site-wide Site-essential Modify Environmental Monitoring Systems
analyzer

MicroRAE PID PGM-22 used to measure organic vapors in IT Site-wide Site-essential Modify Unknown
air and download data to PC

MicroRAE PID PGM-30 used to measure organic vapors in IT
air and download data to PC

Friday, February 26, 1999 8: 17:20 AM

•

Site-wide

•

Site-essential Modify Unknown

FEMP - Page 5
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Sito Status Report [Cont.J: Fernald Environmental Management Projoct

Risk VulnorabDlty
Projoct Plan ASS8SSmont AS88SSmoot T8St Plan COntlnllBllCY R811OvaUon Validation bnplllllllltatlon End-To-End

Sysm Status Status Status Status Plan Status Status Status Status Tatlng Status

Metrosonics dL- Completed Completed Completed Not Applicable Not Applicable Not Applicable Not Applicable Estimated Not Applicable
3200 data Completion
logger Date: 3/31/99

Metrosonics hs- Completed Completed Completed Not Applicable Not Applicable Not Applicable Not Applicable Estimated Not Applicable
371 area heat Completion
stress monitor Date: 3/31/99

Metrosonics pm- Completed Completed Completed Not Applicable Not Applicable Not Applicable Not Applicable Estimated Not Applicable
7700 toxic gas Completion
personal data Date: 3/31/99
logger

Mettler Toledo Completed Completed Completed Not Applicable Not Applicable Not Applicable Not Applicable Estimated Not Applicable
moisture Completion
analyzer Date: 3/31199

MicroRAE PID Completed Completed Completed Not Applicable Not Applicable Not Applicable Not Applicable Estimated Not Applicable
PGM-22 Completion

Date: 3/31/99

MicroRAE PID Completed Completed Completed Not Applicable Not Applicable Not Applicable Not Applicable Estimated Not Applicable
PGM-30 Completion

Date: 3/31/99

Friday, February 26,19998:17:20 AM FEMP - Page 5



Sito Status Roport: Fernald Environmental Management Project

Syst8mNaDII Syst8mD8lerlptllll SystBm Type System SCOPB PrIority SOIutkmTypa ESHFuootJon
MicroTip HL-200 and
HL-2000 PID

used to measure organic vapors in IT
air and download data to PC

Site-wide Site-essential Re-engineer Unknown

Miran 1B infrared
ambient air analyzer

used to measure 118 different
gas/vapor air contaminants

Non-IT Site-wide Site-essential No Impact Environmental Monitoring Systems

multichannel analyzers n/a IT Site-wide Site-essential No Impact Environmental Monitoring Systems

Niton RAD7 radon/thoron gas monitor Non-IT Site-wide Site-essential No Impact Radiation Monitoring Systems

pagers used for site communications Non-IT Site-wide Site-essential No Impact Facility Systems and Equipment

Panasonic TLD reader used to process IT Site-wide Site-essential Modify Health and Dosimetry Records
thermoluminescent dosimeters
that are used in the external
dosimetry monitoring program

PE 5100 GFAA GEM software used in metals IT Site-wide Site-essential Re-engineer Unknown
analyses

portable radios hand-held portable radios used for Non-IT Site-wide Site-essential No Impact Facility Systems and Equipment
site communications

Friday, February 26, 19998:17:20 AM FEMP - Page 6
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Sito Status Report [Cont.J: Fornald Environmental Management Project

Risk VUlll8l'8blltty
Pro. Plan AS888Slll8llt AS88Ssmant Tnt Plan COntlnllllllCY Rovatlon ValldatDi ImplamBntatlon End-To-fnd

Syst8m Status Status Status Status Plan Status Status Status Status Tostlng Status

MicroTip HL- Completed Completed Completed Not Applicable Not Applicable Not Applicable Not Applicable Estimated Not Applicable
200 and HL- Completion
2000 PID Date: 3/31/99

Miran 18 Completed Completed Completed Not Applicable Not Applicable Not Applicable Not Applicable Completed Not Applicable
infrared
ambient air
analyzer

multichannel Completed Completed Completed Not Applicable Not Applicable Not Applicable Not Applicable Completed Not Applicable
analyzers

Niton RAD7 Completed Completed Completed Not Applicable Not Applicable Not Applicable Not Applicable Completed Not Applicable

pagers Completed Completed Completed Not Applicable Not Applicable Not Applicable Not Applicable Completed Not Applicable

Panasonic TLD Completed Completed Completed Not Applicable Not Applicable Not Applicable Not Applicable Estimated Not Applicable
reader Completion

Date: 3/31/99

PE 5100 GFAA Completed

portable radios Completed

Completed

Completed

Completed

Completed

Not Applicable Not Applicable Not Applicable Not Applicable Estimated
Completion
Date: 3/31/99

Not Applicable Not Applicable Not Applicable Not Applicable Completed

Not Applicable

Not Applicable
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Site Status Report: Fernald Environmental Management Project

SystBmNama SystBmDu8cl1ptDI SystBmTypa SystBm", .rllrlty SOIutbITypa ESBFunctIon
Pylon WLx radonlthoron working level Non-IT Site-wide Site-essential No Impact Unknown

monitors

SIAC AP-2 portable alpha analyzer used for Non-IT Site-wide Site-essential No Impact Unknown
radon determination on clothing

Tennelec L B-5100W used to count low background IT Site-wide Site-essential Modify Unknown
alpha/beta

training computers computers used for training IT Site-wide Site-essential No Impact Facility Systems and Equipment

TSI PortaCount Plus fit used to fit test over 2000 IT Site-wide Site-essential Modify Facility Systems and Equipment
tester and software employees in a 12-month period

TIP (Technical Task a standalone, DOS-based IT Site-wide Site-essential No Impact Facility Systems and Equipment
Plan) version 3.2 program that documents the

scope, schedule, and budget for
EM-50 demonstration projects

well sentinels data well sentinels IT Site-wide Site-essential Re-engineer Unknown
logger

Friday, February 26, 19998:17:20 AM
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Sitl Status Report [Cont.I: Fernald Environmental Management Project

Risk VulnorabUlty
ProJlICt Plan AS8888lllOllt AS80Ssmont Tust Plan COnllnllBllDY R8IIJvatlon ValldaUon Implmmmtatlon End-To-End

Sys. Status Status Status Status Plan Status Status Status Status T88t1ng StabJB

Pylon WLx Completed Completed Completed Not Applicable Not Applicable Not Applicable Not Applicable Completed Not Applicable

SIAC AP-2 Completed Completed Completed Not Applicable Not Applicable Not Applicable Not Applicable Completed Not Applicable

Tennelec L B- Completed Completed Completed Not Applicable Not Applicable Not Applicable Not Applicable Estimated Not Applicable
5100W Completion

Date: 3/31/99

training Completed Completed Completed Not Applicable Not Applicable Not Applicable Not Applicable Completed Not Applicable
computers

TSI PortaCount Completed Completed Completed Not Applicable Not Applicable Not Applicable Not Applicable Estimated Not Applicable
Plus fit tester Completion
and software Date: 3/31/99

TIP (Technical Completed Completed Completed Not Applicable Not Applicable Not Applicable Not Applicable Completed Not Applicable
Task Plan)
version 3.2

well sentinels Completed
data logger

Completed Completed Not Applicable Not Applicable Not Applicable Not Applicable Estimated
Completion
Date: 3/31/99

Not Applicable
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Site Status Report: Fernald Environmental Management Project

SystamNama Systml1Doscrlptlon System TyPH SystBm SCOp8 Pltlrlty . SoIutIonTypa ESHFwmtDI
whole body counter,
PCM-18

nfa IT Site-wide Site-essential Modify Health and Dosimetry Records

X ray portable used to analyze X ray fluorescence IT
fluorescence analyzers

Friday, February 26, 19998:17:21 AM

•

Site-wide

•

Site-essential No Impact Hazards Analysis and Control
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Impl8m8ntatlon End-In-End
Status 188Ung Statui

VaJldBUon
Status

Rllllvatllll
Status

Contlnuoncy
Plan Status

Site Status Report [Cont.J: Fernald Environmental Management Project
Risk Vuln8l'8bliity

ProjBct Plan ASS8SSDl8llt Ass8SsmBDt lost Plan
Status Status Status StatusSySt8m

whole body Completed
counter, PCM-
18

Completed Completed Not Applicable Not Applicable Not Applicable Not Applicable Completed Not Applicable

X ray portable Completed
fluorescence
analyzers

Completed Completed Not Applicable Not Applicable Not Applicable Not Applicable Completed Not Applicable
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Mission:

Hanford Site

The current mission is focused on environmental restoration. waste management. and
related scientific and environmental research

# Workers: 500 Federal (Richland Operations Office) and 10,600 contractor personnel
(including PNNL personnel)

# Key Facilities: 10

cso: DOE Office of the Assistant Secretary for Environmental Management (EM)

FY99 Budget: SI.8 billion

Y2K Status -# Systems
Implementation completed now 17
Implementation scheduled for completion by 5
March 31,1999
Implementation scheduled for completion after

0
March 31, 1999, but before December 31, 1999
Responded Not Applicable 0
No Response Provided 0
Total 22

S)'stem T)'pc # Systems
IT 22
Non-IT 0
No Data 0
Total 22

Selected ES&H Functions # Systems
Process Control and/or Protection Systems 3
Maintenance Tracking 1
Traffic Management Systems 0
Radiation Monitoring Systems 1
Materials Inventory Systems 3
Emergency Response Systems 3
Environmental Monitoring Systems 4
Facility Systems and Equipment 4
Hazards Analysis & Control· 0
Health & Dosimetry Records 0
Insufficient Information to Classify 3

Total 22



Site Status Report: Hanford SUe

SystornNaDII SystBmDoscrlptlon SystBm Type Systam 8Q8 Priority. SOluDlnType ESlluootJon
ACES - Access Entry
Control System

ACCESS ENTRY CONTROL IT
SYSTEM (ACES) - Provides
access control into radiological
controlled areas. Used to assure
that only qualified people are
accessing or are planning to
access controlled areas.

Site-wide Site-essential Re-engineer Process Control and/or Protection
Systems

AMS - Alarm Monitoring ALARM MONITORING SYSTEM IT
System (AMS) - Monitors security and

industrial alarms.

Facility-specific Mission-essential Re-engineer Facility Systems and Equipment

C852 - C852 Program &
Files .

C852 PROGRAM AND FILES
(C852) - C852 is used at FFTF to
support day-to-day work function
involving the monitoring of heat
trace systems.

IT Facility-specific Site-essential No Impact Unknown

CASS - Computer
Automated Surveillance
System

COMPUTER AUTOMATED
SURVEILLANCE SYSTEM
(CASS) - Continuous alarm
monitoring and data acquisition
system for underground nuclear
waste storage tanks.

IT Site-wide Mission-essential Terminate Process Control and/or Protection
Systems

Friday, February 26,19998:17:21 AM
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• • •
ImplomontaUoo End-To-End
Status Tostlng Stabls

Validation
Status

R8IIOvatlon
Status

Contlngoncy
Plan Status

lost Plan
Status

Vulnorability
Assossmont
StatusSystom

Sito Status Report [ConlJ: Hanford Sito
Risk

ProJoot Plan ASS8SSIl18llt
Status Stabls

ACES - Access Completed
Entry Control
System

Not Applicable Not Applicable Completed Not Applicable Completed Completed Completed Estimated
Completion
Date: 6/30/99

AMS - Alarm Completed Completed Completed Completed Not Applicable Completed Completed Completed Estimated
Monitoring Completion
System Date: 6/30/99

C852 - C852 Not Applicable Not Applicable Not Applicable Completed Not Applicable Completed Completed Completed Estimated
Program & Files Completion

Date: 6/30/99

CASS 
Computer
Automated
Surveillance
System

Completed Completed Completed Completed Not Applicable Completed Completed Estimated
Completion
Date: 2/28/99

Estimated
Completion
Date: 6/30/99
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Site 3tatus Report: Hanford Site

Syst8mNaDII SystBmDBScriptIoo Syst8mTyPB Syst8m SCOP8 PrIority SolutlonTYPII ESHFunctIon

CICS - Chemical CHEMICAL INVENTOR'Y' IT Facility-specific Site-essential Re-engineer Materials Inventory Systems
Inventory Control CONTROL SYSTEM (CICS) -
System Performs and tracks facility

chemical inventory and transfers
to the HMIS system.

DACS - Tank 101-SY TANK 101SY DATA IT Facility-specific Mission-essential Modify Maintenance Tracking Systems
Data Acquisition and ACQUISITION AND CONTROL
Control Sys SYSTEM (DACS) - Data

acquisition and control system for
the tank 101SY Hydrogen
Mitigation Mixer pump and
associated instruments.

EMS - Emergency EMERGENCY MANAGEMENT IT Site-wide Site-essential Terminate Emergency Response Systems
Management Support SUPPORT SYSTEM (EMS) -
System Provides dose assessment and

modeling capabilities for the
United Dose Assessment Center
staff.

FACAD - Hanford Site HANFORD SITE FIRE ALARM IT Site-wide Site-essential Re-engineer Facility Systems and Equipment
Fire Alarm Computer COMPUTER (FACAD) - This is

the fire alarm dispatch systems for
the Hanford Site.

Friday, February 26,19998:17:21 AM
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SitH 3tatuB Report [Cont.I: Hanford SitH

Risk Vulnorability
Projoct Plan Assossmont Assossmont Tost Plan Contlngoocy R8IIIvatlon Validation Impl8lllllltatlon End-To-Ind

Systom Status Status Status Status Plan Status Status Status Status Tostlng Status

CICS- Not Applicable Not Applicable Not Applicable Completed Not Applicable Completed Estimated Estimated Estimated
Chemical Completion Completion Completion
Inventory Date: 3/31/99 Date: 3/31/99 Date: 6/30/99
Control System

DACS - Tank Completed Completed Completed Completed Not Applicable Completed Completed Completed Estimated
101-SY Data Completion
Acquisition and Date: 6/30/99
Control Sys

EMS - Not Applicable Not Applicable Not Applicable Completed
Emergency
Management
Support System

FACAD - Not Applicable Not Applicable Not Applicable Completed
Hanford Site
Fire Alarm
Computer

Friday, February 26,19998:17:21 AM

Not Applicable Completed

Not Applicable Completed

Completed

Completed

Completed

Estimated
Completion
Date: 3/1/99

Estimated
Completion
Date: 6/30/99

Estimated
Completion
Date: 6/30199
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Site Status Report: Hanford Site

SystBmNallll SystBmD8scrlption Systom TYPB SystBm SCOPB PriorItY SoIUUonTypa ESRF.uon
GMS-2 - Gas Monitoring
System - 2

GAS MONITORING SYSTEM - 2 - IT
Monitors the gases in tank 101 SY
for TWRS. Assure that mitigation
efforts are effective. Data are
used to evaluated the required
frequency of active mitigation.

Facility-specific Mission-essential Modify Environmental Monitoring Systems

HSEAS - Hanford Site
Emergency Alerting
System

LOWVP - Liquid
Observation Well Van
Program

HANFORD SITE EMERGENCY IT
ALERTING SYSTEM (HSEAS) - A
class of Personal Computer that
operates the Hanford Site
Emergency Alerting System base
station.

LIQUID OBSERVATION WELL IT
VAN PROGRAM (LOWVP) -
Provides tank waste surveillance
data detained by radiation sensors
which traverse L.O.W.s installed in
selected tanks. Records data for .
each interval as the probe is
raised from the bottom of the well.

Site-wide

Site-wide

Site-essential Modify

Mission-essential Modify

Emergency R~sponse Systems

Environmental Monitoring Systems

Friday, February 26, 19998:17:21 AM
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Not Applicable Completed

Implllll18lltatlon End-TIt-End
Status TBltlng Status

•
Site Status Report [Cont.J: Hanford Site

Risk Vulnarabmty
ProJoct Plan Assussmont Ass8Ssmunt Tnt Plan

SystBm Status Status Status Status

GMS-2 - Gas Completed Completed Completed Completed
Monitoring
System - 2

e

Conllnguncy
Plan Status

R800vatloo
Status

Validation
Status

Completed Completed

e;

Estimated
Completion
Date: 6/30/99

HSEAS - Not Applicable Not Applicable Not Applicable Completed
Hanford Site .
Emergency
Alerting System

Not Applicable Completed Completed Completed Estimated
Completion
Date: 6/30/99

LOWVP 
Liquid
Observation
Well Van
Program

Completed Completed Completed Completed Not Applicable Completed Completed Completed Estimated
Completion
Date: 6/30/99
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Site Status Report: Hanford Site

SystmnNaDli SystBmDBSCrIption SystBmTypo SystBm SCOpe Priority SOIutIonTypa ESHF.uotI
- ,.

NMSS - Nuclear NUCLEAR MATERIALS IT Site-wide Mission-essential Re-engineer Materials Inventory Systems
Materials Safeguards SAFEGUARD SYSTEM (NMSS) -
System Accounts for nuclear material

location, characteristics,
movement, etc, for the 100 K
Area, 200 Areas, 300 Area, and
the 400 Area. System is classified
(CNSI).

RPS - Radio Paging RADIO PAGING SYSTEM (RPS) - IT Site-wide Site-essential No Impact Emergency Response Systems
System Provides pager services for the

Hanford Site. Services include
maintenance, issuing, and
programming the end-user pagers
and paging terminal/repeater
equipment.

SACS - Surveillance SURVEILLANCE ANALYSIS IT Site-wide Site-essential Modify Environmental Monitoring Systems
Analysis Computer COMPUTER SYSTEM (SACS) -
System Relational database of tank farm

surveillance data and reports,
used on the Hanford Site.

Friday, February 26,19998:17:21 AM
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SRe Status Report leont.J: Hanford Site

• •
SystBm

ProJoct Plan
Status

Risk
As.sment
Status

Vulnerabmty
AS80SS..t
Status

Tat Plan
Status

CoDtInIl8OCY
Plan Status

ReDOvaUOD
Status

ValldaUOD
Status

implementation End-To-End
Status Testing Status

NMSS
Nuclear
Materials
Safeguards
System

Completed Completed Completed Completed Not Applicable Completed Completed Estimated
Completion
Date: 3/31/99

Estimated
Completion
Date: 6/30/99

RPS - Radio Not Applicable Completed
Paging System

Not Applicable Completed Not Applicable Completed Completed Completed Estimated
Completion
Date: 6/30/99

SACS·
Surveillance
Analysis
Computer
System

Completed Completed Completed Completed Not Applicable Completed Completed Completed Estimated
Completion
Date: 6/30/99

Friday, February 26,19998:17:21 AM Hanford· Page 4



Sitl ~tatus Report: Hanford Sitl

SystomNSD18 SystBmDosorlptllll SystBmTypo SystBm SCOpo PrIorItY SOIutIonTyPB ESHFuootJon

SHMS - Standard STANDARQ HYDROGEN IT Site-wide Mission-essential Modify Environmental Monitoring Systems
Hydrogen Monitoring MONITORING SYSTEM (SHMS) -
System 27 SHMS cabinets are currently in

operation in the tank farms. One,
unit is monitoring the vapor space
of each watch list tank for
hydrogen; two, additional units are
supporting tank 101 SY. These
SHMS monitor the hydrogen
concentrations, specifically
monitor for gas concentrations
approaching or exceeding one
quarter of the lower flammability
unit.

Software SOFTWARE - These products are IT Site-wide Non-essential No Impact Unknown
(WARE/REASON) used as operating systems and

standard software applications
used in day to day business.
(WARE/REASON)

Friday, February 26. 19998:17:21 AM
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lost Plan COntlngaooy Rlllllvatlon Validation ImplBlll8lltatllll End-lo-End
Status Plan Status Status Status Status losuna Status

Completed Not Applicable Completed Completed Completed Estimated
Completion
Date: 6/30/99

Completed

Vulnorabillty
ASS8Ssmont
Status

CompletedCompletedSHMS
Standard
Hydrogen
Monitoring
System

SystBm

Sito ~tatus Report [Cont.1 Hanford Sito
Risk

ProJoct Plan ASS88SD1811t
Status Status

Software Completed
(WARE/REASO
N)

Completed Completed Completed Not Applicable Completed Completed Completed Estimated
Completion
Date: 6/30/99

Friday, February 26,19998:17:21 AM Hanford - Page 5



Site Status Report: Hanford Site

SystomNamB SystBmDoscription SystamTypo System SCopo Priority SoJutJonType ESHFuootJon
SWP - Saltwell Pumping SALTWELL PUMPING (SWP) - IT Site-wide Site-essential Modify Facility Systems and Equipment

Monitors tank farms instruments
using SCADA, sm, connecting
the tank farms with the data
highway and controlling operation
via PLC programming. Tank
Farms A101 X101 and T104
transmit signals to OCS via radio
tra nsmitters.

TID - Tamper Indication TAMPER INDICATION DEVICE IT Facility-specific Mission-essential Re-engineer Process Control and/or Protection
Device System SYSTEM (TID) - Accounts for and Systems

controls the use of tamper-identity
devices (cupwire) for nuclear
materials bearing packages.
Control and account for TIDs from
procurement through
retirement/destruction.

TMACS - Tank Monitor TANK MONITORING AND IT Facility-specific Mission-essential Modify Radiation Monitoring Systems
And Control System CONTROL SYSTEM (TMACS) -

Monitors tank waste surveillance
data in 106 tanks.

Friday, February 26,19998:17:21 AM
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Site Status Report [ConlJ: Hanford Site

Risk VulD8rabUIty
Projoct Plan Assossmont ASS8ssmont

Systam Status Status Status
Tut Plan
Status

•
COntlngoncy
Plan Status

R811JvaUon
Status

Validation
Status

•
1mP)8111811taUon End-To-End
Status THung Status

SWP - Saltwell Completed
Pumping

TID - Tamper Completed
Indication
Device System

TMACS - Tank Completed
Monitor And
Control System

Completed

Completed

Completed

Completed

Completed

Completed

Completed

Completed

Completed

Not Applicable Completed

Not Applicable Completed

Not Applicable Completed

Completed

Completed

Completed

Completed

Estimated
Completion
Date: 3/31/99

Completed

Estimated
Completion
Date: 6/30/99

Estimated
Completion
Date: 6/30/99

Estimated
Completion
Date: 6/30/99
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Sito Status Roport: Hanford sno

SystemNall18 SystBmD8BcrlpUOn SystBm Typo SystBm SCOpO PrIority SOIUtIonTypo ESHFuootbI
VSIS - Vault Safety &
Inventory System

VAULT SAFETY AND IT
INVENTORY SYSTEM (VSIS) 
Classified system (CNSI) for real
time on-line inventorying and
detecting of pressurized cans of
SNM. Used by Safeguards for
inventorying room 1, 3, and 4 in
2736Z Vault.

Facility-specific Mission-essential Modify Materials Inventory Systems

W-030 - Ventilation
Upgrade Systems

W-058 - Cross-Site
Transfer Systems

VENTILATION UPGRADE IT
SYSTEM (W-030) - 702AZ
Ventilation. Controls ventilation
systems at the Tank Farms.

CROSS SITE TRANSFER IT
SYSTEM (W-058) - Monitors and
controls transfer of tank waste
between the West and East tank
farm facilities. The systems is
designed to be failsafe in the
event of loss of automatic control
due to any problem.

Site-wide

Site-wide

Site-essential

Site-essential

Modify

Modify

Facility Systems and Equipment

Unknown

Friday, February 26,19998:17:21 AM
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Site Status Report [ConlJ: Hanford Site

Risk Vulnorability
ProJect Plan As8888lll8llt Ass8Ssm8llt

Syst8m Status Status Status

VSIS - Vault
Safety &
Inventory
System

Completed Completed Completed

lut Plan CoDtlnusocy RBlllvatlon Validation 1mp18IIIIIIItatlon EmI-IlHnd
Status Plan Status Status Status Status 18StIng StabJI

Completed Not Applicable Completed Completed Completed Estimated
Completion
Date: 6/30/99

W-030 - Completed Completed Completed Completed Not Applicable Completed Completed Completed Estimated
Ventilation Completion
Upgrade Date: 6/30/99
Systems

W-058 - Cross- Completed Completed Completed Completed Not Applicable Completed Completed Completed Estimated
Site Transfer Completion
Systems Date: 6/30/99
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Mission:

Idaho National Engineering and Environmental Laboratory

Provide innovative nuclear technologies and unique scientific and engineering
capabilities in non-nuclear programs that provide commercialization potential or

. enhance the quality of the environment. Areas of primary emphasis include nuclear
reactor technology research and development, waste management and environmental
restoration, advanced energy production, defense-related support, technology
transfer, and non-nuclear research and development projects.

# Workers: 380 Federal (Idaho Operations Office) and 6,000 contractor personnel

# Key Facilities: 8

cso: DOE Office of the Assistant Secretary for Environmental Management (EM)

FY99 Budger: $859 million

\'2K Status # Systems
Implementation completed now 54
Implementation scheduled for completion by

0
March 31,1999
Implementation scheduled for completion after

8
March 31, 1999, but before December 31, 1999
Responded Not Applicable 0
No Response Provided 0
Total 62

S~'stcm Type # S~'stcms

IT 0
Non-IT 0
No Data 62
Total 62

Selected ES&II Functions # Systems
Process Control and/or Protection Systems 2
Maintenance Tracking 0
Traffic Management Systems 0
Radiation Monitoring Systems 1
Materials Inventory Systems 0
Emergency Response Systems 0
Environmental Monitoring Systems 3
Facility Systems and Equipment 23
Hazards Analysis & Control. 0
Health & Dosimetry Records 0
Insufficient Information to Classify 33
Total 62



Sit8 Status Report: Idaho National EnginBerinu and EnvironmBntal Laboratory

SystBmN8DII Sysblnll88crlptlon Syst8mTypa Syst8m SCops Priority SOIutIonTypa ESHFuootillt
2026 LANMAS SAFEGUARDS Unknown Unknown Mission-essential Repair Process Control and/or Protection

INFORMATION MANAGEMENT Systems
SYSTEM (SIMS)

2029 SAFEGUARDS COMPUTER Unknown Unknown Mission-essential Replace Process Control and/or Protection
SYSTEM (SCS) Systems

2031 MC-WL-210, WESTINGHOUSE Unknown Unknown Unknown Y2K Ready Unknown
10-1000 FOR BLO-WL-210

2110 RWMC FIRE WATER Unknown Unknown Unknown Repair Facility Systems and Equipment
DISTRIBUTION SYSTEM

2185 DRUM VENT FACILITY Unknown Unknown Unknown Use As Is Unknown

2189 NORMAL POWER Unknown Unknown Unknown Y2K Ready Facility Systems and Equipment

2190 STANDBY POWER Unknown Unknown Unknown Y2K Ready Facility Systems and Equipment

2306 IFA CENTRAL ALARM STATION Unknown Unknown Mission-essential Replace Facility Systems and Equipment

2348 INTEC MFR'S (MULTlLlNS) Unknown Unknown Mission-essential Repair Unknown

2352 RADIATION CONTROL Unknown Unknown Mission-essential Repair Radiation Monitoring Systems
INFORMATION MANAGEMENT
SYSTEM (RCIMS)

Friday, February 26, 19998:17:22 AM INEEL - Page 1
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Implomaltatlon End-To-End
Status TBBtlng Status

Valldatloo
Status

Rnvatloo
Status

COntlnuoocy
Plan Status

TBBt Plan
StatusSystam

Site Status Report [Conti Idaho National EnginBBring and Envir_ental Laboratory
Risk VUlnBrabWty

ProjBct Plan AaS88Sllllllt AS888smont
Statua Statui Status

2026 Unknown Unknown Unknown Unknown Unknown Completed Completed Completed Unknown

2029 Unknown Unknown Unknown Unknown Unknown Completed Completed Completed Unknown

2031 Unknown Unknown Unknown Unknown Unknown Completed Completed Completed Unknown

2110 Unknown Unknown Unknown Unknown Unknown Completed Completed Completed Unknown

2185 Unknown Unknown Unknown Unknown Unknown Completed Completed Completed Unknown

2189 Unknown Unknown Unknown Unknown Unknown Completed Completed Completed Unknown

2190 Unknown Unknown Unknown Unknown Unknown Completed Completed Completed Unknown

2306 Unknown Unknown Unknown Unknown Unknown Completed Completed Completed Unknown

2348 Unknown Unknown Unknown Unknown Unknown Completed Completed Completed Unknown

2352 Unknown Unknown Unknown Unknown Unknown Completed Completed Completed Unknown

Friday, February 26, 19998:17:22 AM INEEL - Page 1



Sits Status Rsport: Idaho National EnginSBring and Envirmunontal Laboratory

lystmnNaDII lystBmD88CrIPtDI lystBm TYIII lyst8m SCOpe P......lty loIutIonTyPB EIHfWICtIon
2394 DCS-WN-900 Unknown Unknown Mission-essential Repair Unknown

2433 FAST DISTRIBUTED CONTROL Unknown Unknown Mission-essential Repair Unknown
SYSTEM-1

2436 NRC CAS DRM 210 Unknown Unknown Mission-essential Use As Is Unknown

2447 SERVER-CONDOR Unknown Unknown Unknown Repair Unknown

2943 RDAS-REACTOR PARAMETER Unknown Unknown Unknown Repair Facility Systems and Equipment
SURVIELLANCE ON RDAS
(SOFTWARE)

2956 ATR PLANT CLOCK Unknown Unknown Unknown Use As Is Facility Systems and Equipment
INTERFACES

2957 ATR LOBE POWER MONITOR Unknown Unknown Unknown Repair Facility Systems and Equipment
(SOFTWARE)

2958 DEVELOPMENT SYSTEM FOR Unknown Unknown Unknown Repair Unknown
ATR REACTOR DATA
AQUISTION SYSTEM (RDAS)

Friday, February 26,19998:17:22 AM
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Sita Status Report lConlJ: Idaho National EnginBIII'ing and EnvirolUllsntal Laboratory

Rllk VulnBrability
prqoct Plan AIS88SIIIBIIt AII88S111111t Tnt Plan CoDtIIQlllOOY Rnvatloo Validation ImplBmBntatlon End-To-End

SYltam Statui Sbtul Status Statui Plan Stab Statui Statui Stab TBlUng Statui

2394 Unknown Unknown Unknown Unknown Unknown Completed Completed Completed Unknown

2433 Unknown Unknown Unknown Unknown Unknown Completed Completed Completed Unknown

2436 Unknown Unknown Unknown Unknown Unknown Completed Completed Completed Unknown

2447 Unknown Unknown Unknown Unknown Unknown Completed Completed Completed Unknown

2943 Unknown Unknown Unknown Unknown Unknown Estimated Estimated Estimated Unknown
Completion Completion Completion
Date: 3/15/99 Date: 7/21/99 Date: 8/16/99

2956 Unknown Unknown Unknown Unknown Unknown Estimated Estimated Estimated Unknown
Completion Completion Completion
Date: 3/15/99 Date: 7/21/99 Date: 8/16/99

2957 Unknown Unknown Unknown Unknown Unknown Estimated Estimated Estimated Unknown
Completion Completion Completion
Date: 3/15/99 Date: 7/21/99 Date: 8/16/99

2958 Unknown Unknown Unknown Unknown Unknown Estimated Estimated Estimated Unknown
Completion Completion Completion
Date: 3/15/99 Date: 7/21/99 Date: 8/16/99

Friday, February 26,19998:17:22 AM INEEL - Page 2



Situ StaID RlIPort: Idaho National EnginuBring and EnviroDDIBDtal Laboratory

SyBtBmNallB SYBtBmll8Bcrlptlon SYBtam TypO IYBtom SQB PrIorItY SOIuUOnTypo ESHF.lIon
2960

2966

ATR SECONDARY WIND
SYSTEM - NOAA

ATR WATER POWER
CALCULATOR

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Use As Is

Repair

Environmental Monitoring Systems

Unknown

3007 FIRE PUMPS Unknown Unknown Unknown Y2K Ready Facility Systems and Equipment

3009 BREATHING AIR SYSTEM Unknown Unknown Unknown Y2K Ready Environmental Monitoring Systems

3010 617 COMPRESSOR Unknown Unknown Unknown Y2K Ready Unknown

3011 FIRE BOOSTER PUMP 682 Unknown Unknown Unknown Y2K Ready Facility Systems and Equipment

3062 ROSEMOUNT TRANSMITIERS - Unknown Unknown Unknown Use As Is Unknown
ALL

3069 RDAS (REACTOR DATA Unknown Unknown Unknown Repair Facility Systems and Equipment
ACQUISITION SYSTEM)

3087 NWCF DISTRIBUTED CONTROL Unknown Unknown Mission-essential Y2K Ready Unknown
SYSTEM-NCC-901
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Site Status Report [ConU Idaho National Engin80ring and EnVirolUllontai Laboratory.
Risk Vuln8rablUty

Projoct Plan AlS88S111811t AS88S8DB1t T8St Plan ContInuancY R_va. Validation Impl8m8ntatim End-To-End
Systam Status Status Status Status Plan Status Status Status Status Tasting Status
-
2960 Unknown Unknown Unknown Unknown Unknown Estimated Estimated Estimated Unknown

Completion Completion Completion
Date: 3/31/99 Date: 4/15/99 Date: 6/30/99

2966 Unknown Unknown' Unknown Unknown Unknown Estimated Estimated Estimated Unknown
Completion Completion Completion
Date: 4/1/99 Date: 4/15/99 Date: 6/1/99

3007 Unknown Unknown Unknown Unknown Unknown Completed Completed Completed Unknown

3009 Unknown Unknown Unknown Unknown Unknown Completed Completed Completed Unknown

3010 Unknown Unknown Unknown Unknown Unknown Completed Completed Completed Unknown

3011 Unknown Unknown Unknown Unknown Unknown Completed Completed Completed Unknown

3062 Unknown Unknown Unknown Unknown Unknown Completed Completed Completed Unknown

3069 Unknown Unknown Unknown Unknown Unknown Estimated Estimated Estimated Unknown
Completion Completion Completion
Date: 3/15/99 Date: 7/21/99 Date: 8/16/99

3087 Unknown Unknown Unknown Unknown Unknown Completed Completed Completed Unknown
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Site Status Report: Idaho National EnuinBering and Envir_onlal Laboratory

Syst8lllNaDJ Syst8mDoscrlptbi SystBmTyPB Syst8m SCops PriorItY SoIutIonTyPB ESHFunctJon
3719 INTEC DISTRIBUTED CONTROL Unknown Unknown Mission-essential Repair Unknown

SYSTEM-FT-901-1

3720 INTEC DISTRIBUTED CONTROL Unknown Unknown Mission-essential Repair Unknown
SYSTEM-FT-901-2

3721 INTEC DISTRIBUTED CONTROL Unknown Unknown Mission-essential Repair Unknown
SYSTEM-FT-901-3

3722 INTEC DISTRIBUTED CONTROL Unknown Unknown Mission-essential Repair Unknown
SYSTEM-FT-901-4

3723 INTEC DISTRIBUTED CONTROL Unknown Unknown Mission-essential Repair Unknown
SYSTEM-FT-901-5

3724 INTEC DISTRIBUTED CONTROL Unknown Unknown Mission-essential Repair Unknown
SYSTEM-FT-901-6

3725 INTEC DISTRIBUTED CONTROL Unknown Unknown Mission-essential Repair Unknown
SYSTEM-FT-901-7

3726 INTEC DISTRIBUTED CONTROL Unknown Unknown Mission-essential Repair Unknown
SYSTEM-FT-901-8

3727 INTEC DISTRIBUTED CONTROL Unknown Unknown Mission-essential Repair Unknown
SYSTEM-FT-901-30
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Site Status Ruport [COOll: Idaho National Engineering and Envir0nm8ntallaboratory

Risk VulnBrabltY
PnPct.1an Al88I11Ht IS888s08lt Iut PIaD ContInU8DCY R8IIJvatlon Validation Impl8lD8lltatili End-Io-End

SYStBm Status Status Status Status Plan Status Status Status Status IBlting Status

3719 Unknown Unknown Unknown Unknown Unknown Completed Completed Completed Unknown

3720 Unknown Unknown Unknown Unknown Unknown Completed Completed Completed Unknown

3721 Unknown Unknown Unknown Unknown Unknown Completed Completed Completed Unknown

3722 Unknown Unknown Unknown Unknown Unknown Completed Completed Completed Unknown

3723 Unknown Unknown Unknown Unknown Unknown Completed Completed Completed Unknown

3724 Unknown Unknown Unknown Unknown Unknown Completed Completed Completed Unknown

3725 Unknown Unknown Unknown Unknown Unknown Completed Completed Completed Unknown

3726 Unknown Unknown Unknown Unknown Unknown Completed Completed Completed Unknown

3727 Unknown Unknown Unknown Unknown Unknown Completed Completed Completed Unknown
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Sito Status Roport: Idaho National Engiooering and EnvirolUllontal Laboratory

SYltBmNallll SYltBmll8Berlptlon SYltBmType SYltBm SWpo PrIorIty SoIutIonType ESHFunctllll
3739 lSS PBF FIRE ALARM SYSTEM Unknown Unknown Mission-essential Use As Is Facility Systems and Equipment

3756 lSS WERFIWROC FIRE ALARM Unknown Unknown Mission-essential Y2K Ready Facility Systems and Equipment
SYSTEM

3757 lSS CFA FIRE ALARM SYSTEM Unknown Unknown Mission-essential Use As Is Facility Systems and Equipment

3759 lSS INTEC FIRE ALARM Unknown Unknown Mission-essential Use As Is Facility Systems and Equipment
SYSTEM

7223 MC-Wl-211 WESTINGHOUSE Unknown Unknown Unknown Use As Is Unknown
10-1000 FOR BlO-Wl-211

7224 MC-Wl-212 WESTINGHOUSE 10- Unknown Unknown Unknown Use As Is Unknown
1000 FOR BlO-Wl-212

7225 FIRE BOOSTER PUMP 683 Unknown Unknown Unknown Y2K Ready Facility Systems and Equipment

7226 FAST DISTRIBUTED CONTROL Unknown Unknown Mission-essential Repair Unknown
SYSTEM-2

7227 FAST DISTRIBUTED CONTROL Unknown Unknown Mission-essential Repair Unknown
SYSTEM-3

7228 FAST DISTRIBUTED CONTROL Unknown Unknown Mission-essential Repair Unknown
SYSTEM-4
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Situ Status RlIPort [Conll Idaho National Enginlllll'ing and Environmuntal Laboratory

Risk Vuln8rabuny
ProjBCt Plan AI8888R1811t ASS88l1D81lt lost Plan Contlng.y RlIIIOvatkll Validation Impl8111811t8tD1 End-lo-End

Systam Stab18 Status Statui Status Plan Status Status Status Status lostlng Statui

3739 Unknown Unknown Unknown Unknown Unknown Completed Completed Completed Unknown

3756 Unknown Unknown Unknown Unknown Unknown Completed Completed Completed Unknown

3757 Unknown Unknown Unknown Unknown Unknown Completed Completed Completed Unknown

3759 Unknown Unknown Unknown Unknown Unknown Completed Completed Completed Unknown

7223 Unknown Unknown Unknown Unknown Unknown Completed Completed Completed Unknown

7224 Unknown Unknown Unknown Unknown Unknown Completed Completed Completed .Unknown

7225 Unknown Unknown Unknown Unknown Unknown Completed Completed Completed Unknown

7226 Unknown Unknown Unknown Unknown Unknown Completed Completed Completed Unknown

7227 Unknown Unknown Unknown Unknown Unknown Completed Completed Completed Unknown

7228 Unknown Unknown Unknown Unknown Unknown Completed Completed Completed Unknown
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Sito Status Roport: Idaho National EnginBBring and Enviro_ntal Laboratory

SystBmNama Syst8mll88erlptllll SystBmType SystBm SCopo PrDily SOIUUonType ESHFuootlon
7236 LSS RWMC FIRE ALARM Unknown Unknown Mission-essential Use As Is Facility Systems and Equipment

SYSTEM

7237 LSS TRA FIRE ALARM SYSTEM Unknown Unknown Mission-essential Use As Is Facility Systems and Equipment

7238 LSS IDAHO FALLS FIRE ALARM Unknown Unknown Mission-essential Use As Is Facility Systems and Equipment
SYSTEM

7242 PRIMARY WIND - ATR Unknown Unknown Unknown Use As Is Environmental Monitoring Systems

7287 LSS NRF FIRE ALARM SYSTEM Unknown Unknown Mission-essential Use As Is Facility Systems and Equipment

7288 LSS CFA EVACUATION SYSTEM Unknown Unknown Mission-essential Y2K Ready Unknown

7289 LSS RWMC EVACUATION Unknown Unknown Mission-essential Use As Is Unknown
SYSTEM

7290 LSS PBF EVACUATION SYSTEM Unknown Unknown Mission-essential Y2K Ready Unknown

7291 LSS INTEC EVACUATION Unknown Unknown Mission-essential Y2K Ready Unknown
SYSTEM

7292 LSS TAN EVACUATION SYSTEM Unknown Unknown Mission-essential Use As Is Unknown
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SitB Status RlIPort [Conll: Idaho National En_ring and EnvirDnmontai Laboratory

Rlak VulnurabWtY
P_tPlan AIS8S8DB1t All8SIlI18IIt Tnt Plan COntlngBIICY RBlllvatlon ValidaUDn ImplonumtatiJn End-To-End

SYltBm Status StabJI Statui Statui Plan Statui Statui Statui Statui Tnung Statui

7236 Unknown Unknown Unknown Unknown Unknown Completed Completed Completed Unknown

7237 Unknown Unknown Unknown Unknown Unknown Completed Completed Completed Unknown

7238 Unknown Unknown Unknown Unknown Unknown Completed Completed Completed Unknown

7242 Unknown Unknown Unknown Unknown Unknown Estimated Estimated Estimated Unknown
Completion Completion Completion
Date: 2/28/99 Date: 4/30/99 Date: 5/31/99

7287 Unknown Unknown Unknown Unknown Unknown Completed Completed Completed Unknown

7288 Unknown Unknown Unknown Unknown Unknown Completed -Completed Completed Unknown

7289 Unknown Unknown Unknown Unknown Unknown Completed Completed Completed Unknown

7290 Unknown Unknown Unknown Unknown Unknown Completed Completed Completed Unknown

7291 Unknown Unknown Unknown Unknown Unknown Completed Completed Completed Unknown

7292 Unknown Unknown Unknown Unknown Unknown Completed Completed Completed Unknown
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Situ Slatus Roporl: Idaho National Enginuuring and EnvirolUD8nlal Laboratory

SYlt8lllNallB SYltBmD88crlPtIon SYltBmTyPB SyltBm SCOpo PrIorItY ~utIonTyP8 ESHFunctlon
7458 LSS TRA EVACUATION SYSTEM Unknown Unknown Mission-essential Y2K Ready Unknown

7527 SCHWIETZER RELAYS Unknown Unknown Mission-essential Use As Is Unknown
HARDWARE

7560 LSS FIRE ALARM TDX-6000 Unknown Unknown Mission-essential Repair Facility Systems and Equipment
CENTAL MONITORING STATION

7562 LSS TAN FIRE ALARM SYSTEM Unknown Unknown Mission-essential Y2K Ready Facility Systems and Equipment

7575 LSS FIRE ALARM UNINET Unknown Unknown Mission-essential Y2K Ready Facility Systems and Equipment
MONITORING STATION

7576 LSS FIRE ALARM ADEMCO Unknown Unknown Mission-essential Y2K Ready Facility Systems and Equipment
DIALER SYSTEM
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Site Status Report [COnti Idaho National Engineorilg and Environmental Laboratory

Risk Vuln8rablUtY
ProJBct ,Ian A8888sl1l8llt A88888D1811t lest Plan ContlnU8IICY RlIIOvatlon Validatim Impl8mBlltatlon End-Io-End

SYltBm Status Status Staws Status Plan Status Status Status Status I.Uno Statui

7458 Unknown Unknown Unknown Unknown Unknown Completed Completed Completed Unknown

7527 Unknown Unknown Unknown Unknown Unknown Completed Completed Completed Unknown

7560 Unknown Unknown Unknown Unknown Unknown Completed Completed Completed Unknown

7562 Unknown Unknown Unknown Unknown Unknown Completed Completed Completed Unknown

7575 Unknown Unknown Unknown Unknown Unknown Completed Completed Completed Unknown

7576 Unknown Unknown Unknown Unknown Unknown Completed Completed Completed Unknown
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Mission:

# Workers:

# Key FaciLities:

cso:
FY99 Budget:

Kansas City Plant

Producing and/or procuring non-nuclear electronic, electromechanical, mechanical,
plastic, and non-fissionable metal components for the Department of Energy (DOE)
national defense mission. Secondary mission areas include environmental
restoration, technology transfer, and the establishment of technology partnerships.

53 Federal (Kansas City Area Office) and 2,950 contractor personnel

3

DOE Office of the Assistant Secretary for Defense Programs (DP)

$285 million

Y2K Status # S~'stcms

Implementation completed now 3
Implementation scheduled for completion by

0
March 31,1999
Implementation scheduled for completion after

0
March 31, 1999, but before December 31, 1999
Responded Not Applicable 2
No Response Provided 0
Total 5

S~'stcm T~'pc # S~'stcms

IT 1
Non-IT 4
No Data 0

Total 5

Selected ES&II Functions # Systems
Process Control and/or Protection Systems 1
Maintenance Tracking 0
Traffic Management Systems 0
Radiation Monitoring Systems 0
Materials Inventory Systems 0
Emergency Response Systems 2
Environmental Monitoring Systems 0
Facility Systems and Equipment 2
Hazards Analvsis & Control 0
Health & Dosimetry Records 0
Insufficient Information to Classify 0

Total 5



Site Status Report: Kansas City Plant

SYltBmNama SYltomDo8crlptIon SystomTypa Systom SCOPB Priority SOIutIonTYPB ESBFunctlon
ES&H Information ES&H Information Systems are IT Site-wide Mission-essential Modify Emergency Response Systems
Systems computer based systems that

provide informationlinstructions on
subjects such as material safety
data sheets, job hazard analysis,
and chemical hazard information.

Fire Alarm System Fire Alarm System detects and Non-IT Site-wide Non-essential No Impact Facility Systems and Equipment
notifies plant personnel of any
fires occuring within the facility.

Security Systems Security Systems include those Non-IT Site-wide Non-essential No Impact Process Control and/or Protection
systems that are used to maintain Systems
physical security of the plant such
as the Closed Circuit Television
Controller, Matrix Central Alarm
System, Dictaphone Voice Logger,
Touchscreen Graphics User
Interface System, and the Security
Communications System.

Telephone System Telephone System for the Federal Non-IT Site-wide Non-essential COTS Emergency Response Systems
Bannister Site, which includes the
Kansas City Plant, is managed
and maintained by the GSA.
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Sitl Status Report [Cont.J: Kansas City Plant
Risk VulD81'8b1llty

Pro.taet Plan A888SS1111111 AS88SSDllllt
System Status Status Status

Impl8llllntatlon End-lo-fnd
Stams latlng Stams

•

ES&H
Information
Systems

Completed Completed Completed

lut Plan
Stams

Completed

•
CORtlngBIICY RUIIJvation ValidaDm
Plan Status Status Status

Estimated Completed Completed
Completion
Date: 8/30/99

Completed

•

Estimated
Completion
Date: 6/30/99

Fire Alarm Not Applicable Completed Not Applicable Not Applicable Estimated Not Applicable Completed Completed Not Applicable
System Completion

Date: 8/30/99

Security Not Applicable Not Applicable Not Applicable Not Applicable Estimated Not Applicable Not Applicable Not Applicable Not Applicable
Systems Completion

Date: 8/30/99

Telephone
System

Not Applicable Not Applicable Not Applicable Not Applicable Estimated Not Applicable Not Applicable Not Applicable Not Applicable
Completion .
Date: 8/30/99
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Site Status Report: Kansas City Plant

SystBmNama SystBlltD88crlpUDn System Typo Syst8D1 SCopI PrIorItY SOIutlonTypl ESRFunctlon
Utility Control Systems Plant Utility Monitoring and Control Non-IT

Systems are used to
manage/control HVAC, chilled
water, sump pumps, exhaust
systems (paint booths, battery
storage, etc), nitrogen supply
lines, and the Industrial Waste
Pretreatment Facility.

Friday, February 26,19998:17:23 AM
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Site-wide

•

Non-essential Modify Facility Systems and Equipment
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Sito Status Report [ConlJ: Kansas City Plant

Risk Vuln8rablDty
ProjBCt Plan Assossmenl Ass8Ssmont

SystBm Status Status Status
Tnt Plan
Status

•
ContlnllBOOY
Plan Status

RBIIOvallon
Status

Valldatkm
Status

•
Implamontatlon End-To-End
Status TBStlng Status

Utility Control Completed
Systems

Not Applicable Not Applicable Not Applicable Estimated Completed
Completion
Date: 8/30/99

Completed Completed Not Applicable
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Lawrence Livermore National Laboratory

Mission: Research, development, and safety assurance and reliability of nuclear weapons
design, and research and development in other areas including strategic defense;
conventional weapons; basic energy sciences; biomedicine; biological, ecological,
and atmospheric sciences; and science education

# Workers: 116 Federal (Oakland Operations Office) and 8,700 total contractor and
subcontractor personnel

# Key Facilities: 14

cso: DOE Office of the Assistant Secretary for Defense Programs (DP)

FY99 Budget: $1.02 billion

Y2K Status # S~'stems

Implementation completed now 0
Implementation scheduled for completion by

86
March 31, 1999
Implementation scheduled for completion after

0
March 31, 1999. but before December 31. 1999
Responded Not Applicable 0
No Response Provided 0
Total 86

System T)'pe # Systems
IT 32
Non-IT 54
No Data 0
Total 86

Selected ES&H Funclions # Systems
Process Control and/or Protection Systems 1
Maintenance Trackin~ 0
Traffic Management Systems 0
Radiation Monitoring Systems 2
Materials Inventory Systems 0
Emergency Response Systems 5
Environmental Monitoring Systems 3
Facility Systems and Equipment 59
Hazards Analysis & Control 0
Health & Dosimetry Records 0
Insufficient Information to Classify 16
Total 86



Site Status Report: Lawrence Uvermore National Laboratory

SyatBmNaDII Syst8mDoscrlptmn Sysl8m TYP8 Syst8m SOOpo Priority SOIUtIonTYPD ESHFuootIon
8233-COMATS as
Ingres Applicatipn

Fire Alarm Control Panel Non-IT Facility-specific Site-essential Modify Facility Systems and Equipment

8233-COMATS AutoMIT Air Handler

8233-COMATS Ingres Emergency Voice Alarm
6.4

8233~COMATS Vax Standby Diesel Generator

8233-COMATS VMS 5.5 Fire Alarm Suppression System

8322- IBM
Ventilation/Emergency
Power System

8331-311 GDE-01 Fum Ramp Rate Cont

Friday, February 26, 19995:55:38 PM

e·

Non-IT

Non-IT

IT

Non-IT

Non-IT

Non-IT

Facility-specific Site-essential

Facility-specific Site-essential

Facility-specific Site-essential

Facility-slJecific Site-essential

Facility-specific Site-essential

Facility-specific Site-essential

•

Modify

Modify

Modify

Modify

Modify

Modify

Facility Systems and Equipment

Emergency Response Systems

Facility Systems and Equipment

Facility Systems and Equipment

Facility Systems and Equipment

Unknown
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Slto Status Report [ConlJ: LawrencB Livermoro National Laboratory

Risk Vulnorability
Projoot Plan Assossmllllt ASSBSSlll8llt TBStPlan CODtlnll8llcy R8IIIvatlon Valldatmn Impl8mBntatloo EmHo-fnd

SystDm Status Status Status Status Plan Status Status Status Status TBltIng Status

B233·COMATS Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
as Ingres Completion Completion Completion Completion Completion Completion Completion
Application Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

B233·COMATS Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
AutoMIT Completion Completion Completion Completion Completion Completion Completion

Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

B233-COMATS Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
Ingres 6.4 Completion Completion Completion Completion Completion Completion Completion

Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

8233-COMATS Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
Vax Completion Completion Completion Completion Completion Completion Completion

Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99
~ ~.'

8233-COMATS Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
VMS 5.5 Completion Completion Completion Completion Completion Completion Completion

Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

8322- Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
Ventilation/Emer Completion Completion Completion Completion Completion Completion Completion
gency Power Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99
System

B331-311 GDE- Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
01 Completion Completion Completion Completion Completion Completion Completion

Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99
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Sito Status Report: Lawreneo Uvermoro National Laboratory

SystBmNaDII SystBmDoscrlpUoo Systam Typs Systam SCOIlB PrIIrIty SoIutIonTYPB ESHFunctIIII
b331-331 ATS-01 Data Aquasiticin

8331-331 GDE FTMS Data Aquasition

8331-8HW BHW

8331-Chart Recorder, Boiler
Stack

8331-Chiller Chiller

8331-Chiller, Josh COMATS
Redding - PE

8331-Clock, Diesel Generator Fuel Tank
Countdown, Interval Monitor
timer
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-

Non-IT

Non-IT

Non-IT

IT

Non-IT

Non-IT

Non-IT

Facility-specific Site-essential

Facility-specific Site-essential

Facility-specific Site-essential

Facility-specific Site-essential

Facility-specific Site-essential

Facility-specific Site-essential

Facility-specific Site-essential

•

Modify

Modify

Modify

Modify

Modify

Modify

Modify

Facility Systems and Equipment

Facility Systems and Equipment

Unknown

Facility Systems and Equipment

Facility Systems and Equipment

Facility Syst~ms and Equipment

Facility Systems and Equipment
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Sito Status Report [CoolJ: Lawreoce Livermoro National Laboratory

Risk Vulnorablllty
ProJ8Ct Plan A88B88D18nt ASS08smoot Tnt Plan COntlnll8llcy RIIIJvaUIII Validatllll 1mp18Jll8lltatJon End-To-End

System Status Statu8 Status Status Plan Status Status. Status Status TBBtlng Status
. -

b331-331 AlS- Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
01 Completion Completion Completion Completion Completion Completion Completion

Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

B331-331 GDE Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
FTMS Completion Completion Completion Completion Completion Completion Completion

Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

B331-BHW Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
Completion Completion Completion Completion Completion Completion Completion
Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99. Date: 3/31/99 Date: 3/31/99

B331-Chart Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
Recorder, Stack Completion • Completion Completion Completion Completion Completion Completion

Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

B331-Chiller Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
Completion Completion Completion Completion Completion Completion Completion
Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

B331-Chiller, Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
Josh Redding - Completion Completion Completion Completion Completion Completion Completion
PE Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

B331-Clock, Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
Countdown, Completion Completion Completion Completion Completion Completion Completion
Interval timer Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99
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Sito Status Report: Lawreneo Uvermoro National Laboratory

SystBmNalll8 SystemD88crlptlon System Typa System SCOpa Priority .SoIutIonTypa ESHFuncUon
8331-Clock, Digital Diesel Generator Fuel Tank

Monitor

8331-Display,Room T2 Standby Diesel Generator

8331-EVA Dig Cam Controller

8331-FACP Industrial Compo

8331-Monitor, T2 in COMATS
Rooms

8331-PC - DOE# COMATS
6223838

8331-PC - DOE# COMATS DOE Developed
6422224 Application
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•

IT

IT

IT

Non-IT

Non-IT

Non-IT

Non-IT

Facility-specific Site-essential

Facility-specific Site-essential

Facility-specific Site-essential

Facility-specific Site-essential

Facility-specific Site-essential

FaGility-specific Site-essential

Facility-specific Site-essential

•

Modify

Modify

Modify

Modify

Modify

Modify

Modify

Facility Systems and Equipment

Facility Systems and Equipment

Facility Systems and Equipment

Unknown

Facility Systems and Equipment

FaGility.Systems and Equipment

Facility Systems and Equipment
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Site 31atus Report [ConlJ: Lawrence Livermoro National Laboratory

Risk Vulnorabntty
Projoct Plan ASS8Ssmont Assossmont Tut Plan Contlngll1cy RBlllvatlon Valldatllll Impl8011111tatlon End-To-End

Systom Status Status Status Status Plan Status Status Status Status TBltlng Statui
--

8331-Clock, Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
Digital Completion Completion Completion Completion Completion Completion Completion

Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

8331- Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
Display,Room Completion Completion Completion Completion Completion Completion Completion
T2 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

8331-EVA Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
Completion Completion Completion Completion Completion Completion Completion
Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

8331-FACP Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
Completion Completion Completion Completion Completion Completion Completion
Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

8331-Monitor, Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
T2 in Rooms Completion Completion Compleiion Completion Completion Completion Completion

Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

8331-PC - Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
DOE# 6223838 Completion Completion Completion Completion Completion Completion Completion

Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

8331-PC - Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
DOE# 6422224 Completion Completion Completion Completion Completion Completion Completion

Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

Friday, February 26,19995:55:38 PM LLNL - Page 3



Site Status Report: Lawrence Uvermore National Laboratory

SystBmNaDII Syst8mD88erlPtIon Syst8JnTypa Syst8Jn SCOIIB Priority SOJutIonTypO ESHfamhll
B331-PC - DOE# COMATS Non-IT Facility-specific Site-essential Modify Facility Systems and Equipment
7026254

B331-PC- DOE# All Macs Non-IT Facility-specific Site-essential Modify . Unknown
7026261

B331-Printer Diesel Generator Fuel Tank IT Facility-specific Site-essential Modify Facility Systems and Equipment
Monitor

B331-SPKLR Dig Control Oper Non-IT Facility-specific Site-essential Modify Facility Systems arid Equipment

B331-Totalizer, Stack Standby Automatic Transfer
System

B331-User Workstation Standby Diesel Generator

IT

IT

Facility-specific Site-essential

Facility-specific Site-essential

Modify

Modify

Process Control and/or Protection
Systems

Facility Systems and Equipment

B332-332 GDE FTMS-2 Five ASCO Tnsfr Switchs Identical IT
ATS-
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Facility-specific Site-essential

•

Modify Facility Systems and Equipment
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Sito Status Report [Conli Lawreneo Livormoro National Laboratory

Risk Vulnerability
Projoct Plan ASS8Ssment AssBSsmont Tnt Plan COntlnllllOCY RBIIlvatlon Validation Impl8mBntatkJI End-TIHnd

SystBm Status Status Status Status Plan Status Status Status Status Testing Status

B331-PC - Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
DOE# 7026254 Completion Completion Completion Completion Completion Completion Completion

Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

B331-PC - Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
DOE# 7026261 Completion Completion Completion Completion Completion Completion Completion

Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

B331-Printer Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
Completion Completion Completion Completion Completion Completion Completion
Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

B331-SPKLR Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
Completion Completion Completion Completion Completion Completion Completion
Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

B331-Totalizer, Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Not Applicable
Stack Completion Completion Completion Completion Completion Completion

Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

B331-User Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
Workstation Completion Completion Completion Completion Completion Completion Completion

Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 . Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

B332-332 GDE Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
FTMS-2 Completion Completion Completion Completion Completion Completion Completion

Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99
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Sito Status Report: Lawrenco Uvormoro National Laboratory

SystomNalll8 Systom08scr1ptloo Systum Typa Systom SCopa Priority SOlutlonTypa ESHfunctlon
8332-332 GDE-04

8332-332 GDE-07

Evacuation Alarm

Alarm

IT

IT

Facility-specific Site-essential

Facility-specific Site-essential

Modify

Modify

Emergency Response Systems

Emergency Response Systems

8332-332 GDE-FTMS-1 One ASCO Tnsfr Swtchs older
ATS-06

IT· Facility-specific Site-essential Modify Facility Systems and Equipment

8332-ACU

8332-ACU

ACU

ACU.

IT

IT

Facility-specific Site-essential

Facility-specific Site-essential

Modify

Modify

Unknown

Unknown

8332-Argon Gas System 1-800-889-0871 Non-IT Facility-specific Site-essential Modify Facility Systems and Equipment

8332-8HW Emerg Motor Cont IT Facility-specific Site-essential Modify Facility Systems and Equipment

Friday, February 26,19995:55:39 PM
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• • •
Sito Status Report (Conli Lawrence Livermoro National Laboratory .

Risk Vulll8l'8bUIty
Projoct Plan ASSBS8018IIt AS888smont TBSt'Plan ConllnuBIICY Ramvatlon Validation ImpImnBntatIon End-To-End

Syst8m Status Status Status Status Plan Status Status Status Status T88tInU Statui
- .

8332-332 GDE- Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
04 Completion Completion Completion Completion Completion Completion Completion

Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

8332-332 GDE- Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated -
07 Completion Completion Completion Completion Completion Completion Completion

Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

8332-332 GDE- Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
FTMS-1 Completion Completion Completion Completion Completion Completion Completion

Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

8332-ACU Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
Completion Completion Completion Completion Completion Completion Completion
Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date:- 3/31/99 Date: 3/31/99 Date: 3/31/99

8332-ACU Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
Completion Completion Completion Completion Completion Completion Completion
Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

8332-Argon Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
Gas System Completion Completion Completion Completion Completion Completion Completion

Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

8332-8HW Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
Completion Completion Completion Completion Completion Completion Completion
Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

Friday, February 26, 19995:55:39 PM LLNL - Page 5



Site Status Report: Lawrence Livermore National Laboratory

SyStBmNaDII Syst8mDoscrlptlon Syst8m TypI Syst8m bPI PrIority SoIUUonTYPB ESllunctIon
B332-BHW MXL Fire Alarm

B332-Building Paging Prog Temp Cont
System

B332-CAL 18 IBM

B332-CAL 29 X-

X-V Stage

IT

IT

IT

Non-IT

Facility-specific Site-essential

Facility-specific Site-essential

Facility-specific Site-essential

Facility-specific Site-essential

Modify

Modify

Modify

Modify

Facility Systems and Equipment

Emergency Response Systems

Facility Systems and Equipment

Facility Systems and Equipment

B332-CAL 30 RCHS Non-IT Facility-specific Site-essential Modify Facility Systems and Equipment

Friday, February 26,1999 5:55:39PM
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Sito 3tatuB Report [Cont.J: Lawrence Uvermoro National Laboratory

Risk Vulll8l'8bnlty
Projoct Plan AS88Smont ASS88SD18llt T88tPlan Contlnll8ocy R8IIIvatlDn Validation ImplllJlBltatlon End-To-End

SystBm Status Status Status Status Plan Status Status Status Status T88t1na Shtus

B332-BHW Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
Completion Completion Completion Completion Completion Completion -Completion
Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

B332-Building Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
Paging System Completion Completion Completion Completion Completion Completion Completion

Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

B332-CAL 18 Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
Completion Completion Completion Completion .. Completion Completion Completion
Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

B332-CAL 29 Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
Completion Completion Completion Completion Completion Completion Completion
Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

B332-CAL 30 Completed Completed Estimated
Completion
Date: 3/31/99

Estimated
Completion
Date: 3/31/99

Estimated
Completion
Date: 3/31/99

Estimated
Completion
Date: 3/31/99

Estimated
Completion
Date: 3/31/99

Estimated
Completion
Date: 3/31/99

Estimated
Completion
Date: 3/31/99

Friday, February 26, 19995:55:39 PM LLNL - Page 6



Sito Status Report: Lawreaco Uvermoro National Laboratory

SystomNalll8 SystBmD8scrlptioo SystBm TYIIB SYStBJn 8coPB Priority SOIut1onTp ESHFamtIon
8332-CAL 32

8332-California Drum
Shuffler

8332-Chrontrol

8332-Continuqus Air
Monitor

8332-Criticality Alarm
System

8332-Doric DC 7100

8332-Drying Oven

All Macs'

Timer for Polishing

Cleanup Cart

Stack Flow Rec

UPS

SUN

NONE

Non-IT

Non-IT

IT

Non-IT

Non-IT

Non-IT

Non-IT

Facility-specific Site-essential

Facility-specific Site-essential

Facility-specific Site-essential

Facility-specific Site-essential

Facility-specific Site-essential

Facility-specific Site-essential

Facility-specific Site-essential

Modify

Modify

Modify

Modify

Modify

Modify

Modify

Facility Systems and Equipment

Facility Systems and Equipment

Facility Systems and Equipment

Environmental Monitoring Systems

Radiation Monitoring Systems

Unknown

Facility Systems and Equipment

Friday, February 26, 19995:55:39 PM
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Sito Status Report [ConlJ: Lawrenco Livermoro National Laboratory

Risk Vulnorability
Projoot Plan AssIISSnmnt .Assossmont Tost Plan Contlngoncy RnvaUOll Validation .lIIII8IItatlon End-To-End

SystBm Status Status Status Status Plan Status Status Status Status TBltlng Status

B332-CAL 32 Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
Completion Completion Completion Completion Completion Completion Completion
Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

B332-Califomia Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
Drum Shuffler Completion Completion Completion Completion Completion Completion Completion

Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

B332-Chrontrol Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
Completion Completion Completion Completion Completion Completion Completion
Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

B332- Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
Continuous Air Completion Completion Completion Completion Completion Completion Completion
Monitor Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

B332-Criticality Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
Alarm System Completion Completion Completion Completion Completion Completion Completion

Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

B332-Doric DC Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
7100 Completion Completion Completion Completion Completion Completion Completion

Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

B332-Drying Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
Oven Completion Completion Completion Completion Completion Completion Completion

Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/09 Date: 3/31/99 Date: 3/31/99

Friday, February 26, 19995:55:39 PM LLNL - Page 7



Site Status Report: Lawrence Livermore National ~boratory

Sy8tBmNaDII Syst8mDescrlptioo Systom Typo Systom Scope Priority SoIutIonType ESHFunctIon
8332-Emergency Power Cleanup Cart .
Switches-1

8332-Emergency Power Cleanup Cart
Switches-2

IT

IT

Facility-specific Site-essential

Facility-specific Site-essential

Modify

Modify

Facility Systems and Equipment

Facility Systems and Equipment

8332-Emergency Power Industrial Comp Non-IT Facility-specific Site-essential Modify Facility Systems and Equipment
System

8332-Emergency Power All Macs Non-IT Facility-specific Site-essential Modify Facility Systems and Equipment
System-1

b332-Emergency Power All Macs Non-IT Facility-specific Site-essential Modify Facility Systems and Equipment
System-2

8332-Eyence LSI-11 IT Facility-specific Site-essential Modify Unknown

Friday, February 26,19995:55:39 PM
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Site Status Report [ConlJ: Lawrence Livermore National Laboratory

Risk Vulnorabillty
Projoct Plan AS888smBDt AS888811180t T8St Plan COnllnU8IID' R8I1Ovatlon Validation ImpllIIBItatlon End-TMnd

Sys. Status Status Status Status Plan Status Status Status Status Tutblg Statui
- -
8332- . Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
Emergency Completion Completion ~ompletion Completion Completion Completion Completion
Power Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99
Switches-1

8332- Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
Emergency Completion Completion Completion Completion Completion Completion Completion
Power Date: 3/31/99 Date: 3/31/99 . Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99
Switches-2 ,

8332- Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
Emergency Completion Completion Completion Completion Completion Completion Completion
Power System Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

8332- Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated Estimated
Emergency Completion Completion Completion Completion Completion Completion Completion Completion
Power System-1 Date: 2/25/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

b332- Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
Emergency Completion Completion Completion Completion Completion Completion Completion
Power System-2 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

8332-Eyence Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated·
Completion Completion Completion Completion Completion Completion Completion
Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

Friday, February 26, 19995:55:39 PM LLNL - Page 8



Sito Status Report: LawrBncB Uvermoro National Laboratory

Syst8mNall18 SystBmD88CI1ptlon SystBm Typa SystBm SCOpo PrIority SoIutIonTypa ESIIFunctIon
8332-FACO

8332-FASS

FACO

Veeder-Root Leak Detector

Non-IT

Non-IT

Facility-specific Site-essential

Facility-specific Site-essential

Modify

Modify

Unknown

Environmental Monitoring Systems

B332-Fed Surf Analyzer IBM Non-IT Facility-specific Site-essential Modify Facility Systems and Equipment

8332-Fire Fire Detection/Supression Sys Non-IT Facility-specific Site-essential Modify Facility Systems and Equipment
Detection/Supression
Sys

B332-FR FR IT Facility-specific Site-essential Modify Facility Systems and Equipment

8332-Freon Del&Alarm Prog Temp Cont
Sys. -

B332-HP 3045A MAC

Friday, February 26. 19995:55:39 PM

e

IT

Non-IT

Facility-specific Site-essential

Facility-specific· Site-essential

•

Modify

Modify

Facility Systems and Equipment

Unknown

LLNL - Page 9
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Sito Status Report [Conll Lawronce Livermoro National Laboratory

Risk Vulnorabillty
ProJoct Plan AS88ssment ASS8Ssmont T88t Plan COnllnuoncy R8IIJvatlon Validation ImpIBm8ntaUon End-To-End

Systom Status Status Status Status Plan Status Status Status Status Tostlng Statui

B332-FACO Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
Completion Completion Completion Completion Completion Completion Completion
Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

8332-FASS Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
Completion Completion Completion Completion Completion Completion Completion
Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

8332-Fed Surf Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
Analyzer Completion Completion Completion Completion - Completion Completion Completion

Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

8332-Fire Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
Detection/Supre Completion Completion Completion Completion Completion Completion Completion
ssion Sys Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

8332-FR Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
Completion Completion Completion Completion Completion Completion Completion
Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

8332-Freon Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
Del&Alarm Sys Completion Completion Completion Completion Completion Completion Completion

Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

B332-HP 3045A Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
Completion Completion Completion Completion Completion Completion Completion
Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

Friday, February 26, 19995:55:39 PM LLNL - Page 9



Sito Status Roport: LawrODCO Uvermoro National Laboratory

SystemNaDII SystemDllBCl'lption System TyPH System Soopa PrIority SoIutIonTypa ESHFunctlon

B332-HP300 MAC

B332-Hydrogen Gas Industrial Compo
System

B332-ISO 1 PC

B332-ISO 2 National Nuclear

B332-ISO 3 lSI-11

B332-MAC lifx Fire Alarm Control Panel

B332·MAC Quadra 630 Emergency voice alarm

Friday, February 26,19995:55:39 PM

e

Non-IT

IT

Non-IT

Non-IT

Non-IT

IT

IT

Facility-specific Site-essential

Facility-specific Site-essential

Facility-specific Site-essential

Facility-specific Site-essential

Facility-specific Site-essential

Facility-specific Site-essential

Facility-specific Site-essential

•

Modify

Modify

Modify

Modify

Modify

Modify

Modify

Unknown

Facility Systems and Equipment

Unknown

Unknown

Unknown

Facility Systems and Equipment

Emergency Response Systems

llNl - Page 10
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Sito Status Report [Cont.l: Lawrenco Livermoro National Laboratory

Risk Vulnorability
Pro.I8Ct Plan Assassment ASS8SSmont lat Plan CoDtlngoncy R8IIJvatlon Validation Impllllll8lltatlon End-Io-End

System Status Status Status Status Plan Status Status Status Status luting Status

8332·HP300 Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
Completion Completion Completion Completion Completion Completion Completion
Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

8332-Hydrogen Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
Gas 8ystem Completion Completion Completion Completion Completion Comple~ion Completion

Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

8332-1801 Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
Completion Completion Completion Completion Completion Completion Completion
Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

8332-1802 Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
Completion Completion Completion Completion Completion Completion Completion
Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

8332-1803 Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
Completion Completion Completion Completion Completion Completion Completion
Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

8332·MAC lifx Completed Completed Estimated Estimated' Estimated Estimated Estimated Estimated Estimated
Completion Completion Completion Completion Completion Completion Completion
Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

.8332·MAC Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
Quadra 630 Completion Completion Completion Completion Completion Completion Completion

Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

Friday. February 26,19995:55:39 PM LLNL - Page 10



Sito Status Report: LawroDco UvermOrB National Laboratory

SystBmNallll SystomD8BcrlpUIII Systom Typo SystBm SCOpe PrIortty SOIutIonTyPII ESHFunctlon
8332-MMC RCHS

8332-Moore T-base Industrial Compo
Machine

8332-Nitrogen Gas Level Alarm
System

8332-NNC Return Fan

8332-Pedemin-S LSI-11

8332-Portable Gamma Industrial Compo
Scanner

8332-Portal Monitor Air Handler

. Friday, February 26, 19995:55:40 PM

•

Non-IT

Non-IT

Non-IT

Non-IT

Non-IT

IT

Non-IT

Facility-specific Site-essential

Facility-specific Site-essential

Facil ity-specific Site-essential

Facility-specific Site-essential

Facility-specific Site-essential

Facility-specific Site-essential

Facility-specific Site-essential

•

Modify

Modify

Modify

Modify

Modify

Modify

Modify

Unknown

Facility Systems and Equipment

Facility Systems and Equipment

Unknown

Unknown

Radiation Monitoring Systems

Facility Systems and Equipment

LLNL - Page 11
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Site Status Report [Cont.1 Lawrence Livermore National Laboratory

Risk Vulll8rablDty
PrOJ8Ct Plan ASS8SS~ AS88SSmont T8St Plan Contlnll8llcy R8IIOvaUon ValldaUOll Impl8ll18lltatkll End-To-End

Bystam Status Status Status Status Plan Status Status Status Status Toting Status_.-
B332-MMC Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated

Completion Completion Completion Completion Completion Completion Completion
Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

B332-Moore T- Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
base Machine Completion Completion Completion Completion . Completion Completion Completion

Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

B332-Nitrogen Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
Gas System Completion Completion Completion Completion Completion Completion Completion

Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

B332-NNC Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
Completion Completion Completion Completion Completion Completion Completion
Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

B332-Pedemin- Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
S Completion Completion Completion Completion Completion Completion Completion

Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

B332-Portable Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
Gamma Completion Completion Completion Completion Completion Completion Completion
Scanner Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

B332-Portal Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
Monitor Completion Completion Completion Completion Completion Completion Completion

Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

Friday, February 26, 19995:55:40 PM LLNL - Page 11



Sit8 Status K8port: Lawr8RC8 UV8rmor8 National Laboratory

Syst8mNaDII Syst8mDBBCI'IptIon System TYPB Syst8m SCOJm PrlII'Ity SOlutlonTYPB ESBFunctllll
B332-Portal Monitor, Boiler
Material

B332-Portal Monitor, Chiller
Personnel

B332-RCHS Power Dist Panels

B332-Safety Access Boiler
System

B332-SGS Polisher Pwr Head

B332-Sintering Furnace NONE

B332-SPKLR SPKLR

Friday, February 26,19995:55:40 PM

•-

Non-IT

Non-IT

Non-IT

Non-IT

Non-IT

IT

Non-IT

Facility-specific Site-essential

Facility-specific Site-essential

Facility-specific Site-essential

Facility-specific Site-essential

Facility-specific Site-essential

Facility-specific Site-essential

Facility-specific Site-essential

•

Modify-

Modify

Modify

Modify

Modify

Modify

Modify

Facility Systems and Equipment

Facility Systems and Equipment

Facility Systems and Equipment

Facility Systems and Equipment

Facility Systems and Equipment

Facility Systems and Equipment

Facility Systems and Equipment

LLNL - Page 12
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• • •
Site ~tatus Report [Conll: Lawrence Uvermore National Laboratory

Risk Vulnorability
ProJRCt Plan ASS8S8I118I1t Ass8Bsmont TBSt Plan CODtInU8DCY RlIIIOyaUon Valldatloo b1QII8m8ntatJon End-To-Ind

Syst8m Status Status Status Status Plan Status Status Status Status TBltlng Status

8332-Portal 'Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
Monitor, Completion Completion Completion Completion Completion Completion Completion
Material Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

8332-Portal Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
Monitor, Completion Completion Completion Completion Completion Completion Completion
Personnel Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

8332-RCHS Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
Completion Completion Completion Completion . Completion Completion Completion
Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

8332-Safety Completed Completed Estimated Estimated Estimated Estimated Estimated .Estimated Estimated
Access System Completion Completion Completion Completion Completion Completion .Completion

Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

8332-SGS Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
Completion Completion Completion Completion Completion Completion Completion
Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

8332-Sintering Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
Furnace Completion Completion Completion Completion Completion Completion Completion

Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

8332-SPKLR Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
Completion Completion Completion Completion Completion Completion Completion
Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99
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Sito Status Report: Lawrenco Uvermoro National Laboratory

SystamNaDII . SystBmD8BcrlpDm SystBm Typo System SOOpo Priority SoIutIonTypo ESHFuootIon
8332-Toxic Gas Monitor Level Alarm

8332-User Workstation Standby Diesel Generator

83320332 GDE-06 Alarm

8334 - User Workstation Sprinkler System

8335-User Workstation Sprinkler System

Friday, February 26, 1999 5:55:40 PM

•

Non-IT

IT

IT

IT

Non-IT

Facility-specific Site-essential

Facility-specific Site-essential

Facility-specific Site-essential

Facility-specific Site-essential

Facility-specific Site-essential

•

Modify

Modify

Modify

Modify

Modify

Environmental Monitoring Systems

Facility Systems and Equipment

Facility Systems and Equipment

Facility Systems and Equipment

Facility Systems and Equipment

LLNL - Page 13
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Sito Status Report leonlJ: Lawrenco Livermoro National Laboratory

Risk Vulnorability
ProJect Plan AssBSSlI18IIt Assossmont TBlt Plan CODllng.y RBlllvatlon ValldaUon Impllllll8lltatlon End-TD-Ind

System Status Status Status Status Plan Status Status Status Status TBltlng Status

8332-Toxic Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
Gas Monitor Completion Completion Completion Completion Completion Completion Completion

Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

8332-User Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
Workstation Completion Completion Completion Completion Completion Completion Completion

Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

83320332 GDE- Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
06 Completion Completion Completion Completion Completion Completion Completion

Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

8334 - User Completed Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated
Workstation Completion Completion Completion Completion Completion Completion Completion

Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

8335-User Completed Estimated Estimated Estimated Estimated Estimated Estimated Estimated Estimated
Workstation Completion Completion Completion Completion Completion . Completion Completion Completion

Date: 2/25/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99
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Los Alamos National Laboratory

Mission: Reducing the danger of nuclear weapons and nuclear materials worldwide via
activities in five areas: (1) stockpile stewardship, (2) stockpile management, (3)
nuclear materials management, (4) nonproliferation and counterproliferation, and (5)
environmental stewardship. The basic sciences aspects of the Laboratory include
fundamental physics, computational science, and life sciences.

# Workers: 75 Federal (Los Alamos Area Office) and 8,930 contractor personnel

# Key Faciliries: 10

cso: DOE Office of Defense Programs (DP)

FY99 Budger: $1.2 billion

\'2K Status # Systems
Implementation completed now 0
Implementation scheduled for completion by

0
March 31, 1999
Implementation scheduled for completion after

0
March 31, 1999, but before December 31, 1999
Responded Not Applicable 0
No Response Provided 42

Total 42

S~'stem Type # S~'stems

IT 0
Non-IT 10
No Data 32

Total 42

Selected ES&II Functions # S)'stems
Process Control and/or Protection Systems 3
Maintenance Tracking 0

Traffic Mana,gement Systems 0
Radiation Monitorin,g Systems I
Materials Inventory Systems 0
Emer~ency Response Systems 5
Environmental Monitorin,g Systems II
Facility Systems and EQuipment II
Hazards Analysis & Control 4
Health & Dosimetry Records 2
Insufficient Information to Classify 5
Total 42



Sito Status Report: Los Alamos National Laboratory

SystBmNama SystomDoscrlpUon Syst8mTypa SystBm Scops Priority SoIutIonType ESHFunctIIII
CIC-4a Radios Unknown Site-wide Non-mission No Impact . Emergency Response Systems

essential

CIC-4b 5ESS Phone Switch Unknown Site-wide Unknown Modify Emergency Response Systems

ESH-10a Hazardous Materials Response Unknown Site-wide Non-mission No Impact Hazards Analysis and Control
Programmatic Equipment essential

ESH-10b Accident Response Group Servers Unknown Site-wide Non-mission Replace Facility Systems and Equipment
essential

ESH-10c HazMat Response - IH Equipment Non-IT Site-wide Unknown No Impact Hazards Analysis and Coritrol

ESH-10d Hazardous materials-GPS Non-IT Site-wide Unknown No Impact Hazards Analysis and Control
receivers

ESH-17a Meterological Software and Unknown . Site-wide Unknown No Impact Environmental Monitoring Systems
Developed Applications

ESH-17b .Air Quality Acquisition and Entry Non-IT Site-wide Unknown No Impact Environmental Monitoring Systems
Equipment

ESH-17c Air Quality Barcode Readers Non-IT Site-wide Unknown Replace Environmental Monitoring Systems

ESH-17d Air Quality Programmatic Non·-IT Site-wide Unknown No Impact Environmental Monitoring Systems
Equipment
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• • •
Sito Status Report [Contl: Los Alamos National Laboratory

Risk Vulll8rablDty
ProjBCt Plan Ass8ssment AS88ssll18llt Tnt Plan Contingency RBlllvatlon Validation ,mplonmntatJon End-To-End

Systum Status Status Status Status Plan Status Status Status Status TostInU Staws

CIC-4a Unknown Unknown Unknown Unknown Unknown Unknown Unknown Unknown Unknown

CIC-4b

ESH-10a

ESH-10b

ESH-10c

ESH-10d

ESH-17a

ESH-17b

ESH-17c

ESH-17d

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown
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SitH Status Report: Los Alamos National Laboratory

SYStBmNa018 SYStBmD8scrlptlon SystBm Type SystBm scop8 PrIorIty SoIutIonTyPB ESIIFunctIon

ESH-18a Water Quality Applications- Unknown Site-wide Non-mission No Impact Environmental Monitoring Systems·
Commercial essential

ESH-18b Water Quality Data Acquisition Unknown Site-wide Non-mission Modify Environmental Monitoring Systems
essential

ESH-18c Water Quality Programmatic Non-IT Site-wide Unknown No Impact Environmental Monitoring Systems
Equipment

ESH-2a OCCMED Programmatic Non-IT Site-wide Unknown Replace Health and Dosimetry Records
Equipment

ESH-4a Air Monitors Non-IT Site-wide Unknown No Impact Environmental Monitoring Systems

ESH-4b Whole Body TLD Readers (PDO) Non-IT Site-wide Unknown Replace Health and Dosimetry Records

ESH-4c Impulse Unknown Site-wide Non-mission Retire Unknown
essential

ESH-Doa Safety First Unknown Site-wide Unknown tilo Impact Hazards Analysis and Control

FE-IFMPa Passport Unknown Site-wide Non-mission COTS Unknown
essential

NMT-13a Stock Monitoring Unknown Facility-specific Non-mission No Impact Unknown
essential
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• • •
Implllll8lltatkm End-To-End
Status T88~S~

Validation
Status

Rnvatlon
Status

CORtInU8IIC'
Plan Status

T8St Plan
StatusSystBm._-----------------:--------------------

Sito Status Report [ConlJ: Los Alamos National Laboratory
Risk Vulnorabillty

ProjBCt Plan ASS88Smont AS888slI18IIt
Status Status Status

ESH-18a Unknown Unknown Unknown Unknown Unknown Unknown Unknown Unknown Unknown

ESH-18b Unknown Unknown Unknown Unknown Unknown Unknown Unknown Unknown Unknown

ESH-18c Unknown Unknown Unknown Unknown Unknown Unknown Unknown Unknown Unknown

ESH-2a Unknown Unknown Unknown Unknown Unknown Unknown Unknown Unknown Unknown

ESH-4a Unknown Unknown Unknown Unknown Unknown Unknown Unknown Unknown Unknown

ESH-4b Unknown Unknown Unknown Unknown Unknown Unknown Unknown Unknown Unknown

ESH-4c Unknown Unknown Unknown Unknown Unknown Unknown Unknown Unknown Unknown

ESH-Doa Unknown Unknown Unknown Unknown Unknown Unknown Unknown Unknown Unknown

FE-IFMPa Unknown Unknown Unknown Unknown Unknown Unknown Unknown Unknown Unknown

NMT-13a Unknown Unknown Unknown Unknown Unknown Unknown .Unknown Unknown Unknown
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Sitl Status Report: Los Alamos National Laboratory

SystumNaR18 SYltamD88crlPUoo SYltBmTypu SyltBm SG0P8 PrIIrItY SOOItIonTypa ESHFmmtIon
NMT-13b Fire Suppression Unknown Facility~specific Non-mission No Impact Facility Systems and Equipment

essential

NMT-13c Fire Alarm Unknown Facility-specific Non-mission No Impact Facility Systems and Equipment
essential

NMT-13d Ventilation Unknown Facility-specific Non-mission No Impact Facility Systems and Equipment
essential

NMT-13e Continuous Air Monitoring Unknown Facility-specific Non-mission No Impact Environmental Monitoring Systems
essential

NMT-13f Hot Cell Interlocks Unknown Facility-specific Non-mission No Impact Process Control and/or Protection
essential Systems·

NMT-13g Flammable Gas Control Unknown Facility-specific Non-mission No Impact Process Control and/or Protection
essential Systems

NMT-8a Ventilation Unknown Facility-specific· Non-mission No Impact Facility Systems and Equipment
essential

NMT-8b Fire Suppression Unknown Facility-specific Non-mission No Impact Facility Systems and Equipment
essential·

NMT-8c Flammable Gas Control Unknown Facility-specific Non-mission No Impact Proce~s COr:ltrol and/or Protection
essential Systems
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• • •
Sito Status Report [ConlJ: Los Alamos National Laboratory

Risk Vulnerability
Projoct Plan ASS8S8III8IIt Assossment Test Plan COntlnll8OOY RnvaUoo Validation ImplIIIIIIIIItatIon End-To-End

System Status Status Status Status Plan Status Status Status Status Testing Statui

NMT-13b Unknown Unknown Unknown Unknown Unknown Unknown Unknown Unknown Unknown

NMT-13c

NMT-13d

NMT-13e

NMT-13f

NMT-13g

NMT-8a

NMT-8b

NMT-8c

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown'

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Friday, February 26,19995:55:37 PM LANL - Page 3



v
VI VI CIJE E

'E 'E 'E 'E
C)

VI CIJ CIJ ('(l

E Cii Cii CIJ CIJ CIJ CIJ c..
CIJ >. >. E E E E
Cii en CJ) Q. Q. Q. Q.

...J>. Cl C) ·S ·S oS oS
ZCJ) C C 0- 0- 0- 0-
::iCIJ

°C 0;:: UJ UJ UJ UJ
VI .9 .9 "0 "0 "0 "0c: ·c ·c c: C c: c:
0 0 0 ('(l ('(l ('(l ('(l
Q.

~ ~ VI en VI VIen
CIJ i;j i;j E E E E

I a::: oS CIJ CIJ CIJ
>. 'E 'E VJ- ¥ "pi ~u CIJ CIJ .....



• • •
Implomlmtatbl Eml-Tn-End
Status TBltlng Status

Valldatbl
Status

R8IIIvatlon
Status

CODtInU8IICY
PIIII Status

TBlt Plan
StatusSystam

Situ Status Ruport [Conll Los Alamos National Laboratory
Risk Vulnorability

ProJoct Plan Assessmant ASS8SSm8Dt
Status Status Status

NMT-8d Unknown Unknown Unknown Unknown Unknown Unknown Unknown Unknown Unknown

NMT-8e Unknown Unknown Unknown Unknown Unknown Unknown Unknown Unknown Unknown

NMT-8f Unknown Unknown Unknown Unknown Unknown Unknown Unknown Unknown Unknown

NMT-8g Unknown Unknown Unknown Unknown Unknown Unknown Unknown Unknown Unknown

NMT-8h Unknown Unknown Unknown Unknown Unknown Unknown Unknown Unknown Unknown

NMT-8i Unknown Unknown Unknown Unknown Unknown Unknown Unknown Unknown Unknown

NMT-8j Unknown. Unknown Unknown Unknown Unknown Unknown Unknown Unknown Unknown

NMT-8k Unknown Unknown Unknown Unknown Unknown Unknown Unknown Unknown Unknown

NMT-81 Unknown Unknown Unknown Unknown Unknown Unknown Unknown Unknown Unknown
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Site Status Report: Los Alamos National Laboratory

SystBmNama SystBmD8ICI1ptlon SystmnTYPB Systmn S_ PrIII'Ity SOIUUOnTypB ESHFlmctJon
NMT-8m Criticality Alarm Unknown Facility-specific Non-mission No Impact Radiation Monitoring Systems

essential

S-8a 911 Emergency Telephone System Unknown Site-wide Unknown Replace Emergency Response Systems

S-8b EOC Emergency Radio System Unknown Site-wide Unknown No Impact Emergency Response Systems

S-8c Fire Department Apparatus Non-IT Site-wide Unknown No Impact Facility Systems and Equipment
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• • •
Sito Status Report [Conll: Los Alamos National Laboratory

Risk Vulnarablllty
ProJBct Plan ASS88sll18llt AS888S_t T88t Plan ContInll8l1CY HnvaUm VaildaUon ImplllllllllltatDI End-To-&nI

Systom Status Status Status Status Plan Status Status Status Status TBSUng Status
- -

NMT-8m Unknown Unknown Unknown Unknown Unknown Unknown Unknown Unknown Unknown

S-8a Unknown Unknown Unknown Unknown Unknown Unknown Unknown Unknown Unknown

.
S-8b Unknown Unknown Unknown Unknown Unknown Unknown Unknown Unknown Unknown

S-8c Unknown Unknown Unknown Unknown Unknown Unknown Unknown Unknown Unknown
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Mission:

# Workers:

# Key Facilities:

cso:
FY99 Budget:

Miamisburg Environmental Management Project

Site cleanup and the transition of the site to the local community (goal of FY 2003)

160 Federal (total Miamisburg Environmental Management Project Office and Ohio
Field Office) and 890 contractor personnel

8

DOE Office of the Assistant Secretary for Environmental Management (EM)

$102 million

Y2K Status # S)'stcms
Implementation completed now 4
Implementation scheduled for completion by

10
March 31,1999
Implementation scheduled for completion after

4
March 31, 1999, but before December 31, 1999

Responded Not Applicable 12
No Response Provided 0

Total 30

System Type # S)'stems
IT 30
Non-IT 0
No Data 0

Total 30

Selected ES&H Functions # Systems
Process Control and/or Protection Systems 1
Maintenance Tracking 0
Traffic Management Systems 0
Radiation Monitoring Systems 2

Materials Inventory Systems 0
Emergency Response Systems I
Environmental Monitoring Systems 3
Facility Systems and Equipment 12
Hazards Analvsis & Control 0
Health & Dosimetry Records I
Insufficient Information to Classify 10

Total 30



Situ Status Report: Miamisburg Environment Project

SYSt8mNIRli SystBmDoscrlptllll SystBm TYPH SysIBm S_ Priority SolutlonTyPB ESRFunctb1
air sampling Ib5500

AS

. auto dialer

canberra

air samplimg

Alpha Spec.

auto dialer

canberra sampling system

IT.

IT

IT

IT

Facility-specific Mission-essential Modify

Facility-specific Mission-essential Modify

Facility-specific Site-essential Other

Facility-specific Site-essential Modify

Environmental Monitoring Systems

Unknown

Emergency Response Systems

Unknown

data base Condor date base for respirator IT Facility-specific Site-essential Modify Unknown
fitting

data logger data logger IT Facility-specific Site-essential Other Unknown

data logger data logger IT Facility-specific Site-essential Other Unknown

DR/200 HACH DR/200 IT Facility-specific Site-essential Other Unknown

EXT MESH External Dosimetry IT Facility-specific Mission-essential Modify Radiation Monitoring Systems
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• • •
Sito Status Report [ContI: Miamisburg Environment Project

Risk VulnorablUty
Proj8ct Plan Ass8SSll18llt Assossnmnt IntPlan COntlnUBIICY R8IIOvaUon Validation 1mp18OI8ntatlon End-Io-End

SystBm Status Status Status Status Plan Status Status Status Status IosUna Status

air sampling Completed Completed Completed Completed Completed Estimated Estimated Estimated Estimated
Ib5500 Completion Completion Completion Completion

Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

AS Completed Completed . Completed Completed Estimated Estimated Estimated Estimated Estimated
Completion Completion Completion Completion Completion
Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

auto dialer Completed Completed Completed Completed Not Applicable Not Applicable Completed Not Applicable Completed

canberra Completed Completed Completed Completed Not Applicable Completed Estimated Estimated Estimated
Completion Completion Completion
Date: 2/8/99 Date: 2/8/99 Date: 2/8/99

data base Completed Completed - Completed Completed Not Applicable Estimated Estimated Estimated Estimated
Completion Completion Completion Completion
Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

data logger Completed Completed Completed Completed Not Applicable Not Applicable Completed Not Applicable Not Applicable

data logger Completed Completed Completed Completed Not Applicable Not Applicable Completed Not Applicable Completed

DR1200 Completed Completed Completed Completed Not Applicable Not Applicable Not Applicable Not Applicable Completed

EXT MESH Completed Completed Completed Completed Not Applicable Completed Completed Completed Completed
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Sito Status Report: Miamisburg Environment Project

SystBmNamo SystemDoscrlptlon Systlm TYPH System SCopB PrIorItY Sf*ItIonTyPB ESHFunctIon
Gamma Spec

GFPC

GFPC

Gamma Spec IT

Gas FI~w Porp. Counter IT

Gas Flow Prop. Counter IT

Facility-specific Site-essential Other

Facility-specific Mission-essential Modify

Facility-specific Site-essential Modify

Facility Systems and Equipment

Facility Systems and Equipment

Facility Systems and Equipment

IAACMS Inert Atmosphere Assembly IT Facility-specific Site-essential Other Facility Systems and Equipment.
Chamber Mass Spec.

IAACPM Inert Atomosphere Assembly IT Facility-specific Site-essential Other Facility Systems and Equipment
Chamber Monitoring

Isc Liquid Scintilation Counter TC IT Facility-specific Mission-essential Modify Facility Systems and Equipment
1900

Isc. liquid Scin. Counter TC 2500 IT Facility-specific Mission-essential Modify Facility Syste'ms and Equipment

. LSC Liquid Scin. Counter TC 2000. TC IT
2500. & TC 2700

Facility-specific Mission-essential Modify Facility Systems and Equipment
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• • •
Site Status Report [Cont.i Miamisburg Environment Project

Risk Vulnarability
Pro]8Ct Plan ASS8Ssmant ASS8Ssment Tnt Plan ContlngOllC, R8IIIvatlon Valldatloo hnpl8m8ntatlDn End·To-fnd

Systom Status Status Status Status Plan Status Status Status Status TuUng Status

Gamma Spec Completed Completed Completed Completed Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable

GFPC Completed Completed Completed Completed Estimated Estimated Estimated Estimated Estimated
Completion Completion Completion Completion Completion
Date: 2/15/99 Date: 9/1/99 Date: 9/1/99 Date: 9/1/99 Date: 9/1/99

GFPC Completed Completed Completed Completed Not Applicable Estimated Estimated Estimated Estimated
Completion Completion Completion Completion
Date: 1/31/99 Date: 2/8/99 Date: 1/31/99 Date: 2/8/99

IMCMS Completed Completed Completed Completed Not Applicable Not Applicable Completed Not Applicable Completed

IMCPM Completed Completed Completed Completed Not Applicable Not Applicable Completed Not Applicable Completed

Isc Completed Completed Completed Completed Estimated Estimated Estimated Estimated Estimated
Completion Completion Completion Completion Completion
Date: 2/15/99 Date: 5/1/99 Date: 5/1/99 Date: 5/1/99 Date: 5/1/99

Isc Completed Completed Completed Completed Estimated Estimated Estimated Estimated Estimated
Completion Completion Completion Completion Completion
Date: 2/15/99 Date: 5/1/99 Date: 5/1/99 Date: 5/1/99 Date: 5/1/99

lSC Completed Completed Completed Completed Estimated Estimated Estimated Estimated Estimated
Completion Completion Completion Completion Completion
Date: 2/15/99 Date: 9/1/99 Date: 9/1/99 Date: 9/1/99 Date: 9/1/99
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Situ Status Report: Miamisburg Environmunt Project

Syst8mNaDII Syst8mD88crlptkm Systam TyPl Systam Soopo PrIorItY SoIutJonTypa . ESHFuncUon
LSC

LSI

Liquid Scin. Counter TC 2200

Liquid Scin. Counter

IT

IT

Facility-specific Mission-essential Modify

Facility-specific Mission-essential Modify

Facility Systems and Equipment

Facility Systems and Equipment

OASIS OASIS IT Facility-specific Mission-essential Modify Facility Systems and Equipment.
Alpha Spec.

respirator fit respirator fitting test system IT Facility-specific Mission-essential Other Facility Systems and Equipment

ROC Read-Out Console IT Facility-specific Site-essential Other Unknown

soils soils sampling IT Facility-specific Mission-essential No Impact Environmental Monitoring Systems

stack monitors stack monitors IT Facility-specific Site-essential Other Radiation Monitoring Systems

TERF .Trituim Efluent rRecovery System IT Facility-specific Mission-essential Modify Process Control and/or Protection
Systems
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• • •
SRu Status Report [Conti Miamisburg Environment Project

Risk Vulnorabillty
ProJ8Ct Plan AS888sDl8nt Assossmont Tat Plan COntlnll8llCY RBlllvatlon Valldatkln -.mmtatlon End-To-End·

SystBm Status Status Status Status Plan Status Status Status Status TaUng statui

LSC Completed Completed Completed Completed Estimated Estimated Estimated Estimated Estimated
Completion Completion Completion Completion Completion
Date: 2/15/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

LSI Completed Completed Completed Completed Estimated Estimated Estimated Estimated Estimated
Completion Completion Completion Completion Completion
Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

OASIS Completed Completed Completed Completed Not Applicable Completed Estimated Estimated Estimated
Completion Completion Completion
Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

respirator fit Completed Completed Completed Completed Not Applicable Not Applicable Completed Not Applicable Completed

ROC Completed Completed Completed Completed Not Applicable Not Applicable Completed Not Applicable Completed

soils Completed Completed Completed Completed Not Applicable Not Applicable Completed Not Applicable Completed

stack monitors Completed Completed Completed Completed Not Applicable Not Applicable Completed Not Applicable Completed

TERF Completed Completed Completed Completed Not Applicable Estimated Estimated Estimated Estimated
Completion Completion Completion Completion
Date: 3/5/99 Date: 3/5/99 Date: 3/5/99 Date: 3/5/99
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Sito Status Report: Miamisburg Environment Project

Syst8mNaDII SystBmDescrlptmn Syst8mTypa SystBm Soopa Priority SOIUtIonTyPB ESHFunctDI
TUU Data base for Tririum Urinalysis IT Facility-specific Mission-essential Modify Health and Dosimetry Records

Upload

VAX Vax traning IT Facility-specific Site-essential Modify Unknown

VAX MESH VAX MESH IT Facility-specific Mission-essential Modify Unknown

VAX VMS Operating Enviorment IT Facility-specific Mission-essential Modify Unknown

water sampiling water sampling IT Facility-specific Site-essential Other Environmental Monitoring Systems

Friday, February 26.19998:17:26 AM MEMP - Page 4



• • •
SUe Status Report [Cont.1 Miamisburg EnVironment Project

Risk VulnurabUIty
ProJoct Plan ASS88smBnt AssossmBDt Tat Plan CODtlnusncy RlUIOvatJon ValldaUon 1mp18II18IItauon End-To-End

Syst8m Status Status Status Status Plan Status Status Status Status Tutlng Status

TUU Completed Completed Completed Completed Completed Estimated Estimated Estimated Estimated
Completion Completion Completion Completion
Date: 3/31/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

VAX Completed Completed Completed Completed Not Applicable Completed Completed Completed Completed

VAX MESH Completed Completed Completed Completed Not Applicable Completed Completed Completed Completed

VAX VMS Completed Completed Completed Completed Not Applicable Completed Completed Completed Completed

water sampiling Completed Completed Completed Completed Not Applicable Not Applicable Completed Not Applicable Completed

Friday, February 26, 19998:17:26 AM MEMP - Page 4



Mission:

# Workers:

# Key Facilities:

CSO:

FY99 Budget:

Nevada Test Site

Support programs in the areas of national security (Stockpile Stewardship Program
through subcritical and other weapons physics experiments, emergency management,
test readiness), environmental management (environmental restoration, groundwater
characterization, low-level radioactive waste management. land management).
technology diversification (non-traditional Departmental programs and commercial
activities), and energy efficiency and renewable energy (development of solar
energy, alternative fuel, and energy efficiency technologies)

22 Federal (Nevada Operations Office) and 1,190 contractor personnel

4

DOE Office of Defense Programs (DP)

$379 million

Y2K Status # Systems
Implementation completed now 59
Implementation scheduled for completion by

0
March 31, 1999
Implementation scheduled for completion after

0
March 31, 1999, but before December 31, 1999
Responded Not Applicable 0
No Response Provided 0
Total 59

System l)pc # S~lstems

IT 5
Non-IT 54
No Data 0
Total 59

Selected ES&II Functions # S~'stems

Process Control and/or Protection Systems 3
Maintenance Tracking 0
Traffic Management Systems 0
Radiation Monitoring Systems 0
Materials Inventory Systems 0
Emergency Response Systems 2
Environmental Monitoring Systems 0
Facility Systems and Equipment 44
Hazards Analysis & Control 0
Health & Dosimetry Records 7
Insufficient Information to Classify 3
Total 59



Sito Status Report: Novada lost Sito

SystBmNaDII SystBmD8Bcrlption SystBm Typo Systom Scopo PrIority SDIUtIonTypo ESRFunctlon
900 Console Emergency Call in Console at Site. Non-IT Site-wide Business-essential Modify Unknown

Audiometry (NTS Used to conduct hearing test.
Clinic - 2 & NLV Clinic - .
2)

Non-IT Site-wide Business-essential Modify Health and Dosimetry Records

OAF Door Control
Systems

DIESEL GENERATOR
60 KWDED
(PROPERTY
#76506) -- DG 001

DIESEL GENERATOR
60 KWDED
(PROPERTY
#76507) -- DG 001

DIESEL GENERATOR
75 KWDED
(PROPERTY
#76312) -- DG 001

has a link to PECOS (#325) . Non-IT

Non-IT

Non-IT

Non-IT

Facility-specific Business-essential No Impact

Facility-specific Business-essential No Impact

Facility-specific Business-essential Modify

Facility-specific Business-essential Modify

Process Control and/or Protection
Systems

Facility Systems and Equipment

Facility Systems and Equipment

Facility Systems and Equipment

Friday, February 26,19998:17:26 AM NTS - Page 1
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• • •
Sito Status Report [Coot.J: Nevada Test Sito

Risk Vulnorablllty
ProJt£t Plan Ass88smBnt AS8Bssll1Bllt T88t Plan COntlnllBooy RBllJvation Validation Impl8lll8ntatlon EmHo-Ind

SystBm Status Status Status Status Plan Status Status Status Status TBltlng Statui

900 Console Completed Completed Completed Completed Completed Completed Completed Completed Completed

Audiometry Completed Completed Completed Completed Completed Completed Completed Completed Completed
(NTS Clinic - 2
& NLV Clinic - 2)

DAF Door Completed Completed Completed Completed Completed Completed Completed Completed Completed
Control Systems

DIESEL Completed Completed Completed Completed Completed Completed Completed Completed Completed
GENERATOR
60 KWDED
(PROPERTY
#76506) - DG
001

DIESEL Completed Completed Completed Completed Completed Completed, Completed Completed Completed
GENERATOR
60 KWDED
(PROPERTY
#76507) -- DG
001

DIESEL Complete~ Completed Completed Completed Completed Completed Completed Completed Completed
GENERATOR
75 KWDED
(PROPERTY
#76312) -- DG
001

Friday, February 26,19998:17:26 AM NTS - Page 1



SitB Status Report: NBvada Test SitB

SystBmNama SystBmD8scrlpUIII Systum TYPI System SCOPB PrIority SOIUtIonTyPB ESHFunetkJn
Dosimetry Research
Project (Health
Protection)

EKG (NTS Clinic - 2 &
NLV Clinic - 2)

Facility Systems - Fire
Guard

FATS - Flight &
Technical Support

Fire Alarm Consoles

IT

Twelve lead electrocardiogram. Non-IT
Used to check the status of the
heart.

Plan move-in date is March - June Non-IT
1999 timeframe. Old buildings will
be leveled.

IT

Non-IT

Site-wide

Site-wide

Site-wide

Site-wide

Site-wide

Business-essential Re-engineer

Business-essential Re-engineer

Business-essential Modify

Business-essential Modify

Business-essential No Impact

Health and Dosimetry Records

Health and Dosimetry Records

Facility Systems and Equipment

Facility Systems and Equipment

Facility Systems and Equipment

FIRE ALARM SYSTEM
- A~01 MAIN-FAS-SYS
001

Non-IT Facility-specific Business-essential Modify Facility Systems and Equipment

Friday, February 26, 19998:17:26 AM NTS - Page 2
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• • •
SitH Status RBPort [Conll: Nevada Test SitH

Risk Vuln8l'8blilty
ProjBct Plan ASS8Ssmant Assossmont Tnt Plan CODtlnuoncy RBlllvatlon Validation ln1pIBnnmtatlon End-To-End

System Status Status Status Status Plan Status Status Status Status TBSting Stahls

Dosimetry Completed Completed Completed Completed Completed Completed Completed Completed Completed
Research
Project (Health
Protection)

EKG(NTS Completed Completed Completed Completed Completed Completed Completed Completed Completed
Clinic - 2 & NLV
Clinic - 2)

Facility Completed Completed Completed Completed Completed Completed Completed Completed Completed
Systems - Fire
Guard

FATS - Flight & Completed Completed Completed Completed Completed Completed Completed Completed Completed
Technical
Support

~:..;:

Fire Alarm Completed Completed Completed Completed Completed Completed Completed Completed Completed
Consoles

. ;..1

FIRE ALARM Completed Completed Completed Completed Completed Completed Completed Completed Completed
SYSTEM - A-
01MAIN-FAS-
SYS-001

Friday, February 26, 19998:17:26 AM NTS - Page 2



Site Status Report: Nevada Test Site

SystBmNallll SystBmDoscrlpUon Iystom Typa BystBm SDOPB Prtortty SOIutJonTYPB ESHfunctbl
FIRE ALARM SYSTEM
- B-03-FAS-S'y'$-010,
CONTROUEASY ROOM

FIRE ALARM SYSTEM
- B-03-FAS-SYS-020,
MONITOR ROOM

FIRE ALARM SYSTEM
- C-01-FAS-SYS-010,
COMPUTER ROOM

Fire Control Alarm
System - Simplex

FIRE PROTECTION
SYSTEM - A-01HIBAY
FPS-SYS-001

Friday, February 26, 19998:17:26 AM

•

Non-IT

Non-IT

Non-IT

Non-IT

Non-IT

. Facility-specific Business-essential Modify

Facility-specific Business-essential Modify

Facility-specific Business-essential Modify

Facility-specific Business-essential No Impact

Facility-specific Business-essential Modify

•

Facility Systems and Equipment

Facility Systems and Equipment

Facility Systems and Equipment

Facility Systems and Equipment

Facility Systems and Equipment

NTS - Page 3

:,e



• • •
Situ Status Report [Cont.J: Nevada Test Site

Risk Vulnarabillty
Pro]8Ct Plan Assossmont AS888Smoot lost Plan Contingency R811Jvation Validation Impl8llUlltatJon End-To-End

SystBm Status Status Status Status Plan Status Status Status Status TBltIng Status

FIRE ALARM Completed Completed Completed Completed Completed Completed Completed Completed Completed
SYSTEM - s-
03-FAS-SYS-
010,
CONTROUEAS
VROOM

FIRE ALARM Completed Completed Completed Completed Completed Completed Completed Completed Completed
SYSTEM - s-
03-FAS-SYS-
020, MONITOR
ROOM

FIRE ALARM Completed Completed Completed Completed Completed Completed Completed Completed Completed
SYSTEM - C-
01-FAS-SYS-
010,
COMPUTER
ROOM

Fire Control Completed Completed Completed Completed Completed Completed Completed Completed Completed
Alarm System -
Simplex

. FIRE Completed . Completed Completed Completed Completed Completed Completed Completed Completed
PROTECTION
SYSTEM - A-
01HIBAY-FPS-
SYS-001

Friday, February 26,19998:17:26 AM NTS - Page 3



Situ Status Report: Nuvada Test Situ

SystamNalll8 SystamD8scrlptkln Systam TYPB Systam SCOPB Priority SOIutIonTyPB ESHFmJon
Fire Protection System Fire protection system
at the RSL

FIRE SUPPRESSION
SYSTEM - A-
01 LOWBAY-FSS-001

FIRE SUPPRESSION
SYSTEM - B-03-FSS
SYS-010,
CONTROUEASY ROOM

GENERATOR, 40 KW
OED (PROPERTY
#76784) -- GEN 001

GENERATOR 100 KW
OED 120/208
(PROPERTY
#76740) -- GEN 001

Friday, February 26, 1999 8: 17:27 AM

•

Non-IT

Non-IT

Non-IT

Non-IT

Non-IT

Facility-specific Business-essential Modify

Facility-specific Business-essential Modify

Facility-specific Business-essential Modify

Facility-specific Business-essential Modify

Facility-specific Business-essential Modify

'.

Facility Systems and Equipment

Emergency Response Systems

Emergency Response Systems

Facility Systems and Equipment

Facility Systems and Equipment

NTS - Page 4

•



• • •
Sito Status Report (ConlJ: Nevada Test Sito

Risk VulnorablDty
ProJact Plan ASS8IBmOnt AS80Ssmont TOlt Plan COntinuoncy Romvatllll Valldatloo Impl8ll18lltatloo End-To-End

Systom StatuI Status Status Status Plan StatuI Status StatuI Status Tostlng Status

Fire Protection Completed Completed Completed Completed Completed Completed Completed Completed Completed
System at the
RSL

FIRE Completed Completed Completed Completed Completed Completed Completed Completed Completed
SUPPRESSION
SYSTEM - A-

01 LOWBAY-
FSS-001

FIRE Completed Completed Completed Completed Completed ·Completed Completed Completed Completed
SUPPRESSION
SYSTEM - B-

03-FSS-SYS-
010,
CONTROUEAS
YROOM

GENERATOR, Completed Completed Completed Completed Completed Completed Completed Completed Completed
40 KWDED
(PROPERTY
#76784) --
GEN 001

GENERATOR Completed Completed Completed Completed Completed Completed Completed Completed Completed
100 KWDED
120/208
(PROPERTY
#76740) --
GEN 001

Friday, February 26,19998:17:27 AM NTS - Page 4



Sito Status Report: Nevada Tost Sito

SystBmNaDIJ SystBmll8scl1pUoil SystBm TYPH SystBm SCoPl PrIorItY SOIutIonTypo ESHFunctIon
GENERATOR 110 KW
OED (PROPERTY
#78988) -- GEN 002

GENERATOR 15 KW
120/208 V (PROPERTY
#76337).: GEN 001

GENERATOR 200 KW
400 AMP (PROPERTY
#78085) -- GEN 004

GENERATOR 275 KW
(PROPERTY
#76921) -- GEN 001

Friday, February 26,19998:17:27 AM

•

Non-IT

Non-IT

Non-IT

Non-IT

Facility-specific Business-essential Modify

Facility-specific Business-essential Modify

Facility-specific Business-essential Modify

Facility-specific Business-essential Modify

•

Facility Systems and Equipment

Facility Systems and Equipment

Facility Systems and Equipment

Facility Systems and Equipment

NTS· Page 5

.---.



• • •
SitH Status Report [Cont.J: Nevada Test SitH

Risk Vulnorablllty
ProjBct Plan AS8BSSIII8IIt AS88SSmont Tost Plan COntlnU8DCY RBlllvatlon Validation Impl8111811t8t1on fJId-To-End

System Status Status Status Status Plan Status Status Statui Status TBltlng Statui
-
GENERATOR Completed Completed Completed Completed Completed Completed Completed Completed Completed
110 KW OED
(PROPERTY
#78988) --
GEN 002

GENERATOR Completed Completed Completed Completed Completed Completed Completed Completed Completed
15 KW 120/208
V(PROPERTY
#76337) --
GEN 001

GENERATOR Completed Completed Completed Completed Completed Completed Completed Completed Completed
200 KW400
AMP
(PROPERTY
#78085) --
GEN 004

GENERATOR Completed Completed Completed Completed Completed Completed Completed Completed Completed
275KW
(PROPERTY
#76921) --
GEN 001

Friday, February 26, 19998:17:27 AM NTS - Page 5



Site Status Report: Nevada Test Site

SystomNama SystBmD8scr1pUOll Systom Typu Systom bpB Prhrlty SOIutIonTYPB ESHFunctlon
GENERATOR 30 KW
277/480 V 3 PH
(PROPERTY
#76948) -- GEN 001

GENERATOR 350 KW
OED (PROPERTY
#76964) -- GEN 003

GENERATOR 40 KW
OED (PROPERTY
#76728) -- GEN 001

GENERATOR 40 KW
OED (PROPERTY
#76785) -- GEN 002

GENERATOR 40 KW
OED (PROPERTY
#76786) -. GEN 003

Non-IT

Non-IT

Non-IT

Non-IT

Non-IT

Facility-specific Business-essential Modify

Facility-specific Business-essential Modify

Facility-specific Business-essential Modify

Facility-specific Business-essential Modify

Facility-specific Business-essential Re-engineer

Facility Systems and Equipment

Facility Systems and Equipment

Facility Systems and Equipment

Facility Systems and Equipment

Facility Systems and Equipment

Friday, February 26,19998:17:27 AM

• •
NTS - Page6

'.



• • •
Sito Status Report [ContI Novada Test Site

Risk VulnorabDIty
ProjBCt Plan AsS8SSlllont ASS88smont Tost Plan Contlnuoncy R8IIIvaUoo Validation Impl8ll1Blltatloo End-To-End

Systom Status Status Status Status Plan Status Status Status Status Tutlng Status

GENERATOR Completed Completed Completed Completed Completed Completed Completed Completed Completed
30 KW 277/480
V3PH
(PROPERTY
#76948) --
GEN 001

GENERATOR Completed Completed Completed Completed Completed Completed Completed Completed Completed
350 KWDED
(PROPERTY
#76964) --
GEN 003

GENERATOR Completed Completed Completed Completed Completed Completed Completed Completed Completed
40 KWDED
(PROPERTY
#76728) --
GEN 001

GENERATOR Completed Completed Completed Completed Completed Completed Completed Completed Completed
40 KWDED
(PROPERTY
#76785) --
GEN 002

GENERATOR Completed Completed Completed Completed Completed Completed Completed Completed Completed
40KWDED
(PROPERTY
#76786) --
GEN 003

Friday, February 26,19998:17:27 AM NTS - Page 6



Sito Status Roport: Novada lost Sito

Syst8mNaDII SystBmD8scr1ptlon Syst8m TYIIII System Soopo Prkrlty SOIUUOnTYPB ESHFuootIon
GENERATOR 60 KW
DED(PROPERTY
#78711) -- GEN 005

GENERATOR 60 KW
DED(PROPERTY
#78712) -- GEN 002

GENERATOR SET 100
KW (PROPERTY
#78076) - GEN 001

GENERATOR SET 100
KW DED (PROPERTY
#78787) -- GEN 001

Friday, February 26,19998:17:27 AM

•

Non-IT·

Non-IT

Non-IT

Non-IT

.Facility-specific Business-essential Modify

Facility-specific Business-essential Modify

Facility-specific Business-essential Modify

Facility-specific Business-essential Modify

.0

Facility Systems and Equipment

Facility Systems and Equipment

. Facility Systems and Equipment

Facility Systems and Equipment

NTS - Page 7

•



• • •
SitH Status Report [Cont} Nevada Test SitH

Risk Vulnorability
ProJBCt Plan ASSBSsnt8IIt ASS88SD18Dt lust Plan COntlng8llCY R8IIOvatlon Validation Implum8ntaUDn End-Io-End

SySt8m Status Status Status Status Plan Status Status Status Status lusting Status
-
GENERATOR Completed Completed Completed Completed Completed Completed Completed Completed Completed
60 KWDED
(PROPERTY
#78711) --
GEN 005

GENERATOR Completed Completed Completed Completed Completed Completed Completed Completed Completed . ;;
60 KWDED
(PROPERTY
#78712) --
GEN 002

GENERATOR Completed Completed Completed Completed Completed Completed Completed Completed Completed
SET 100 KW
(PROPERTY
#78076) --
GEN 001

GENERATOR Completed Completed Completed Completed Completed Completed Completed Completed Completed
.:.~-;"~

SET 100 KW
OED
(PROPERTY
#78787) --
GEN 001

Friday, February 26, 19998:17:27 AM NTS - Page 7



Sito Status Report: Novada Test Sito

SystBmNaDII SystBmDoscrlptlon Systsm Typo SystBm Scopo Priority SOIutIonTypo ESHFuootIon
GENERATOR SET 20
KW DED (PROPERTY
#78466) -- GEN 001

GENERATOR SET, 100
KW (PROPERTY
#76772) -- GEN 001

GENERATOR SET, 300
KW (PROPERTY
#76710) -- GEN 001

GENERATOR SET, 380
KW (PROPERTY
#78926) -- GEN 002

Friday, February 26.19998:17:27 AM

•

Non-IT

Non-IT

Non-IT

Non-IT

Facility-specific Business-essential Modify

Facility-specific Business-essential Modify

Facility-specific Business-essential Modify

Facility-specific Business-essential Modify

•

Facility Systems and Equipment

Facility Systems and Equipment

Facility Systems and Equipment

Facility Systems and Equipment

NTS - Page 8

'•



• • •
Site Status Report [Contl Nevada Test Site

Risk Vulnorability
Projoct Plan Assossmont AS888smBnt TBst Plan ContinuBIICY RenovaUOII ValldaUOn ImplBnmntatlon End-To-Ind

SystBm Status Status Status Status Plan Status Status Status Status TBstlng Status

GENERATOR Completed Completed Completed Completed Completed ·Completed Completed Completed Completed
SET 20 KW
DED
(PROPERTY
#78466) --
GEN 001

GENERATOR Completed Completed Completed Completed Completed Completed Completed Completed Completed
SET,100 KW
(PROPERTY
#76772) --
GEN 001

GENERATOR Completed Completed Completed Completed Completed Completed Completed Completed Completed
SET, 300 KW
(PROPERTY
#76710) --
GEN 001

GENERATOR Completed Completed Completed Completed Completed Completed Completed Completed Completed
SET, 380 KW
(PROPERTY
#78926) --
GEN 002

Friday, February 26, 19998:17:27 AM NTS - Page 8



SitH Status Report: NHvada Test SitH.

SystBmNama SystBmD8scrlpUoo SystBm Typo Systonl SOOpa PrIority SoIutlonTypo ESHFunctIon
GENERATOR, 20 KW
GEN SET (PROPERTY
#535085) - GEN 001

GENERATOR, 225 KW
(PROPERTY
#187749) -- GEN 001

GENERATOR,500KW
(PROPERTY #76360)
GEN 001

GENERATOR, 500KW
(PROPERTY #76361)
GEN 001

GENERATOR, DIESEL
- A01MAIN-DG*·001

Friday, February 26, 19998:17:27 AM

-

Non-IT

Non-IT

Non-IT

Non-IT

Non-IT

Facility-specific Business-essential Modify

Facility-specific Business-essential Modify

Facility-specific Business-essential Modify

Facility-specific Business-essential Modify

Facility-specific Business-essential No Impact

•

Facility Systems and Equipment

Facility Systems and Equipment

Facility Systems and Equipment

Facility Systems and Equipment

Facility Systems and Equipment

NTS - Page 9

•••..



• • •
Site Status Report [COnt.J: Nevada Test Site

Risk VulnarabUIty
,.,.tPIan ASSBSSIIIIIIIt AssossmBnt Tat Plan CODtlnuBllCY RBlllvaUDn Validation bnplBIDBlltatlon End-lo-End

SystBm Status Status Status Status Plan Status Status Status Status luting Statui

GENERATOR, Completed Completed Completed Completed Completed Completed Completed Completed Completed
20 KWGEN
SET
(PROPERTY
#535085) --
GEN 001

GENERATOR, Completed Completed Completed Completed Completed Completed Completed Completed Completed
225KW
(PROPERTY
#187749) --
GEN 001

GENERATOR, Completed Completed Completed Completed Completed Completed Completed Completed . Completed
500KW
(PROPERTY
#76360) - GEN
001

GENERATOR, Completed Completed Completed Completed Completed Completed Completed Completed Completed
500KW
(PROPERTY
#76361) - GEN
001

GENERATOR, Completed Completed Completed Completed Completed Completed Completed Completed Completed
DIESEL -
A01 MAIN-DG*-
001

Friday, February 26,19998:17:27 AM NTS - Page 9



Site Status Report: Nevada Test Site

SYstBmNallll SystmnDoscrlptlon SystBm TypO SYs. Soops PrlII'Ity SOIUtIonTyPB ESllFunctlon
GENERATOR, DIESEL
- A05-DG*-001

GENERATOR, DIESEL
- A05-DG*-002

GENERATOR, Misc.
Generators not tied to
Property numbers.

Non-IT

Non-IT

Non-IT

Facility-specific Business-essential No Impact

Facility-specific Business-essential No Impact

Facility-specific Business-essential Modify

Facility Systems and Equipment

Facility Systems and Equipment

Facility Systems and Equipment

InstaWare Letter went out 9/17/98 requesting IT
status on compliance.

Site-wide Business-essential Modify Unknown

LAO Fire Alarm System Non-IT Facility-specific Business-essential Modify Facility Systems and Equipment

LifePaks 9 (NTS Clinic 
3 &NLV Clinic - 1)

Non-IT Site-wide Business-essential Modify Health and Dosimetry Records

LLNL Lightning
Detection System

Provides local display and IT
recording of atmospheric
electrostatic conditions of the area
used. Will test in FY98.

Facility-specific Business-essential' Modify Process Control and/or Protection
Systems

Friday, February 26,19998:17:27 AM

• •
NTS - Page 10

•



• • •
Sito Status Report [Contl: Nevada Tost Sito

Risk Vulnorability
. ProJBct Plan Assossmunt Ass88smunt T88t Plan Contlnuuncy Rnvatlon Validation ImplBnt8I1tatlon End-Tt-End

SystBm Status Status Status Status Plan Status Status Status Status luthiU Status

GENERATOR, Completed Completed Completed Completed Completed Completed Completed Completed Completed
DIESEL - AOS-
DG·-001

GENERATOR, Completed Completed Completed Completed Completed Completed Completed Completed Completed
DIESEL - AOS-
DG·-002

GENERATOR, Completed Completed Completed Completed Completed Completed Completed Completed Completed
Misc.
Generators not
tied to Property
numbers.

InstaWare Completed Completed Completed Completed Completed Completed .' Completed Completed Completed

LAO Fire Alarm Completed Completed Completed Completed Completed Completed Completed Completed Completed
System

LifePaks 9 Completed Completed Completed Completed Completed Completed Completed Completed Completed
(NTS Clinic - 3
& NLV Clinic - 1)

LLNL Lightning Completed Completed Completed Completed Completed Completed Completed Completed Completed
Detection
System

Friday, February 26,19998:17:27 AM NTS - Page 10



Site Status Report: Nevada Test Site

SystBmNaD18 Syst8mDoscrlptDI SystBmTyPB Syst8m SOOpa Priority· ~utIonTyP8 ESHFIIOOUDn
Model CP35 Control Unit Fire System or Alarm System. PN Non-IT Site-wide Business-essential Terminate Facility Systems and Equipment

=2279743. Building 1792.
Building scheduled to be leveled
after occupancy of new bUilding.

Physio Control Life-Pak Embedded computer system Non-IT Site-wide Business-essential Modify Health and Dosimetry Records
Model 9P and 10 within EKG process.

Power Systems - Switch Non-IT Site-wide Business-essential Modify Facility Systems and Equipment

Spirometry (NTS Clinic - Used to check lung capacity. Non-IT Site-wide Business-essential Modify Health and Dosimetry Records
2 & NLV Clinic - 2) Version number Windows version

1.01 per e-mail from Gordon.

STU III1SECTEL 500 Secure Telephone. Property Non-IT Site-wide Business-essential Modify Unknown
Number field is Serial Number.
5810-01-3248755

TLD-Dtrak IT Site-wide Business-essential Modify Health and Dosimetry Records

Universal Alarm Control Alarm System. Building 1794, Non-IT Site-wide Business-essential Terminate Process Control and/or Protection
Hanger. System will still be in Systems
place after new bUilding is
occupied.

Friday, February 26,19998:17:28 AM

• •
NTS - Page 11
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•
Site Status Report [ConlJ: Nevada Test Site

Risk Vulnerability
ProjBCt Plan ASS8Ssmant· ASS8Ssment

SystBm Status Status Status
Test Plan
Status

•
Contingency
Plan Status

R8IIJvatllll
Status

Valldatkln
Status

'..•
ImpllUlUllltatlon End-To-End
Status TBltlng Stabls

Model CP35
Control Unit

Completed Completed Completed Completed Completed Completed Completed Completed Completed

Physio Control Completed Completed Completed Completed Completed Completed Completed Completed Completed
Life-Pak Model
9P and 10

Power Completed Completed Completed Completed Completed Completed Completed Completed Completed
Systems -
Switch

Spirometry Completed Completed Completed Completed Completed Completed Completed Completed Completed
(NTS Clinic - 2
& NLV Clinic - 2)

STU Completed Completed Completed Completed Completed Completed Completed Completed Completed
III1SECTEL 500

.,

TLD-Dtrak Completed Completed Completed Completed Completed Completed Completed Completed Completed

Universal Alarm Completed Completed Completed Completed Completed Completed Completed Completed Completed
Control

Friday, February 26,19998:17:28 AM NTS - Page 11



Sito Status Report: Nevada Test SUo

Syst8mNama SysumDoscrlptioo SystBm TYPB Syst8m SCOpo Priority SoIutlooTYPII . ESIIFUnctIon
UPS/Backup Battery Battery backup system Non-IT Site-wide Business-essential Modify Facility Systems and Equipment

Friday, February 26,19998:17:28 AM

• '•
NTS - Page 12

•



•
Site Status Report [Cont.J: Nevada Test Sito

Risk Vulll8rablllty
Project Plan AS88Ssmant Ass8ssmont

Systam Status Status Status
IntPlan
Status

.'
CoDtlngoncy
Plan Status

R8IIIvatlon
Status

Validation
Status

•
ImpIBnBltatDI End-Io-End
Status 188Uno StabJ8

UPS/Backup Completed
Battery

Completed Completed Completed Completed Completed Completed Completed Completed

Friday, February 26,19998:17:28 AM NTS - Page 12



Oak Ridge National Laboratory

Mission: Leading-edge non-weapons research and development, including basic and applied
research and development in suppon of DOE programs in nuclear fusion and fission,
energy conservation, fossil fuels, and other energy technologies, as well as
performing research in selected areas of the physical, life, and environmental
sciences.

# Workers: 40 Federal (Oak Ridge Operations Office) and 4,300 contractor personnel

# Key Facilities: 18

cso: DOE Office of Science (SC)

FY99 Budget: $540 million

Y2K Status # Systems
Implementation completed now 5
Implementation scheduled for completion by 0
March 31, 1999
Implementation scheduled for completion after 0
March 31, 1999, but before December 31, 1999
Responded Not Applicable 0
No Response Provided 0
Total 5

S}stcm T~'pe # S~'stcms

IT 1
Non-IT 4
No Data 0

Total 5

Selccted ES&II Functions # S~'stcms

Process Control and/or Protection Systems 0
Maintenance Tracking 0
Traffic Management Systems 0
Radiation Monitoring Systems 3
Materials Inventory Systems 1
Emergency Response Systems 0
Environmental Monitoring Systems 0
Facility Systems and Equipment I
Hazards Analysis & Control 0
Health & Dosimetry Records 0
Insufficient Information to Classify 0
Total 5



Sito Status Report: Oak Ridgo National Laboratory

Sys_Ns... SystBmD8scrlptlon System Typg Sys_ Soopa Prklrlty SOIUUOnTypa ESHFlIICtIon
Liquid Scintillator

NMCA

The Liquid Scintillator is used in Non-IT
radiobioassay for the
determination of dose. It is used
primarjly for routine
measurements of dose for rad
workers. It is also used to
determine dose during upset
conditions. It is a stand-alone
system with no external
interfaces. It is not credited as
part of the authorization basis for
any nuclear facility.

NMCA - Nuclear Material Control IT
and Accountability system: The
NMCA system maintains the
inventory of nuclear materials at
ORNL. It is an interactive, menu
driven, transaction-process
application. Data are organized
into transaction, inventory,
administrative date, business
months, and access control files.

.This system is not credited as part
of the authori~ation basis of any
Laboratory nuclear facility.

Site-wide

Site-wide

Site-essential Re-engineer

Mission-essential. Re-engineer

Radiation Monitoring Systems

Materials Inventory Systems

Friday, February 26,19998:17:28 AM
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SitH Status Report [ContJ: Oak Ridgo National Laboratory

Risk Vulnorabmty
ProJoct Plan AS88SSll18llt AS88Ssl118nt TBSt Plan

SystBm Status Status Status Status

•
Contlngoncy
Plan Status

R8IIOvatllll
Status

Valldatllll
Status

•
ImpllIIIIBIItatlon End-To-End
Status TostInU Status

liqUid
Scintillator

NMCA

Completed

Completed

Completed

Completed

Completed

Completed

Completed

Completed

Completed

Completed

Completed

Completed

Completed·

Completed

Completed

Completed

Not Applicable

Completed

Friday, February 26,19998:17:28 AM ORNL - Page 1



Site Status Report: Oak Ridge National Laboratory

lystBmNallll lystBmD8BcrlPtllII lystBm TJIII lystBm loopa PrIorItY SOOItIOnTypa ESHFmmtIon
PAS

Proportional Counter

PAS - Plant Alarm System: .An Non-IT
intrusion detection security alarm
system that monitors motion, door,
and window alarms for Oak Ridge
National Laboratory buildings.
The system receives alarm
conditions, displays the alarm to
security operators for
acknowledgement and action.
Logs alarm conditions,
acknowledgements, and actions
taken. This system is not credited
as part of the authorization basis
of any Laboratory nuclear facility.

The Proportional Counter is used Non-IT
in radiobioassay for the
determination of dose. It is used
primarily for routine
measurements for rad workers. It
is also used to determine dose
during upset conditions. It is a
stand-alone system with no
external interfaces. It is not
credited as part of the
authorization basis of any nuclear
facility.

Site-wide

Site-wide

Mission-essential Re-engineer

Site-essential . Re-engineer

Facility Systems and Equipment

Radiation Monitoring Systems

Friday, February 26, 19998:17:28 AM
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Site Status Report [Cont.1 Oak Ridge National Laboratory

Risk Vulnorability
Projoot Plan AS88S8mont Ass8Ssmont TostPlan Contlngonoy ROlllvatDI Validation ImpimnontatJon End-To-End

Systom Status Status Status Status Plan Status Status Status Status TosUng Statui
-

PAS Completed CO!11pleted Completed Completed Completed Completed Completed Completed Completed

=-~~

Proportional
Counter

Completed Completed Completed Completed Completed Completed Completed Completed Not Applicable

Friday, February 26,19998:17:28 AM ORNL - Page 2



Situ Status Report: Oak Ridgu National Laboratory

Syst8mNama SysblnD~p~n Sysbln Type Sysbln Scope Prtortty S~utIonTYP8 ESRFunctIon
Whole Body Counter The Whole Body Counter is used Non-IT

in radiobioassay for the
determination of dose. It is used
primarily for routine
measurements of dose for rad
workers. It is also used to
determine dose during upset
conditions. It is a stand-alone
system with no external
interfaces. It is not credited as
part of the authorization basis of .

. any nuclear facility.

Friday, February 26, 19998:17:28 AM
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Site-wide

•

Site-essential Re-engineer Radiation Monitoring Systems
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Mission:

Oak Ridge Y-12 Plant

Dismantling nuclear weapons; manufacturing weapon components for defense
capability; warehousing special nuclear material, including storage of designated
material under International Atomic Energy Agency safeguards; maintaining nuclear
weapons production process technology; stockpile maintenance and evaluation;
nonproliferation and arms control; environmental restoration; and waste management

•

# Workers: 30 Federal (Y-12 Site Office) and 5,800 total contractor and subcontractor personnel

# Key Facilities: 12

cso: DOE Office of the Assistant Secretary for Defense Programs (DP)

FY99 Budget: $416 million

Y2K Status # Systems
Implementation completed now 1
Implementation scheduled for completion by

8
March 31,1999
Implementation scheduled for completion after

2
March 31, 1999, but before December 31, 1999
Responded Not Applicable 18
No Response Provided 0
Total 29

S~'stemType # S~'slems

IT 0
Non-IT 29
No Data 0
Total 29

Selected ES&II Functions # S}'stems
Process Control and/or Protection Systems 0
Maintenance Tracking 0
Traffic Management Systems I
Radiation Monitoring Systems 7
Materials Inventory Systems 0
Emergency Response Systems 3
Environmental Monitoring Systems, 7
Facility Systems and EQuipment 9
Hazards Analysis & Control 0
Health & Dosimetry Records I
Insufficient Information to Classify I
Total 29



Situ Status Ruport: Oak Ridgu Y-12 Plant

Syst8mNaDII Syst8mD8scrlptlon SystBmTyPB SystBm Soopa Priority SOIubTypa ESHFuncUon

AEC Air Emission Control (AEC) Non-IT Facility-specific Non-essential Other Environmental Monitoring Systems
System - PLC controls for the AEC
exhaust fans.

Alarm BEO Lab mopwater tank alarm - Non-IT Facility-specific Non-essential No Impact Radiation Monitoring Systems
Tank receives all waste water
generated in the BEO lab. There is
a float with a mecury switch that
will alarm when waste water
reaches certain level, Alarm
activates at our Plant Shift
Superintendents (PSS) ofice. The
alarm does not have a processor.

CAM Continuous Air Monitors (CAM) for Non-IT Site-wide Site-essential COTS Environmental Monitoring Systems
monitoring airborne radioacitivity
levels.

Counters Four Tennellec counters and Non-IT Site-wide Non-essential No Impact Environmental Monitoring Systems
software used to count RADCON
smear and air samples.

DAM Data Acquistion Module - for break Non-IT Facility-specific Non-essential Other Environmental Monitoring Systems
through (stack) monitors

Friday, February 26,19998:17:32 AM
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Situ Status Report [ContI Oak Ridgu Y-12 Plant

Risk Vulillrabillty
Projoct Plan ASS88smuDt Assasmoot TBlt Plan CoDtlnglllCY ROlllvatllll ValidaUDn ImplBllUllltab End-To-End

Systoll1 Status Status Status Status Plan Status Status Status Status Tatlng Status

AEC Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Estimated Estimated Estimated
Completion Completion Completion
Date: 3/15/99 Date: 3/15/99 Date: 3/15/99

Alarm Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable

CAM Not Applicable Not Applicable Not Applicable Estimated Not Applicable Not Applicable Estimated Estimated Estimated
Completion Completion Completion Completion
Date: 3/1/99 Date: 3/15/99 Date: 3/15/99 Date: 3/15/99

Counters Not Applicable Not Applicable Not Applicable Estimated Not Applicable Not Applicable Estimated Not Applicable Estimated
Completion Completion Completion
Date: 2/28/99 Date: 3/31/99 Date: 3/31/99

DAM Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Estimated Estimated Estimated
Completion Completion Completion
Date: 3/15/99 Date: 3/15/99 Date: 3/15/99

Friday, February 26,19998:17:32 AM Y-12 - Page 1



Sito Status Report: Oak Ridge Y-12 Plant

SystBmNalll8 SystomD8scrlptioo SystomTypO Syst8m Scops PrIorItY SOIutIonTypa ESRFuooDm
DRSAXP Occupational Health System - Non-IT Site-wide Site-essential No Impact Health and Dosimetry Records

Recordkeeping system for Privacy
Act information used by LMES
RADCON to support Dosimetry
and Records Department.

ENS Provides voice announcing for Non-IT Site-wide Site-essential Modify Emergency Response Systems
emergency communications,
Supervisory Control and Data
Acquisition (SCADA) for standby
power generators and Criticality
Accident Alarm System.

EST EST Fire Detection and Alarm Non-IT Site-wide Mission-essential Other Facility Systems and Equipment
System - Plant-wide fire alarm
system

HFSS Hydrogen Fluoride (HF) Supply Non-IT Facility-specific Non-essential Other Facility·Systems and Equipment
System - process control system
for the HF Supply System.

Hood Walk up Laboratory hoods used Non-IT Facility-specific Non-essential No Impact Environmental Monitoring Systems .
for mixing operations for
hazardous materials. Air flow
alarm/meter. are attached and
have date information.

Friday, February 26, 19998:17:32 AM
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Site Status Report [Cootl: Oak Ridge Y-12 Plant

Risk Vuln8rablllty
ProJBCt Plan AS88SSmont AS88ssmont

System Status Status Status
lost Plan
Status

•
CoDtlngoncy
Plan Status

R8IIIvatlon
Status

Validation
Status

•
IIIQIIomontatIon .End-lo-End
Status luting Status

DRSAXP Not Applicable Not Applicable Not Applicable Estimated
Completion
Date: 3/15/99

Not Applicable Not Applicable Not Applicable Not Applicable Estimated
Completion
Date: 3/15/99

ENS Completed Completed Completed Completed Not Applicable Estimated
Completion
Date: 3/12/99

Estimated
Completion
Date: 3/12/99

Estimated
Completion
Date: 3/15/99

Estimated
Completion
Date: 3/15/99

EST Not Applicable Not Applicable Not Applicable Estimated Estimated Not Applicable Not Applicable Not Applicable Not Applicable
Completion Completion
Date: 4/30/99 Date: 4/30/99

HFSS Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Estimated Estimated Estimated
Completion Completion Completion
Date: 3/15/99 Date: 3/15/99 Date: 3/15/99

Hood Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable

. Friday, February 26,19998:17:32 AM Y-12 - Page 2



Sito Status Report: Oak Ridgo Y-12 Plant

SystBmNaD18 Syst8rnlJBscrlption SystomTp System Scope PrIorItY SoIutIonTp ESRFunctDI
NONE Air/Health Physics (HP) Sampling Non-IT Facility-specific Non-essential Other Environmental Monitoring Systems

System - programmable logic
controller (PLC) for Vaccum
pumps for building 9206 air
sampling heads.

None System controls the air handlers Non-IT Facility-specific Non-essential Modify Facility Systems and Equipment
and exhaust fans in building 9995.

None Connected to the Y-12 Plant Non-IT Site-wide Site-essential No Impact Facility Systems and Equipment
electrical distribution system.

None BCS PCM-1B , Boundary Control Non-IT Site-wide Site-essential Modify Radiation Monitoring Systems
Station Whole Body Monitor-
System used to determine
personnel contamination levels.

None BCS PCM-2, Boundary Control' Non-IT Site-wide Site-essential COTS Radiation Monitoring Systems
Station Whole Body Monitor-
System used to determine
personnel contamination levels..

Friday, February 26,19998:17:32 AM
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Sito Status Report [ConlJ: Oak Ridgo Y-12 Plant

Risk Vulnorabillty
ProJact Plan AssossmBDt AS888smBllt

Systom Status Status Status
TBSt Plan
Status

•
COntlnllBllCY
Plan Status

RBlllvaUDn
Status

Validation
Status

•
Impl8lll8lltatDI End-To-End
Status TuDqStatus

NONE Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Estimated
Completion
Date: 3/15/99

Estimated
Completion
Date: 3/15/99

Estimated
Completion
Date: 3/15/99

None Not Applicable Not Applicable Not Applicable Not Applicable Estimated Estimated Estimated Estimated Estimated
Completion Completion Completion Completion Completion
Date: 3/1/99 Date: 3/1/99 Date: 3/15/99 Date: 3/15/99 Date: 3/15/99

None Estimated Estimated Estimated Not Applicable Estimated Not Applicable Not Applicable Not Applicable Estimated
Completion Completion Completion Completion Completion
Date: 2/28/99 Date: 2/28/99 Date: 2/28/99 Date: 2/28/99 Date: 3/15/99

None Not Applicable Not Applicable Not Applicable Estimated Not Applicable Not Applicable Not Applicable Not Applicable Estimated
Completion Completion
Date: 3/15/99 Date: 3/15/99

-"

None Not Applicable Not Applicable Not Applicable Estimated Not Applicable Not Applicable Not Applicable Not Applicable Estimated
Completion Completion
Date: 3/15/99 Date: 3/15/99

Friday, February 26, 19998:17:32 AM Y-12- Page 3



Sito Status Report: Oak Ridge Y-12 Plant

IYltmnNaDII ~ SyBtBmTypa IYltBm Soopo PrIIrItY SoIutIonTYPII UHF'"
None The Gamewell Fire Alarm System Non-IT Site-wide Mission-essential No Impact Facility Systems and Equipment

is a digital decoder function that
converts a coded telegraphic
signal fmm a Gamewell Master
Alarm Box to a numeric 10 number
which is displayed on a digital
panel, and records box numbers
with time/date on a printed tape.

None Harshaw is a TlO Reader with a Non-IT Site-wide Site-essential No Impact Radiation Monitoring Systems
on-board PDP-11 computer and
NET-REMS PC software. It is Y2K
compliant.

none .Electronic dosimeter software has Non-IT Site-wide Site-essential No Impact Radiation Monitoring Systems
a

None Blassay Data Management System Non-IT Site-wide Site-essential No Impact Unknown

None

PSAP

System Used to issue track, store, Non-IT
and report air sample Information.

Enhanced 911 monitoring system. Non-IT

Site-wide

Site-wide

Site-essential

Site-essential

No Impact

Modify

.Environmental Monitoring Systems

Emergency Response Systems

Friday, February 26, 19999:29:48 AM
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Site Status Report [Conll: Oak RidgB Y-12 Plant

Risk Vulnurabnlty
ProJlICt Plan AS8888111811t AS888SlD8Dt lut Plan CODtInIlBllCY R8I1Ovatlon Validation Impl8m8ntatlon End-Io-Ind

Syst8ll'l Status Status Status Status Plan Status Status Status Status laUDa Stahls

None Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable

None Not Applicable Not Applicable Not Applicable Estimated
Completion
Date: 3/15/99

Not Applicable Not Applicable Not Applicable Not Applicable Estimated
Completion
Date: 3/15/99 :' ,->

none Not Applicable Not Applicable Not Applicable Estimated Not Applicable Not Applicable Not Applicable Not Applicable Estimated
Completion Completion
Date: 3/15/99 Date: 3/15/99

None Not Applicable Not Applicable Not Applicable Estimated Not Applicable Not Applicable Not Applicable Not Applicable Estimated
Completion Completion
Date: 3/15/99 Date: 3/15/99

None Not Applicable Not Applicable Not Applicable Estimated Not Applicable Not Applicable Not Applicable Not Applicable Estimated
Completion Completion
Date: 3/15/99 Date: 3/15/99

PSAP Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Estimated Estimated Estimated Estimated
Completion Completion Completion Completion
Date: 2/26/99 Date: 2/26/99 Date: 3/15/99 Date: 3/15/99

Friday, February 26, 19998:47:21 AM Y-12 - Page 4



Situ Status Report: Oak Ridge Y-12 Plant

SystBmNallll SystBmDoscrIptJon SystBmTypa SystBm Scops PrIority SolutionTypa .ESBFunctlon

pws Pc~controlled system to monitor Non-IT Site-wide Mission-essential Modify . Emergency Response Systems
and control Public Warning
System (PWS) sirens located
across the Oak Ridge
Reservation.

RAXIS Manage and track inventory and Non-IT Site-wide Site-essential No Impact Radiation Monitoring Systems
test requirements for radiation
sources and radiation generating
devices.

SCADA Monitoring and control of Non-IT Site-wide Site-essential No Impact Facility Systems and Equipment
components of the Y-12 Plant
electrical distribution system.

Stack Monitor Continuous stack samplers - Non-IT Facility-specific Non-essential No Impact Radiation Monitoring Systems
Monitors for radiation area
exhaust system for the 9202
facility. Stacks 104-107 do not
have any components that would
br affected by Y2K problems.

TLCS Traffic Light Controller System Non-IT Site-wide Site-essential No Impact Traffic Management Systems

Friday, February 26, 19998:17:32 AM

• •
Y-12 - Page 5

•-'



•
Situ Status Report (ContI Oak Ridge Y-12 Plant

Risk Vulll8rabDIty
ProjBct Plan Assusmant AS8888l11Ont

Systam Status Status Status
T8St Plan
Status

•
CDntlnUmmy
Plan Status

RlIIIIVation
Status

Validation
Status

- ;-" .

•
Impl8lll8lltatlon End-To-End
Status TBltIng Status

PWS Completed Completed Completed Completed Completed Completed Completed Completed Estimated
Completion
Date: 3/15/99

RAXIS Not Applicable Not Applicable Not Applicable Estimated Not Applicable Not Applicable Not Applicable Not Applicable Estimated
Completion Completion
Date: 3/15/99 Date: 3/15/99

-."

SCADA Estimated Estimated Estimated Not Applicable Estimated Not Applicable Not Applicable Not Applicable Estimated
Completion Completion Completion Completion Completion
Date: 2/28/99 Date: 2/28/99 Date: 2/28/99 Date: 2/28/99 Date: 3/15/99

Stack Monitor Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable

..

TLCS Estimated
Completion
Date: 6/1199

Estimated '
Completion
Date: 6/1199

Estimated
Completion
Date: 6/1/99

Estimated
Completion
Date: 6/1/99

Estimated
Completion
Date: 6/1199

Estimated
Completion
Date: 6/30/99

Estimated
Completion
Date: 6/30/99

Estimated
Completion
Date: 6/30/99

Estimated
Completion
Date: 6/30/99

Friday, February 26,19998:17:32 AM Y-12 - Page 5



Sita Status Report: Oak Ridga Y-12 Plant

SystBmNaRIB SystBmll8scrlptDI SystomTypa Systom SCOpe Prtortty SoIutIonTypa ESRFunctIon
UMS Controls and monitors the Non-IT Site-wide Site-essential Modify Facility Systems and Equipment

operation of heating, ventilation,
and air conditioning systems as
well as other utility operating
systems.

Ventilation Allarm Alarm System for Development's Non-IT Facility-specific Non-essential No Impact Facility Systems and Equipment
foundry. The alarm will go off
when there is a loss of required
airflow. The alarm system does
not have a processor, nor does it
keep up with dates. System is
electro-mechanical activated by a
sail switch.

Y-12 Body Count Y-12 In Vivo Body Counter, a VAX- Non-IT Site-wide Site-essential No Impact Facility Systems and Equipment
based system utilizing hardware
and software provided by
Canberra Nuclear.

Friday, February 26,19998:17:33 AM
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•
SitH Status Report [Coot.J: Oak RidgH Y-12 Plant

Risk Vulnorablllty
Projoct Plan ASS88smBllt As88Ssmont

Syst8m Status Status Status
IntPlan
Status

•
COntlnUBIICY
Plan Status

RBfllvaUDn
Status

Validation
Status

•
Implllllllllltatlon End-lo-End
Status TotIng Status

UMS Estimated
Completion
Date: 2/28/99

Not Applicable Not Applicable Estimated
Completion
Date: 3/15/99

Not Applicable Estimated
.Completion
Date: 6/30/99

Estimated
Completion
Date: 7/30/99

Estimated
Completion
Date: 7/30/99

Estimated
Completion
Date: 7/30/99

Ventilation
Allarm

Y-12 Body
Count

Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable

Not Applicable Not Applicable Not Applicable Estimated Not Applicable Not Applicable Not Applicable Not Applicable
Completion
Date: 3/15/99

Not Applicable

Estimated
Completion
Date: 3/15/99

.\
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Pacific Northwest National Laboratory

Mission: Programmatic research in energy, the environment (including remediation
technologies and global environmental change), national security, health, and the
economy

# Workers: 500 Federal (Richland Operations Office; also responsible for Hanford) and 3,500
contractor personnel

# Key Facilities: 6

cso: DOE Office of Science (SC)

FY99 Budget: $422 million

Y2K Status # S~'stcms

Implementation completed now 2
Implementation scheduled for completion by

0
March 31, 1999
Implementation scheduled for completion after

0
March 31, 1999, but before December 31, 1999
Responded Not Applicable 0
No Response Provided 0
Total 2'

S~'stcm Type' # S~'stems

IT 0
Non-IT I
No Data I
Total 2

Selected £5&11 Functions # Systems
Process Control and/or Protection Systems 0
Maintenance TrackinJ1; 0
Traffic ManaJ1;ement Systems 0
Radiation Monitorine: Svstems I
Materials Inventory Svstems 0
EmerJ1;ency Response Svstems 0
Environmental Monitorine: Systems 0
Facility Systems andEQuipment t
Hazards Analysis & Control 0
Health & Dosimetry Records 0
Insufficient Infonnation to Classify 0
Total 2



Sito Status Roport: Paelne Northwest National Laboratory .

SystmnNallll SyStBmD8scrlpthm SystBm TyPII SystBm SCOpa Pltlrtty SldutIonTp ESHfunctbl
F&O - Facility and
Operations (325 Bldg.)

FACILITY AND OPERATIONS Non-IT
(F&O) - Systems used to maintain
heating, ventilation, air
conditioning and other such
operating systems in the facility.

Facility-specific Mission-essential No Impact Facility Systems and Equipment

HEDP- Hanford
External Dosimetry
Program

Friday, February 26,19998:17:30 AM
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Unknown Unknown

'.

Mission-essential Unknown Radiation Monitoring Systems
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• • •
~I_llltatmi End-To-Ind
Status TBltIng Status

VaJldab
Status

RnvaUoo
Status

COntlnuoncy
Plan StatusSystBm

Site Status Report [COntJ: Pacific Northwest National Laboratory
Risk Vulmnbnlty

ProjBct Plan IS88880111t AS88SSOlllt Tut Plan
Status Status Status Status

F&O • Facility Completed
and Operations
(325 Bldg.)

Completed Completed Completed Not Applicable Completed Completed Completed Estimated
Completion
Date: 6/30/99

HEDP· Hanford Unknown
External
Dosimetry
Program

Unknown Unknown Unknown Unknown Completed Completed Completed Unknown

!<;

Friday, February 26, 19998:17:30 AM - PNNL - Page 1



Mission:

Pantex Plant

Stockpile surveillance and maintenance activities including fabrication of chemical
explosives for nuclear weapons; assembly, maintenance, and evaluation of nuclear
weapons; disassembly of retired nuclear weapons, demilitarization and sanitization of
weapon components from dismantlement activities, and other stockpile surveillance
activities.

# Workers: 190 Federal (Amarillo Area Office and Transportation Safeguards Division) and
2,800 total contractor and subcontractor personnel

# Key Facilities: 12

cso: DOE Office of the Assistant Secretary for Defense Programs (DP)

FY99 Budget: $262 million

Y2K Status # Systems
Implementation completed now 6
Implementation scheduled for completion by

6
March 31, 1999
Implementation scheduled for completion after

2
March 31, 1999, but before December 31, 1999
Responded Not Applicable 50
No Response Provided 0
Total 64

System Type #S~'stcms

IT 12
Non-IT 52
No Data 0
Total 64

Selccted ES&H Functions # Systems
Process Control and/or Protection Systems 12
Maintenance Tracking 0
Traffic Management Systems 0
Radiation Monitoring Systems 8
Materials Inventory Systems 1
Emergency Response Systems 5
Environmental Monitoring Systems 4
Facility Systems and Equipment 16
Hazards Analysis & Control 0
Health & Dosimetry Records 2
Insufficient Information to Classify 16
Total 64



Site Status Report: Pantel Plant

SystmnNalll8 Syst8mD8scrlptkm Syst8mTYPB SystBm SCOpe Priority SImtIonTypO ESBt:.uoo
12-44 Cell-8 Robot 12-44 Cell-8 Robot used to Non-IT Facility-specific Business-essential Other. Materials Inventory Systems

inventory remotely.

ADT Centrascan 6000 Fire alarm monitoring system IT Site-wide Mission-essential Other Facility Systems and Equipment

Blast Door Interlock
PLC 1

Blast door interlock, facility system. Non;IT Facility-specific Business-essential Other Facility Systems and Equipment

Blast Door Interlock
PLC 10

Blast Door Interlock
PLC 11

Blast door interlock (PLC 10), a
facility system.

Blast door interlock (PLC11), a
facility system.

Non-IT

Non-IT

Facility-specific Business-essential· Modify

Facility-specific Business-essential Modify

Facility Systems and Equipment

Facility Systems and Equipment

Blast Door Interlock
PLC 12

Blast door interlock, facility system. Non-IT Facility-specific Business-essential No Impact Facility Systems and Equipment

Blast Door Interlock
PLC 9

Carbon Monoxide
Alarms

Blast Door Interlock (PLC 9), a
facility system.

Carbon monoxide monitors in
vehicle maintenance facility.

Non-IT

Non-IT

Facility-specific Business-essential Modify

Facility-specific Business-essential Other

Facility Systems and Equipment

Environmental Monitoring Systems

Friday, February 26,19998:17:28 AM
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• • •
SitB Status Report [ConlJ: PantBI Plant

Risk Vulnorability
ProjII:tPlan ASS8ssmant ASS8ssmant Tut Plan COntlngoncy RBlllvation ValidaUDn ImphnnBntatJoo End-To-Ind

Systom Status Status Status Status Plan Status Status Status Status Tutlng Status

12-44 Cell-8 Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable
Robot

ADT Completed Completed Completed Completed Estimated Completed Completed Completed Estimated
Centrascan Completion Completion
6000 Date: 8/30/99 Date: 9/1/99

. -

Blast Door Not Applicable Not Applicable Not Applicable. Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable
Interlock PLC 1

."'-"

Blast Door Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Completed Completed Completed Not Applicable
Interlock PLC 10

Blast Door Not Applicable Not Applicable Not Applicable . Not Applicable Not Applicable Estimated Estimated Estimated Not Applicable
Interlock PLC 11 Completion Completion Completion

Date: 2/26/99 Date: 2/26/99 Date: 2/26/99

Blast Door Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable
Interlock PLC 12

Blast Door Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Completed Completed Completed Not Applicable
Interlock PLC 9

Carbon Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable
Monoxide
Alarms
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Sito Status Report: Pantol Plant

SYlt8mNama SyltBmDoscrlptbi SYltBJn Typo SYltom SCOpe PrIorItY SOJutIonTypa ESHfunctlon
CO Monitor (Sand Blast) CO monitoring system. Non-IT Facility-specific Business-essential No Impact Environmental Monitoring Systems

Code for Internal
Dosimetry

Computer Tomography

Continuous Air Monitor

Computer algorhythm for IT
calculating internal radiation dose.

Computer tomography used for Non-IT
non-destruction testing.

Continuous air monitoring system. Non-IT

Facility-specific Business-essential Other

Facility-specific Business-essential NO'lmpact

Facility-specific Business-essential Other

Health and Dosimetry Records

Facility Systems and Equipment

Environmental Monitoring Systems

DORMS

Emergency Vehicles

Dosimetry records system track
radiation exposure.

Various emergency vehicles.

IT

Non-IT

Site-wide

Site-wide

Business-essential Modify

Business-essential No Impact

Health and Dosimetry Records

Facility Systems and Equipment

Hot Water High Temp
Alarm Sys

Hot water high temperature alarm Non-IT
system used for monitoring water
temperatures and control.

Facility-specific Business-essential Other Process Control and/or Protection
Systems

Intecom E Phone Switch Intecom E telephone switch to Non-IT
support comunication throughout
the Plant.

Friday, February 26, 19998:17:28 AM
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Site-wide
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Mission-essential Modify Emergency Response Systems
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Site Status Report [ContI Pantex Plant

Risk VullllrabilityPro. Plan ASS888111811t Assossmont T88t Plan CoDtlngoncy ROIIIvatlon Valldathll Impl8Jl18lltatllll End-To-End
Systom Status Status Status Status Plan Status Status Status Status TosUno Status

co Monitor Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable
(Sand Blast)

Code for Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable
Internal
Dosimetry

Computer Not Applicable Not Applicable N.ot Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable
Tomography

Continuous Air Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable
Monitor

DORMS Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Completed Completed Completed Not Applicable
,.::.'

Emergency Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable
Vehicles

Hot Water High Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable
Temp Alarm Sys

Intecom E Completed Completed Completed Not Applicable Not Applicable Completed Completed Completed Estimated
Phone Switch Completion

Date: 911/99
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Sito Status Report: Pantol Plant

SystomNal1ll Systomll8scrlpDm SystBffl IYIIII SYSt8m ScqJB PrIIrIty bItIonIypa ESHFunctbl
Intoxilizer 5000 Measurement device for breath

alcohol level, a monitor.
Non-IT Facility-specific Business-essential Other Facility Systems and Equipment

Life Pak 300 Defibriiation & EKG for emergency Non-IT
response.

Facility-specific Business-essential No Impact Emergency Response Systems

Life Pak 9A

Lifepak
DefibrillatorlMonitor

Defribrilation and EKG for
emergency response.

Medical defribrillator for
emergency response.

Non-IT

Non-IT

Facility-specific Business-essential No Impact

Facility-specific Business-essential Other

Emergency Response Systems

Emergency Response Systems

Lightning Detection
System

Detection system for lightning
strikes.

IT Site-wide Business-essential Modify Process Control and/or Protection
Systems

Linac Radiography

Linac Radsafe

Linac Radsafe #2

Linac radiography used for non- . Non-IT
destruction testing.

Linac radsafe control system. Non-IT

Linac radsafe control system. Non-IT

Facility-specific Business-essential Other

Facility-specific Business-essential No Impact

Facility-specific Business-essential No Impact

Facility Systems and Equipment

Process Control and/or Protection
Systems

Process Control and/or Protection
Systems

Friday, February 26.19998:17:29 AM
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Site Status Report [Conti Pantex Plant

Risk Vulnorability
Pro.toet Plan AS80Ssment AS88ssmBot Tat Plan ContlnUBIICY Rnvatlon ValldaUon ImplBlllllltatlon End-To-End

System Status Status Status Status Plan Status Status Status Status THung Status

Intoxilizer 5000 Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable

Life Pak 300 Not Applicable Not Applicable Not Applicable Not Applicable . Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable

Life Pak 9A Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable

Lifepak . Not Applicable Not Applicable Not Applicable. Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable ,<

Defibrillator/Mon
itor

Lightning Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Estimated Estimated Estimated Not Applicable • ~'.t

Detection Completion Completion Completion
System Date: 6/15/99 Date: 6/15/99 Date: 6/30/99

Linac Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Completed Completed Estimated Not Applicable
Radiography Completion

Date: 3/1/99

Linac Radsafe Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable

Linac Radsafe Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable
#2
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Sito Status Report: Pantol Plant

SystmnNaDII Syst8mD8scrlptlon System TypO Syst8m SCOpe Priority bItIonTyPB ESRFuootlon
Lumidor Micromax Gas Confined space monitor for gases. Non-IT
Monitor

Outside Warning System Outside warning system for public IT
notification of emergency
condition.

Facility-specific Business-essential Other

Facility-specific Business-essential Other

Radiation Monitoring Systems

Emergency Response Systems

Packard LSC Model
2200 (2)

System used for analysis of
radiation sample.

IT Facility-specific Business-essential Modify Radi~tion Monitoring Systems

Radiation Exposure Radiation exposure monitor for Non-IT Facility-specific Business-essential No Impact Radiation Monitoring Systems
System exposure facility

Radsafe System Linac radsafe control system. Non-IT Facility-specific Business-essential No Impact Process Control and/or Protection
Systems

Radsafe System 1 Linac radsafe control sy~tem. Non-IT Facility-specific Business-essential Other Process Control and/or Protection
Systems

Radsafe System 2 Linac radsafe control system. Non-IT Facility-specific Business-essential Other Process Control and/or Protection
Systems

RAMS Radiation alarm monitoring system. IT Site-wide Business-essential . Modify Radiation Monitoring Systems

Friday, February 26, ~999 8:17:29 AM
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Sito Status Report [Cont.J: Pantel Plant

Risk VulnorablDty
ProjllCt Plan AS888smont Assossmont lost Plan Contlnll8OCY ROlllvatlon Validation Implanumtatlon End-Io-End

Systom Status Status Status Status Plan Status Status Status Status lostlng Status

Lumidor Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable
Micromax Gas
Monitor

Outside Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable
Warning System

Packard LSC Not Applicable .Not Applicable Not Applicable Not Applicable Not Applicable Estimated Estimated Estimated Not Applicable
Model 2200 (2) Completion Completion Completion

Date: 5/28/99 Date: 5/28/99 Date: 5/28/99

Radiation Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable
Exposure
System

Radsafe System Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable

Radsafe Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable
System 1

Radsafe Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable
System 2

RAMS Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Estimated Estimated Estimated Not Applicable
Completion Completion Completion
Date: 2/20/99 Date: 2120/99 Date: 2/20/99
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Sitl Status Report: Pantlx Plant

SystBmNama SystBmD8scrlptloo Systum Typa SystBm SOO)I8 Prlortty SoJutIonTypa ESHFuootbII
Real Time Fail Safe

Real Time Fail Safe #2

Real Time Neutron Insp
Sys

RSCG-TLD Data
Capture Software

Linac radsafe control system.

Linac radsafe control system.

Real time neutron inspection
system used for NOT.

Dosimetry data capture and
processing software.

Non-IT

Non-IT

Non-IT

IT

Facility-specific Business-essential No Impact

Facility-specific Business-essential No Impact

Facility-specific Business-essential No Impact

Facility-specific Business-essential Modify

Process Control and/or Protection
Systems

Process Control and/or Protection
Systems

Facility Systems and Equipment

Radiation Monitoring Systems

SPMS Static potential monitoring system. IT Site-wide Business-essential Other Radiation Monitoring Systems

Tennelec LB Coun ters
(32)

TLD Reader

Vacuum Chamber
Controller

Low background counters

Dosimeter reader.

Vacuum chamber controller,
equipment system.

IT

Non-IT

IT

Facility-specific Business-essential Modify

Facility-specific Business-essential No Impact

Facility-specific Business-essential Re-engineer

Radiation Monitoring Systems

Radiation Monitoring Systems

Facility Systems and Equipment

Friday, February 26, 19998:17:29 AM
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Site Status Report [ContJ: Pantex Plant

Risk VulnarablDty
projoct Plan ASS8S8DI8IIt As888Smoot 18St Plan CODtlnll8llcy R.vatJon ValldaUon bnplllllllllltatlDn End-lo-Ind

SystBm Status Status Status Status Plao Status Status Status Status latlng Status

Real Time Fail Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable
Safe

Real Time Fail Not Applicable' Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable
Safe #2

Real Time Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable
Neutron Insp
Sys

RSCG-TLD Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Estimated Estimated Estimated Not Applicable
Data Capture Completion Completion Completion
Software Date: 3/1/99 . Date: 3/15/99 Date: 3/15/99

SPMS Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable ~ot Applicable Not Applicable Not Applicable Not Applicable

Tennelec LB Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Estimated Estimated Estimated Not Applicable
,~

Coun ters (32) Completion Completion Completion
Date: 3/1/99 Date: 3/15/99 Date: 3/15/99

TLD Reader Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable

Vacuum Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Estimated Estimated Estimated Not Applicable
Chamber Completion Completion Completion
Controller Date: 3/30/99 Date: 3/30/99 Date: 3/30/99
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SitB Status RBport: PantBI Plant

SystBmNaDII SystBmDoscrIptIon SystBm Type Systam Scope PrIIrIty SOIutIonTypa EllFunctIon
Vacuum System

Webber WF195
76+212X 736-0126

Webber WF195
76+212X 736-0127

WebberWF216+212
736-1567

WebberWF216+212
736-1568

Vacuum system, facility system, Non-IT
new facility being built. equipment
not scheduled for use until after
January 1, 2000.

Webber environmental chamber. Non-IT

Webber environmental chamber. Non-IT

Webber environmental chamber. Non-IT

Webber Environmental chamber. ' Non-IT

Facility-specific Business-essential Terminate

Facility-specific Business-essential No Impact

Facility-specific Business-essential No Impact

Facility-specific Business-essential No Impact

Facility-specific Business-essential No Impact

Facility Systems and Equipment

Unknown

Unknown

Unknown

Unknown

Webber WF24-76+212X Webber environmental chamber Non-IT
736-0173

Webber WF24-76+212X Webber environmental chamber. Non-IT
736-0278

Friday, February 26, 19998:17:29 AM
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Facility-specific Business-essential No Impact

Facility-specific Business-essential No Impact

•

Unknown

Unknown
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Sitl Status Report (ConlJ: Pantex Plant

Risk Vuln8l'8blilly
Protect Plan Ass.DBlt Assossmont

Sysa Status Status Status
TBlt Plan
Status

•
CDDtIIlUBIIGY
Plan Status

Ravatlon
Status

Validation
Status

•
bnplllllBDtatDI End-TIHnd
Status TBltlng Status

Vacuum System Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable

Friday, February 26, 19998:17:29 AM Pantex - Page 6



Sito Status Report: Pantol Plant

Syst8mNalll8 Systmnll8scrlpUIII SystBmTypo Syst8m 8mpo PrIority SOIutIonTyps ESHFuncUDn

Webber WF300- Webber environmental chamber. Non-IT Facility-specific Business-essential No Impact Unknown
112+212736-1182

Webber WF300- Webber environmental chamber. Non-IT Faci lity-specific Business-essential No Impact Unknown
112+212736-2112

Webber WF300- Webber environmental chamber. Non-IT Facility-specific Business-essential No Impact Unknown
112+212 736-2113

Webber WF300- Webber environmental chamber. Non-IT Facility-specific Business-essential No Impact Unknown
112+212736-2166

Webber WF300- Webber environmental chamber. Non-IT Facility-specific Business-essential No Impact Unknown
112+212736-2591

Webber WF300- Webber environmental chamber. Non-IT Facility-specific Business-essential No Impact Unknown
112+212 736-2884

Webber WF300
112+212736-2885

Webber environmental chamber. Non-IT Facility-specific Business-essential No Impact Unknown

Friday, February 26,19998:17:29 AM
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Site Status Report [COntJ: Pantex Plant

Risk Vuln8rablnty
ProjllCt Plan AS88S8ll18llt AS88ssmont lat Plan Contlnuancy RlIIIOvaUDn Validation ImplBmJtaUon End-Io-End

SystBm Status Status Status Status Plan Status Status Status Status IBSUOU Status

Webber WF300- Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable
112+212736-
1182

Webber WF300- Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable
112+212736-
2112

Webber WF300- Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable
112+212736-
2113

Webber WF300- Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable
112+212736-
2166

Webber WF300- Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable
112+212736-
2591

Webber WF300- Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable
112+212736-
2884

Webber WF300- Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable
112+212736-
2885
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Sito Status Roport: Pantox Plant

lystBmNan lystBmD8scrlptlon Iystam TYPII Iys_ SCOPB PItJrItY ~utkmTYPII ESRFunctIon
WebberWF48
112+212X 736-2114

WebberWF48
112+212X 736-2115

Webber environmental chamber. Non-IT

Webber environmental control. Non-IT

Facility-specific Business-essential No Impact

Facility-specific Business-essential No Impact

Unknown

Unknown

WebberWF72-112+212 Webber environmental chamber. Non-IT Facility-specific Business-essential No Impact Unknown
736-1183

X-Ray, Receiving (Back- X-ray for screening packages Non-IT Facility-specific Business-essential Other Process Control and/or Protection
up) received at Pantex (back-up Systems

system).

X-Ray, Receiving X-ray for screening packages Non-IT Facility-specific Business-essential Other Process Control and/or Protection
(Primary) received at Pantex. Systems

X-Ray, Receiving X-ray for screening packages Non-IT Facility-specific Business-essential Other Process Control and/or Protection
(Primary) received at Pantex. Systems

Zetron Zone 4 Pit Temp Temperature monitors for Non-IT Facility-specific Business-essential Other Facility Systems and Equipment
. Monitor magazines.

Friday, February 26,19.998:17:29 AM

• •
Pantex - Page 8

'.



·' -. •
SitB Status RBport [Cool): Pantex Plant

Risk Vulnorability
'rqactPIan ASS8SS1D1111t Ass88smont T88tPlan COOUnuaooy Rllllvatlon Validation Impllllll8lltatlon End-THod

Systum Status Status Status Status Plan Status Status Statui Status T8stlnu Statui

Webber WF48- Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not A.pplicable Not Applicable Not Applicable Not Applicable
112+212X 736-
2114

Webber WF48- Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable
112+212X 736-
2115

Webber WF72- Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable
112+212736-
1183

X·Ray, Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable
Receiving
(Back-up)

X-Ray. Not Applicable Not Applicable _Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable
Receiving
(Primary)

X-Ray, Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Estimated
Receiving Completion
(Primary) Date: 9/1/99

Zetron Zone 4 Not Applicable - Not Applicable Not Applicable - Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable
Pit Temp
Monitor
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SitH Status RHport: PantHI Plant

Syst8mNalll8 SystBmD8scrlptkJn Syst8m Typa Syst8m SCOpe Priority SOJutIonTypa ESHFuootIoo
Zonaplex Building
Duress Sys

Duress system for bays & cells. IT Facility-specific Business-essential Other Facility Systems and Equipment

Zone 4 Gamma Rad
Monitoring

Low level environmental gamma Non-IT
radiation monitor. -

Site-wide Business-essential Other Environmental Monitoring Systems

Zone 4 Magazine NC
Thermostat

Air conditioning thermostatic
control.

Non-IT Facility-specific Business-essential No Impact Facility Systems and Equipment

Friday, February 26,19998:17:30 AM
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Sito Status Report [Cont.J: Pantex Plant

Risk VullIII'8blOty
ProJBCt Plan ASS88SIl1llllt ASS8SSment Tut Plan COnllnllBOO' RBJI)vatDI VaildatDI ImplomBntatlon End-To-Ind

SystBm Status Status Status Status Plan Status Status Status Status T8SUOU Statui

Zonaplex Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable
Building Duress
Sys

Zone 4 Gamma Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Completed Completed Completed Not Applicable
Rad Monitoring

Zone 4 Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable
MagazineNC
Thermostat
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•
Rocky flats Environmental Te~hnology Site

Mission: Special nuclear material (SNM) management, site cleanup, environmental
restoration, deactivation, and decontamination and decommissioning (D&D) of
facilities (site closure by 2010)

# Workers: 240 Federal (Rock Rats Field Office) and 3,040 total contractor and subcontractor
personnel

# Key Facilities: 6

cso: DOE Office of the Assistant Secretary for Environmental Management (EM)

FY99 Budget: $680 million

Y2K Status # S~'stems

Implementation completed now 3
Implementation scheduled for completion by

16
March 31, 1999
Implementation scheduled for completion after

0
March 31,1999, but before December 31,1999
Responded Not Applicable I
No Response Provided 0
Total 20

S)'stem Type # Systems
IT 0
Non-IT 0
No Data 20
Total 20

Selected ES&H Functions # S)'stems
Process Control and/or Protection Systems 1
Maintenance TrackinJ!; 0
Traffic Management Systems 0
Radiation Monitoring Systems I
Materials Inventory Systems 0
Emergency Response Systems 2
Environmental Monitoring Systems 2
Facility Systems and Equipment 13
Hazards Analysis & Control 0
Health & Dosimetry Records I
Insufficient Information to Classify 0
Total 20



Situ Status Ruport: Rocky Flats EnViroDlDuntai Technology Situ

Syst8mNaRIJ Syst8mD8scrlptlon Syst8m Typa SystBm SCOIII PrbrIty SOIutIonTyPB ESHFIIICtIon
Ambient Air System

8371EUS

8374EUS

8559EUS

8707EUS

8771EUS

8776EUS

CRIT

Ambient Air Telemetry System

8.371 Essential Utilities

8.374 Essential Utilities

8.559 Essential Utilities

8.707 Essential Utilities

8.771 Essential Utilities

8.776 Essential Utilities

Site Criticality Alarm System

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Site-essential

Site-essential

Site-essential

Site-essential

Site-essential

Non-essential

Non-essential

Site-essential

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Unknown

Environmental Monitoring Systems

Facility Systems and Equipment

Facility Systems and Equipment

Facility Systems and Equipment

Facility Systems and Equipment

Facility Systems and Equipment

Facility Systems and Equipment

Facility Systems and Equipment

Friday,February 26, 19998:17:30 AM
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Sito Status Report [Conli Rocky Rats Environmental Technology Sito

Risk Vulnorablllty
Projoct Plan ASS888111811t AssossmoDt Tost Plan CODtlngoncy RomvaUOn ValldaUon ImPl8lll8lltaUIII End-To-End

Systom Status Status Status Status Pl.-Status Status Status Status TBltIng Status

Ambient Air Unknown Unknown Unknown Unknown Estimated Estimated Estimated Estimated Unknown
System Completion Completion Completion Completion

Date: 4/30/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

B371EUS Unknown Unknown Unknown Unknown Estimated Estimated Estimated Estimated Unknown
Completion Completion Completion Completion
Date: 4/30/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

B374EUS Unknown Unknown Unknown Unknown Estimated Not Applicable Estimated Estimated Unknown
Completion Completion Completion
Date: 4/30/99 Date: 3/31/99 Date: 3/31/99

B559EUS Unknown Unknown Unknown Unknown Not Applicable Not Applicable Not Applicable Not Applicable Unknown

B707EUS Unknown Unknown Unknown . Unknown Estimated Not Applicable Estimated Estimated Unknown
Completion Completion Completion
Date: 4/30/99 Date: 3/31/99 Date: 3/31/99

B771EUS Unknown Unknown Unknown Unknown Not Applicable Not Applicable Estimated Estimated Unknown
Completion Completion
Date: 3/31/99 Date: 3/31/99

B776EUS Unknown Unknown Unknown Unknown Not Applicable Completed Completed Completed Unknown

CRIT Unknown Unknown Unknown Unknown Estimated Not Applicable Estimated Estimated Unknown
Completion Completion Completion
Date: 4/30/99 Date: 3/31/99 Date: 3/31/99
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SltH Status Report: Rocky Rats Environmental Technology SitH

. SystBmNaDII SystBmD8lcrlptDI SystBm Type System Bcopa Pltlrlty SoIutIonTypa ESBFIIIICtkm
EOC

EPS

Emergency Operations Center

Emergency Power Systems

Unknown

Unknown

Unknown

Unknown

Site-essential

Site-essential

Unknown

Unknown

Emergency Response Systems

Facility Systems and Equipment

FND/SS Fire Alarm I Detection I Unknown Unknown Site-essential Unknown Facility Systems and Equipment
Suppression System

HIS-20 Radiation Worker Access Control - Unknown Unknown Mission-essential Unknown Health and Dosimetry Records
Tracks radiation exposures for rad
workers.

LS/DW Site Life Safety I Disaster Warning Unknown Unknown Site-essential Unknown Facility Systems and Equipment
System

Radios Site Radio System Unknown Unknown Site-essential Unknown Emergency Response Systems

SAAM/CAM Radiological Control Equipment Unknown Unknown Site-essential Unknown Radiation Monitoring Systems

Friday, February 26, 19998:17:30 AM
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Sito Status Report [ContJ: Rocky Rats Environmental Technology Sito

Risk Vulll8rablltty
P"Plan ASSBSSmont ASS88SmBnt TBst Plan CODtInIJllllCY R8IIIvatlon ValldaUon bnplmmmtauon End-To-fnd

SystIIm Status Stahls Status Status Plan Status Status Status Status TBSunU Status

EOC Unknown Unknown Unknown Unknown Estimated Estimated Estimated Estimated Unknown
Completion Completion Completion Completion
Date: 4/30/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

EPS Unknown Unknown Unknown Unknown Estimated Estimated Estimated Estimated Unknown
Completion Completion Completion Completion
Date: 4/30/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

FND/SS Unknown Unknown Unknown Unknown Estimated Estimated Estimated Estimated Unknown
Completion Completion Completion Completion
Date: 4/30/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

HIS-20 Unknown Unknown Unknown Unknown Estimated Completed Completed Completed Unknown
Completion
Date: 3/31/99

LS/DW Unknown Unknown Unknown Unknown Estimated Estimated Estimated Estimated Unknown
Completion Completion Completion Completion
Date: 4/30/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

Radios Unknown Unknown Unknown Unknown Estimated Estimated Estimated Estimated Unknown
Completion Completion Completion Completion
Date: 4/30/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

SAAM/CAM Unknown Unknown Unknown Unknown Estimated Estimated Estimated Estimated Unknown
Completion Completion Completion Completion
Date: 4/30/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

Friday, February 26,19998:17:30 AM RFETS - Page 2



Site Status Report: Rocky nats Environmental Technology Site

SystomNaDII SystomDoscrlptlon Systom Typa SystBm Scope Prtortty SolutlonTypa ESHFuootbII
SCS

SEDS

SFO

SPBC

TRAC

Security Computer System Unknown

Site Electrical Distribution System Unknown

Site Fire Operations Unknown

Steam Plant Boiler Controls Unknown

Terrain Responsive Atmospheric Unknown
Code - Collects weather data from
multiple RFETS locations to form
dispersion model to be utilized in
case of accident.

Unknown

Unknown·

Unknown

Unknown

Unknown

Site-essential Unknown

Site-essential Unknown

Site-essential Unknown

Site-essential Unknown

Mission-essential Unknown

Process Control and/or Protection
Systems

Facility Systems and Equipment

Facility Systems and Equipment

Facility Systems and Equipment

Environmental Monitoring Systems
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Sita Status Report [Conll: Rocky Flats Environmental Technology Sito

Risk VulnBrabDlty
PrqartPlan ASS8SSmant ASS8SSll18llt lost Plan ContlnUBncy RanDvatlon Validation 1mp18ll18llt8t1on End-lo-End

SystBm Status Status Status Status Plan Status Status Status Status losuna Status

SCS Unknown Unknown Unknown Unknown Estimated Estimated Estimated Estimated Unknown
Completion Completion Completion Completion
Date: 4/30/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

SEDS Unknown Unknown Unknown Unknown Estimated Estimated Estimated Estimated Unknown
Completion Completion Completion Completion
Date: 4/30/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

SFO Unknown Unknown Unknown Unknown Estimated Estimated Estimated Estimated Unknown
Completion Completion Completion Completion
Date: 4/30/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

SPBC Unknown Unknown Unknown Unknown Estimated Estimated Estimated Estimated Unknown
Completion Completion Completion Completion
Date: 4/30/99 Date: 3/31/99 Date: 3/31/99 Date: 3/31/99

TRAC Unknown Unknown Unknown Unknown Estimated Completed Completed Completed Unknown
Completion
Date: 3/31/99
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Mission:

# Workers:

# Key Facilities:

cso:

FY99 Budget:

Sandia National Laboratories

Design, develop, engineer, produce, test, and certify the non-nuclear components and
subsystems of nuclear weapons. SNL also conducts broad-based research and
development in environmental technologies. information systems, microelectronics.
energy supplies, and advanced military, nonproliferation, and treaty verification
technologies.

50 Federal (Kirtland Area Office) and 9,000 total contractor and subcontractor
personnel (at all sites)

13

DOE Office of the Assistant Secretary for Defense Programs (DP)

$1.03 billion

Y2K Status # Systems
Implementation completed now 8
Implementation scheduled for completion by

2
March 3 1. 1999
Implementation scheduled for completion after

I
March 31. 1999, but before December 31, 1999
Responded Not Applicable I
No Response Provided 0
Total 12

S~lstem T)'pe # S~'stems

IT 12
Non-IT 0
No Data 0
Total 12

•

Selected ES&H Functions # S)'stems
Process Control and/or Protection Systems 0
Maintenance Tracking 2
Traffic Management Systems 0
Radiation Monitoring Systems 2
Materials Inventory Systems 4
Emergency Response Systems 0
Environmental Monitoring Svstems 1
Facility Systems and Equipment 0
Hazards Analvsis & Control I
Health & Dosimetry Records 2
Insufficient Information to Classify 0

Total 12



Site Status Report: Sandia National Laboratories

SystmnNallll SystomDBSCrIptlon Systom Typo System Scope Priority SdutmTYPB ESHFIIIICDm
Benchtop RAD Benchlop RAD, radiation

instrument inventory; calibration
tracking; recall notification.

This system supports work
planning and control systems.

IT Site-wide Mission-essential Modify Maintenance Tracking Systems

CAN Clean Air Network System, polls
met towers to retrieve
meteorological information
pertinent to SNUNM.

This systems supports monitoring
system exposure to radiation or
hazardous materials.

IT Site-wide Site-essential Modify Environmental Monitoring Systems

EIS Explosives Information System IT
(developed and implemented at
Sandia National Labs) tracks
all explosives and explosive
containing devices and
assemblies from acquisition
through use,
storage, reapplication, transfer or
disposal.

This systems supports monitoring
system exposure to radiation or
hazardous materials.

Site-wide . Mission-essential Modify Materials Inventory Systems.

Friday, February 26,19998:17:30 AM
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Sito Status Report [ConlJ: Sandia National Laboratories

Risk Vuln8l'8bDlty
ProJect Plan ASB8BBDI8IIt ASB8BsDllnt Tnt Plan

Systom Status Status Status Status

Benchtop RAD Completed. Completed Completed Completed

CODtlnll8llCY ROIIIvaUIII Validation 1mp18llllDtatllll End-To-End
Plan Status Status Status Status TBltlng Status

Completed Estimated Estimated Estimated Not Applicable
Completion Completion Completion
Date: 2/28/99 Date: 3/10/99 Date: 3/31/99

CAN

EIS

Completed

Completed·

Completed

Completed

Completed

Completed

Completed

Completed

Completed

Completed

Completed

Completed

Completed

Completed

Completed

Completed

Not Applicable

Not Applicable
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Sito Status Roport: Sandia National Laboratories

Syst8mNaDII SystemDBSCI'IptIon Systum TYPB Iystem SCOPB Priority lolUUonTp ESlIFuootbI
ICS, RAD Instrument Calibration System,

Radiation Protection - Rad
Instrument Calibration, recall
transaction and maintenance
history tracking database.

This system supports work
planning and control systems.

IT Site-wide Mission-essential Modify Maintenance Tracking Systems

ISMS Integrated Safety Management
System Software - Hazards
Analysis.

This system supports work
planning and control systems.

IT Site-wide Site-essential Modify Hazards Analysis and Control

OE Oracle Environment - The Sandia IT·
National Laboratories Oracle
Environment (OE) Project has,
over the past several years,
evolved from the commercial off
the-shelf package sold by Oracle
Corporation to an in-house
developed system. This in-house
developed system supports only
the solid haardous waste
management functions.

This system supports monitoring
system exposure to radiation or
hazardous materials..

Site-wide Mission-essential Modify Health and Dosimetry Records
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SitH Status Report [COnt.I: Sandia National Laboratories
Risk Vulnnlllty

ProJoot Plan Ass8SSlll8llt Ass8Ssmont Tat Plan
System Status Status Status Status

•
COnllnlJ8llCY
Plan Status

RBIIOvatkln
Status

ValldatDI
Status

••
Implllll18lltatlon End-To-End
Status TosUng Stao

ICS, RAD

ISMS

OE

Completed

Completed

Completed

Completed

Completed

Completed

Completed

Completed

Completed

Completed

. Completed

Completed

Completed

Completed

Completed

Completed

Completed

Completed

Completed

Estimated
Completion
Date: 3/31/99

Completed

Completed

Estimated
Completion
Date: 4/30/99

Estimated
Completion
Date: 3/15/99

Not Applicable

Not Applicable

Not Applicable
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Site Status Report: Sandia National Laboratories

Syst8mNaRII Syst8mDBSCI'Iptlon Syst8mTyps Syst8m SCOpa PrIorItY SOIutIonTypO ESRFunctloo
RADTRACK Radtrack - this system is an in- IT Site-wide Mission-essential Modify Materials Inventory Systems

house developed database used
for tracking radioactive and
mixed waste. The system tracks
disposal requests and does
various reports. It does inventory
tracking and category three limit
Calculations.

This system supports monitoring
system exposure to radiation or
hazardous materials.

RPSD Rad Sample Analysis - Results of IT Site-wide Site-essential Other Health and Dosimetry Records
Surveys and Samples (lab specific
use).

This system supports monitoring
system exposure to radiation or
hazardous materials.
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Sito Status Roport [Conll: Sandia National Laboratories

Risk Vulnerability
ProJect Plan ASS888111811t AS888Smant lut Plan

SystBm Status Status Status Status

•
COnllnuoncv
Plan Status

RllllvaUon
Status

ValldaUoo
Status

•
IlIQJI8III8ntatJon Eml-To-lnd
Status latlng Status

RADTRACK Completed Completed Completed Completed Completed Completed

of

Completed Completed Not Applicable

RPSD Completed Completed Completed Completed Completed Not Applicable Not Applicable Not Applicable Not Applicable
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Site Status Report: Sandia National Laboratories

SyStBmNBIIII SystemD8scrlptlon SystBm Typo System SCOpo PrIority SOIutIonTypa ESHFUDCUon
RS/RGD

SANDOS

Radioative Source/Radiation IT
Generating Device db - System to
inventory radioactive
sources and radiation generating
devices under the
control/ownership of Sandia
National
Laboratories.

This system supports monitoring
system exposure to radiation or
hazardous materials.

Sandia Radiation Protection IT
External Dosimetry System
(External Dosimetry) - SANDOS
quantifies
the external occupational radiation
dose received by individuals at
SNL and SNL-controlled
facilities. Monitoring is
accomplished with an SNL
termoluminescent dosimeter (TLD) ,
supplemented by environmental
and criticality accident dosimetry
where required.

This system supports monitoring.
system exposure to radiation or
hazardous materials.

Site-wide

Site-wide

Mission-essential Modify

Mission-essential Modify

Materials Inventory Systems

Radiation Monitoring Systems
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Sito Status Report [CoRtJ: Sandia National Laboratories

Risk Vulnorabillty
Prqoct PIIII AS888SI11811t AS88SSmont Tust Plan

Syst8m Status Status Status Status

•
contInUllOOY
Plan Status

R8IIOvatlon
Status

Validation
Status

•
Impl8m8ntatlon End-To-fnd
Status TnUng Status

RS/RGD

SANDOS

Completed

Completed

Completed

Completed

Completed

Completed

Completed

Completed

Not Applicable Completed

Not Applicable Completed

Completed

Completed

Completed

Completed

Not Applicable

Not Applicable
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Site Status Report: Sandia National Laboratories

SystemNaDII Syst8lnDoscrlptlon System Type Syst8111 SQu..PrkrIty SOIutDlTyPB ESlIFunctIon
.SERMS Sample Exposure Results IT

Management System (Internal
Dosimetry)- SERMS, aka Internal
Dosimetry (RPID), schedules
appointments and tracks
personnel sample collection as it
relates to internal dosimetry
measurement. Also tracks sample
shipments to outside
laboratories, and records analysis
results.

This system supports monitoring
system exposure to radiation or
hazardous materials.

Site-wide Mission-essential Modify Radiation Monitoring Systems

Friday, February 26,19998:17:31 AM
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Sito Status Report [Cont.J: Sandia National Laboratories

Risk VulnorablDty
ProJoct Plan ASB8Bsmont ASS88SlDBIIt IOBt Plan

Systum Status Status Status Status

•
CODtlnuoncy
Plan Status

R8IIIvaDm
Status

Validation
Status

•
Impl8lllJlltatlon End-Io-End
Status luting Status

SERMS Completed Completed Completed Completed Not Applicable Completed Completed Completed Not Applicable
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Sito Status Report: Sandia National Laboratorios

SystBmNama Sys_DoscrIptlon Sys_ Type SystBm SCOPB PrkIrlty . SOIutkInTp ESHF.uDn
STAR Sample Tracking and Analytical IT

Results - The STAR information
system was developed by the
Environmental Sample
Management Office. The STAR
provides an accurate, defensible,
and
auditable computerized record to
trace the status of environmental
samples and the
associated analytical data from
sample collection through data
archiving.

This system supports monitoring
system exposure to radiation or
hazardous materials.

Site-wide Mission-essential Modify Materials Inventory Systems
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Site Status Report [ConlJ: Sandia National Laboratorlos

Risk VulnorabUJty
Pro)oct Plan Assosslllllllt AS88ssmOllt T88t Plan

SystBm Status Status Status Status

•
COntlnuancy
Plan Status

R8IIJvation
Status

VaUdatlon
Status

•
Impllllll8lltatlon End-To-End
Status T88Unu Status

STAR Completed Completed Completed Completed Not Applicable Completed Completed Completed Not Applicable

Friday, February 26,19998:17:31 AM SNL - Page 6



Mission:

Savannah River Site

Support current and future national security requirements (tritium reprocessing and
production), reduce the global nuclear proliferation danger (special nuclear material
storage and disposition; receipt, storage, management, and ultimate disposal (via
shipment to a Federal repository) of foreign and domestic research reactor spent
nuclear fuel), legacy defense waste processing and disposal, and environmental
remediation and related research and development

# Workers: 520 Federal (Savannah River Operations Office) and 13,500 total contractor and
subcontractor personnel

# Ke)' Facilities: 27

cso: DOE Office of the Assistant Secretary for Environmental Management (EM)

FY99 Budget: $1.48 billion

Y2K Status # S~'stcms

Implementation completed now 16
Implementation scheduled for completion by

0
March 31, 1999
Implementation scheduled for completion after

I
March 31, 1999, but before December 31, 1999
Responded Not Applicable 0
No Response Provided 0
Total 17

S~'stcm T)'pc # S~'stcms

IT 1
Non-IT 8
No Data 8
Total 17

Selcctcd ES&II Functions #S)'stcms
Process Control and/or Protection Systems 0
Maintenance Tracking 1
Traffic Management Systems 0
Radiation Monitoring Systems 3
Materials Inventory Systems 0
Emergency Response Systems 0
Environmental Monitoring Systems 0
Facility Systems and Equipment 10
Hazards Analvsis & Control I
Health & Dosimetry Records 0
Insufficient Information to Classify 2
Total 17



SitB Status Report: Savannah RIvBr SitB

Syst8mN81118 SystBmD8scrlptlon Syst8mTypg Bystam Smpa PrIorItY ~utDlTYP8 ESRFunctIon
1 CU Colorimeter (old Sample isle calorimeter. AIM6S. Unknown Unknown Mission-essential COTS Unknown
name: Sample Isle) System to be upgraded to a

current year 2000 compliant
product in FY 97.

221-F Datalogger Monitors the radiation levels in the Non-IT Unknown Mission-essential COTS Radiation Monitoring Systems
circulated and segregated cooling
water systems for 221-F. System
provides alarm functions, controls
auto diversion valve control
signals, and stores historical data
(30 days).

221-H 1st Cycle PLC 1st cycle OSR/Flow Project. Unknown Unknown Mission-essential COTS Unknown
(old name: System upgrated to current year
BLENDTROL) 2000 compliant product in FY 97

221-H Datalogger Monitors the radiation levels in the Non-IT Unknown Mission-essential COTS Radiation Monitoring Systems
circulated and segregated cooling
water systems for 221-H. System
will be upgraded to a current year
2000 compliant product

BENZ/OX ANALYZERS BENZ/OX ANALYZERS New Non-IT Unknown' Unknown No Impact Facility Systems and Equipment
replacement system by end fo FY
98 per Dennis Clark; not Y2K
driven

Friday, February 26,19998:17:31 AM
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Site Status Report [Cont.1 Savannah River Site

Risk Vulnorabillty
Projoot Plan AS888Smant AS8888mont latPl80 COntlnglllCY RlIIIVaUOo ValldaUon InQII8IBtatlon End-IG-End

Systom Status Status Status Status Plan Status Status StatuI Statui laUng Statui

1 CU Completed Unknown Unknown Unknown Unknown Completed Completed Completed Unknown
Colorimeter (old
name: Sample
Isle)

221-F Completed Unknown Unknown Unknown Unknown Completed Completed Estimated Unknown
Datalogger Completion

Date: 3/15/99

BENZ/OX
ANALYZERS

Completed Unknown Unknown Unknown Unknown Completed Completed .Completed Unknown
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Sito Status Report: savannah River Sito

SystBmNallll SystBmD8scrlpUon SystBmType SystBm SCOP8 PrI(I"fty SOIutIonTYPB ESHfuootllll

Benzene Analyzers, 02 Benzene Analyzers, 02 Non-IT· Unknown Unknown No Impact· Hazards Analysis and Control
Analyzers Analyzers. New replacement

system by end of FY 98 per
Dennis Clark; not Y2K driven

CPC Air Compressors CPC Air Compressors Unknown Unknown Unknown No Impact Facility Systems and Equipment

General Services PLC General services programmible Unknown Unknown Mission-essential Modify Facility Systems and Equipment.
logic controller for HVAC functions

HP Monitoring PLC Programmible logic controller for Unknown Unknown Mission-essential Modify .Radiation Monitoring Systems
monitoring health protection
equipment

ITP Filtrate Assay Pulse ITP Filtrate Assay Pulse Height Unknown Unknown Mission-essential Terminate Facility Systems and Equipment
Height Analyzer Analyzer

Kurz Flow Meters CPC Kurz Flow Meters CPC Purge (6) Non-IT Unknown Mission-essential No Impact Facility Systems and Equipment
Purge (6)

Local Temperature Local Temperature Indicators for Unknown Unknown Mission-essential No Impact . Facility Systems and Equipment
Indicators for the pRBT the PRBT (SC), SRAT, SME, and
(SC) MFT
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Site Status Report [Conll: Savannah River Site

Risk VullIOrablllty
ProjIIrt Plan As888Slll8llt Assossmant T88t Plan CODtlnll8ocy R8IIIvatloo Validation Impl8montatlon End-To-fnd

Systmn Statui Stams Stams Status Plan Stams Stams Stams StabJ8 T88t1ng Statui

Benzene Completed Unknown Unknown Unknown Unknown Completed Completed Completed Unknown
Analyzers, 02
Analyzers

CPC Air Completed Unknown Unknown Unknown Unknown Completed Completed Completed Unknown
Compressors

General Completed Unknown Unknown Unknown Unknown Completed Completed Completed Unknown
Services PLC

HP Monitoring Completed Unknown Unknown Unknown Unknown Completed Completed Completed Unknown
PLC

ITP Filtrate Completed Unknown Unknown Unknown Unknown Completed Completed Completed Unknown
Assay Pulse
Height Analyzer

Kurz Flow Completed Unknown Unknown Unknown Unknown Completed Completed Completed Unknown
Meters CPC
Purge (6)

Local Completed Unknown Unknown Unknown . Unknown Completed Completed Completed Unknown
Temperature
Indicators for
the PRBT (SC)
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snB Status RBpurt: Savannah RivBr SltB

SystamNaDli SystBmD8lol'lp1bl SystBm Type SystBm loops PrIorIty sotutIonTypa ESHF.mbII
Moore Controllers for
Air Purge and GCs

Moore Controllers for Air Purge
and GCs

Unknown Unknown Unknown No Impact Facility Systems and Equipment

Process Gas Process Gas Chromatograph (5) Non-IT Unknown Unknown COTS Facility Systems and Equipment
Chromatograph (5) (4 (4 plus 1 spare)
plus 1 spare)

Simplex Fire Alarm Simplex model 4020, 4005, Non-IT Unknown Mission-essential No Impact Facility Systems and Equipment
Panels 4100+, 4120 used in the fire alarm

system. When date changes from
12/31/2004, system 4020, 4100+,
and 4120 will revert to 1988. This,
however, does NOT affect the fire
system operational capability
because date and time of alarms
are stamped by the fire alarm
central computer system.

UPS units UPS Units Non-IT Unknown Unknown· No Impact Facility Systems and Equipment
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Situ Status Report [COnt.J: Savannah River Situ

Risk VulnBrablDty
ProJoct Plan AS88S8111811t AS888SlII8IIt Tat Plan CODtlnuBIICY RomvaUoo Valldatllll Impllllll8lltatlon End-To-End

Systam Status Status Status Status Plan Status Status Status Status T88Ung Status

Moore Completed Unknown Unknown Unknown Unknown Completed Completed Completed Unknown
Controllers for
Air Purge and
GCs

Process Gas Completed Unknown Unknown Unknown Unknown Estimated Estimated Estimated Unknown
Chromatograph Completion Completion Completion
(5) (4 plus 1 Date: 10/1/99 Date: 1017199 Date: 10/15/99
spare)

Simplex Fire Completed Unknown Unknown Unknown Unknown Completed Completed Completed Unknown
Alarm Panels

UPS units Completed Unknown Unknown Unknown Unknown Completed Completed Completed Unknown

Friday, February 26, 19998:17:31 AM SRS ~ Page 3



Site Status Report: Savannah River Site

SystemNIBII SystBmDBscrlpUon System TYPB System SOOPB Prklrlty SOIUtIonTypa ESHF_tIon

WCS WCS is a PC-Based database IT
application to collect, trend,
analyze, report, and store liquid
waste data to assist in maintaining
waste tank inventories and
managing tank heat load and
hydrogen generation. This
application automates extensive
calculations previously performed
manually by HLWE organiziation.
System in production service
6/25/97.

Unknown Mission-essential No Impact Maintenance Tracking Systems
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Site Status Report lCont.l Sav_ah RiVer Site

Risk VulnorabDtty
Pro)Bct Plan AS88SSD18nt AS88ssmBllt

Systmn Status Status Status
THstPlan
Status

•
COntlnUBDCY
Plan Status

RBlllvatioo
Status

Validation
Status

•
ImPIlHIIIIIItatlon End-To-End
Status TBStlnU Status

WCS Completed Unknown Unknown Unknown Unknown Completed Completed Completed Unknown
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Waste Isolation Pilot Plant

Mission: Safely dispose of the Department's defense-related transuranic (TRU) radioactive
waste

# Workers: 58 Federal (Carlsbad Area Office) and 810 total contractor and subcontractor
personnel

# Key Facilities: 3 categories (underground mine and associated subsurface facilities, including
ventilation and hoisting equipment; TRU waste container handling facilities and
equipment; equipment, vehicles, and containers for transporting TRU waste)

cso: DOE Office of the Assistant Secretary for Environmental Management (EM)

FY99 Budget: $184 million

Y2K Status # Systems
Implementation completed now 2
Implementation scheduled for completion by

0
March 31, 1999
Implementation scheduled for completion after
March 31, 1999, but before December 31, 1999/
after December 31, 1999 3/1
Responded Not Applicable 15
No Response Provided 0
Total 21

Slstem Type # S~'stems

IT II
Non-IT 10
No Data 0
Total 21

Selected ES&H Functions # S~'stems

Process Control and/or Protection Systems 0
Maintenance Tracking 0
Traffic Management Systems 0
Radiation Monitoring Systems 9
Materials Inventory Systems 0
Emergency Response Systems 4
Environmental Monitoring Systems )

Facility Systems and Equipment 4

Hazards Analysis & Control 0
Health & Dosimetry Records 1
Insufficient Information to Classify 2
Total 21



Sito Status Report: Wastolsolation PDot Plant

Syst8mNallll Syst8mD8scl1ptlon SystBmType SyBtom SQo PrIority SOIUtIonTypa ESHFuootIon
Alpha Spectrosys Alpha Spectrosys (Multi- IT Facility-specific Non-essential Modify Radiation Monitoring Systems

system)(Canberra Open VMS)
Performs Alpha Spectroscopy on
samples

AphpaiBeta Alpha/Beta Proportional Counter IT Facility-specific Non-essential Outsource Radiation Monitoring Systems
Proportional Counter (Multi-System)(Oxford)

Performs gross Alpha/Beta
measurements

BICRON RMP/HPRS Calculates personnel radiation Non-IT Facility-specific Non-essential Modify Radiation Monitoring Systems
Software doses from the raw TLD readings

CINDY 1.4 Performs internal dose calculations IT Facility-specific Non-essential Re-engineer Radiation Monitoring Systems

Current Dosimeter Used to track and process TLD Non-IT Facility-specific Non-"essential Modify Radiation Monitoring Systems
System Readings

Diesel Fire Pump Records RCRA records for the Non-IT Facility-specific Non-essential No Impact Facility Systems and Equipment
Diesel Fire Pump

EPD Electronic Reader IT Facility-specific, Non-essential Other Unknown

Friday, February 26, 19998:17:31 AM
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• • •
COnllfIII8IICY RnvaUDn Validation Implllllllltatkm End-To-Ind
Plan Status Status Status Status TBltlng Status

Estimated Estimated Estimated Estimated Estimated
Completion Completion Completion Completion Completion
Date: 3/31/99 Date: 9/30/99 Date: 9/30/99 Date: 9/30/99 Date: 9/30/99

Completed

T88t Plan
Status

CompletedCompletedCompletedAlpha
Spectrosys

SystBm

Site Status Report [ContI Waste Isolation Pilot Plant
Risk VulDBr8bUIty

ProJa:t Plan AS888Smont AS888Sment
Status Status Status

AphpalBeta
Proportional
Counter

Completed Completed Completed Completed Estimated Not Applicable Not Applicable Not Applicable Not Applicable
. Completion
Date: 3/31/99

BICRON Completed Completed Completed Completed Estimated Completed Not Applicable Completed Not Applicable
RMPIHPRS Completion
Software Date: 3/31/99

CINDY 1.4 Completed Completed Completed . Completed Estimated Estimated Estimated Estimated Estimated
Completion Completion Completion Completion Completion
Date: 3/31/99 Date: 12/31/00 Date: 1/31/01 Date: 211/01 Date: 2/28/01

Current Completed Completed Completed Completed Estimated Completed Completed Completed Not Applicable
Dosimeter Completion
System Date: 3/31/99

Diesel Fire Completed Completed Completed Completed Completed Not Applicable Not Applicable Not Applicable Not Applicable
Pump

EPD Completed Completed Completed Completed Estimated Not Applicable Not Applicable Not Applicable Not Applicable
Completion
Date: 3/31/99
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Sito Status Roport: Wastoliolatton Pilot Plant

SystBmNaDII Syst8mD88Cliptllll SystBmTYPB SystBm SCops PlU1tY SOIutIonTypa ElRfIBkm
Gamma Spectroscopy Performs Gamma Spectroscopy IT Facility-specific Non-essential No Impact Radiation Monitoring Systems

on samples

Gamma Spectroscopy Gamma Spectroscopy System, IT Facility-specific. Non-essential Outsource Radiation Monitoring Systems
System Canberra Genie 2000

Performs Gamma Spectroscopy
on Samples

GENII-S ver.1.4.8.5 GENII-S ver. 1.4.8.5 IT Facility-specific Non-essential Terminate Radiation Monitoring Systems
Environmental Radiation
Dosimeter Software

GXQ 3.1 Air dispension analysis Non-IT Facility-specific Non-essential No Impact Environmental Monitoring Systems

Health Services Tracks records for all Personnel Non-IT Facility-specific Non-essential Other Health and Dosimetry Records
Software (OHM &HEIDI)

INDOS 1.0 Performs internal dose calculations IT Facility-specific Non-essential No Impact Radiation Monitoring Systems

Liquid Scintillation Performs gross Alpha/Beta IT Facility-specific Non-essential Outsource Facility Systems and Equipment
Analyzer measurements

Omnicron Omnicron TCC-14 Non-IT Facility-specific Non-essential No Impact Emergency Response Systems
Used to record date and time of
Radio Messages
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SitH StatuS.Report (Conti WastHlsolation Pilot Plant

Risk VulnarabDtty
ProjBct Plan ASS8Ssnnmt ASS8Ssmant TBlt Plan COntlnU8IICY R_vatlon ValidatkJI bnplllll18lltaUon End-To-End

SystBm Statui Status Statui Status Plan Status Statui Status Status TOIUOU Statui

Gamma Completed Completed Completed Completed Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable
Spectroscopy

Gamma Completed . Completed Completed Completed Estimated Not Applicable Not Applicable Not Applicable Not Applicable
Spectroscopy Completion
System Date: 3/31/99

GENII-S Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable . Not Applicable Not Applicable Not Applicable Not-Applicable
ver.1.4.8.5

GXQ 3.1 Completed Completed Completed Completed Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable

Health Services Completed Completed Completed Completed Estimated Estimated Estimated Estimated Estimated
Software (OHM Completion Completion Completion Completion Completion
&HEIDI) Date: 3/31/99 . Date: 9/30/99 Date: 9/30/99 Date: 9/30/99 Date: 9/30/99

INDOS 1.0 Completed Completed Completed Completed Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable

Liquid Completed Completed Completed Completed Estimated Not Applicable Not Applicable Not Applicable Not Applicable
Scintillation Completion
Analyzer Date: 3/31/99

Omnicron Completed Completed Completed Completed Not Applicable Not Applicable Not Applicable Not Applicable Not Applicable
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Sho Status Report: Wastolsolation Pilot Plant

SystBmNaDII SyStBmD88crlptlon SystBmTypa Syst8111 S_ Prtortty SoIutIonTypa ESBF.uon
RFAR BUildings radio frequency alarm Non-IT Facility-specific Non-essential Modify Emergency Response Systems

transmitters
Used to transmit fire alarms

RICOH R-211 Used to receive secure faxes from Non-IT Facility-specific Non-essential No Impact Emergency Response Systems
DOE-HQ and/or DOE-AL

Scale ver.4.3 Provides a modular code system IT Site-wide Non-essential No Impact Facility Systems and Equipment
for shielding calculations

The Communicator Used to notify on call employees Non-IT Facility-specific Non-essential Other Emergency Response Systems
for WIPP Site events

ValidateXLT

WIPP Serial Sampling
Paramater Calcultions

Used by contract laboratory for
VOC monitoring program

Performs calculations from Lab
titriation analysis for Eh. while
purging wells

IT

Non-IT

Facility-specific Non-essential

Facility-specific Non-essential

No Impact

No Impact

Unknown

Facility Systems and Equipment
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•
BtIoo End-To-Ind

Tustlng Status

Estimated
I Completion
'99 Date: 4/15/99

ble Not Applicable

ble Not Applicable

-ble Not Applicable

:able Not Applicable

able Not Applicable

WIPP _: Page 3



Mission:

# Workers:

# Key Facilities:

cso:

FY99 Budget:

Yucca Mountain Site Characterization Project

Develop an underground repository at Yucca Mountain for the disposal of spent
nuclear fuel and high-level radioactive waste.

90 Federal (Yucca Mountain Site Characterization Office) and 1,500 contractor
personnel

DOE Office of Civilian Radioactive Waste Management (RW)

$310 million

\'2K Status # Slstl'nJS
Implementation completed now 0
Implementation scheduled for completion by

0
March 31, 1999
Implementation scheduled for completion after

0
March 31, ] 999, but before December 31, 1999
Responded Not Applicable 4
No Response Provided 0
Total 4

System l\lle # S~'stcms

IT 0
Non-IT 4
No Data 0
Total 4

Sdcctcd ES&II Functions # Systems
Process Control and/or Protection Systems 0
Maintenance Tracking 0
Traffic Management Systems 0
Radiation Monitoring Systems 0
Materials Inventory Systems 0
Emerg;ency Response Systems 0
Environmental Monitoring; Systems 0
Facility Systems and EQuipment 4
Hazards Analysis & Control 0
Health & Dosimetry Records 0
Insufficient Information to Classify 0
Total 4



Sito Status Report: Yucca Mountabl ProjBct

SystBmNallll Syst8mD8scrlptlon SystamType Systam SCOpo PltJrItY SoIutIonTypa ESHfunctDI
ASDA Alcove 5 smoke detection I alarm Non-IT Facility-specific Non-essential No Impact Facility Systems and Equipment

system. Smoke detector and
alarm for alcove 5 of ESF tunnel.

CFA Changehouse fire alarm - Fire Non-IT Facility-specific Non-essential No Impact Facility Systems and Equipment
alarm for changehouse located
above ground at ESF

FTV Subsurface flow-through Non-IT Facility-specific Non-essential No Impact Facility Systems and Equipment
ventilation - backup generator.
Generator which provides
emergency power to tunnel
ventilators

TVS Tunnel ventilation system - Non-IT Facility-specific Non-essential No Impact Facility Systems and Equipment ,
provides ventilation to tunnel
complex.
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•
SitB Status Report [Cont.J: Yucca Mountain Projoot

Risk VulnorablUty
ProJect Plan ASS88sl1B1t Assossmont

Systum Status Status Status
Tat Plan
Status

•
COntlOUOOOY
Plan Status

R8IIJVation
Status

ValldatDI
Status

•
Implllll18lltatlon End-To-EmI
Status TnUDu Status

ASDA

CFA

FTV

TVS

Not Applicable Completed

Not Applicable Completed

Not Applicable Completed

Not Applicable Completed

Completed

Completed

Completed

Completed

Completed Completed

Not Applicable Completed

.. Not Applicable Completed

Not Applicable Completed

Not Applicable Not Applicable Not Applicable Not Applicable

Not Applicable Not Applicable Not Applicable Not Applicable

Completed Not Applicable Not Applicable Not Applicable

Not Applicable Not Applicable Not Applicable Not Applicable
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